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HEAT-TRANSFER CHARACTERISTICS OF A  WATER-TO-CRYOGENIC- 

HYDROGEN HEAT EXCHANGER 

by Walter F. Weiland, Jr. ,  and  Donald W. Adams 

Lewis  Research  Center 

SUMMARY 

The  overall  heat-transfer  coefficient  and  fluid  pressure  drops  were  measured  for a 
shell-and-tube  heat  exchanger  suitable  for  regeneratively  cooling  the  water  in a water- 
moderated  nuclear  reactor.  The  fluid flow is parallel.  Cryogenic  hydrogen  flowed  in- 
side the tubes,  and  water  inside  the  shell. 

Measurements  were  obtained  during  steady  state  and  transient  operation.  The 
ranges of conditions  investigated  for  steady-state  operation  were  inlet  hydrogen  tempera- 
ture  from 100' to  180' R (55.6 to 100 K), inlet  water  temperature  from 600' to 660' R 
(333 to 367 K), water  and  hydrogen  inlet  pressure of approximately 700 psia 
(483x10 N/m ), and  fluid  flow  in  the  turbulent  region.  The  transient  conditions  investi- 
gated  were  similar  to what might  be  expected  during  reactor  startup. 
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The  results of the  investigation  showed  that 
1. Steady-state  operation  can  be  attained  for  conditions  where  freezing  exists. 
2. At constant  water  flow  rate  and  constant  fluid  inlet  temperatures  the  overall  heat- 

transfer  coefficient  increases with increasing  hydrogen  flow  rate  in  the  non-ice  region. 
Once  ice  forms,  the  overall  coefficient  remains  essentially  constant with increasing hy- 
drogen  flow  rate. 

3. For the  transient  conditions  investigated  the  overall  heat-transfer  coefficient  can 
be reasonably  well  represented by  the  steady-state  value  measured at the  corresponding 
fluid  conditions. 

The  measured  overall  heat-transfer  coefficient is compared with  values  calculated 
assuming  uniform  mass  velocity  distribution, no heat  lost  to  the  surroundings,  no  heat 
conducted  axially  along  the  tubes or  shell,  smooth  passages,  and  fully  developed  turbu- 
lent flow.  The  measured  overall  heat-transfer  coefficients  for  the  non-ice  region are 
generally within 4 0  percent of the  predicted  values. In the ice region  the  measured 
values are 15 to 35 percent  above  the  predicted  overall  coefficients. 



NTRODUCTION 

Heat  exchangers  that  utilize a coo1ai;t at a temperature  below  the  freezing  point of 
the  liquid  being  cooled are of interest  in  some  space  vehicle  systems. One  application of 
such a heat  exchanger is for  regeneratively  cooling  the  moderator  water  in a water- 
moderated  nuclear  rocket  reactor.  Here  the  cryogenic  propellant is used as the  coolant. 
Other  applications  may be found in  space  vehicle  systems  where a cryogen is readily 
available as a coolant. 

One  potential  problem  encountered  in  the  operation of such a heat  exchanger is solid- 
ification of the  liquid  on  the  cold  surface.  This  problem would most  likely  occur at low 
liquid  flow rates and  low  fluid  temperatures.  Under  extreme  conditions  the  frozen  layer 
may  become  thick  enough  to  completely  block  the  flow  passage.  Even  though  blockage 
does not occur,  the  presence of a frozen  liquid  layer  will  affect  the  heat-transfer  charac- 
terist ic of the  heat  exchanger. In addition,  some  question arises as to  whether  steady- 
state conditions  can  be  attained  under  freezing  conditions. 

To  design a heat  exchanger  for  operation  over a range of conditions  that  includes 
freezing, it is necessary  to  determine  the  conditions at which freezing  occurs  and  the 
thickness of the  frozen  layer.  This  requires a knowledge of the  liquid-frozen  layer  inter- 
face  temperature  and  the  contact  thermal  resistance  between  the  frozen  layer  and  the  wall. 

A literature  search  revealed two investigations (refs. 1 and 2) that  appear  to be most 
applicable  to  the  present  investigation  and are discussed  herein. A more  complete liter- 
ature  survey of the  freezing  process is contained  in  reference 1. 

An analysis  and  experimental  study of the  transient  freezing  process  in a flowing 
liquid is reported  in  reference 1. The  study  was  conducted  using  water  flowing  over a 
plate  chilled  by a cold  flowing  fluid. It was  found  that  for  steady-state  conditions  the 
water-ice  interface  temperature  was within a fraction of a degree of the  equilibrium 
freezing  temperature. It was  also shown that  the  thermal  contact  resistance  between  the 
ice  and  the  wall  was  small. 

An experimental  study of a single  concentric  tube,  counterflow,  heat  exchanger is 
reported  in  reference 2. Here  cryogenic  nitrogen or  hydrogen  flowed  through  the  inner 
tube  and  water  through  the  outer  tube.  The tests were  conducted with the  exchanger  in a 
horizontal  position.  The  Reynolds  numbers  were  in  the  turbulent  range. It was  shown 
that  the  heat  exchanger  could  be  operated  under  steady-state  conditions  with  an  ice  layer 
present. 

References 1 and 2 are investigations of single  flow  passages  where  the  mass  ve- 
locities are well  defined.  A  multitube  heat  exchanger  may  be  designed  assuming  uniform 
mass  velocities  for  each tube. However,  in  reality, this may not be  the  case. Nonuni- 
form  mass  velocities as well as local  disturbances  such as tube  spacers  will  result  in 
variations of the  heat-transfer  coefficient  from  tube  to  tube.  These  variations  may  have 
a negligible  effect  on  the  performance of the  heat  exchanger when no frozen  layer exists. 
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But  in  the  presence of a frozen  layer  these  variations  may  greatly  affect  exchanger  per- 
formance  because  the  layer  thickness is dependent  on  the  fluid  heat-transfer  coefficient. 
Therefore,  calculations  performed  assuming a single flow passage  or  uniform  mass  ve- 
locity  distribution  may  not  be  applicable  to a multitube  heat  exchanger at or  near  freezing 
conditions. 

A multitube  heat  exchanger that will operate at conditions  which  may  include a freez- 
ing  situation is proposed  for  regeneratively cooling  the moderator  in a water-moderated 
nuclear  rocket  reactor. Such an  exchanger  must  operate  effectively  for  steady-state 
conditions as well as  during  startup of the  reactor. Although the  exchanger would  not 
normally  operate  under a freezing  situation, off design  conditions or  a variation  in  the 
expected  startup  conditions  may  result  in a freezing  situation.  Therefore,  an  investiga- 
tion was initiated at the NASA Lewis  Research  Center  to  determine  the  heat-transfer 
characteristics of such a heat  exchanger.  The  tests  were  conducted at the  Plum Brook 
Station. 

The  heat  exchanger  investigated  herein is of shell-and-tube  design  and is composed 
of 19 tubes  arranged  in a triangular  array.  Cryogenic  hydrogen flowed inside  the  tubes 
and  water  in  the  shell.  The flow was parallel. 

Heat-transfer  and  pressure  drop data were  obtained  for  steady-state as well as 
transient  conditions.  The  steady-state  conditions  were  expected  to  include  both  nonfreez- 
ing  and  freezing  situations. For steady-state  conditions  data  were  taken  over  the  follow- 
ing  range of conditions:  hydrogen  inlet  temperature  from 100' to 180' R (55.6 to 100 K),  
inlet  water  temperature  from 600' to 660' R (333 to 367 K),  inlet  water  and  hydrogen 
pressure of approximately 700 psia (483x10 N/m ), and flow in  the  turbulent  region. 
The  transient  conditions  investigated  were  similar  to what might  be  expected  during  re- 
actor  startup. The results  are  compared with predicted  values.  The  calculations  were 
made  assuming  uniform  mass  velocity  distribution, no heat  lost  to  the  surroundings, no 
heat conducted  axially  along  the  tubes or  shell,  smooth  passages,  and  fully  developed 
turbulent  flow. 
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APPARATUS 

Flow System 

A schematic  diagram of the  flow system is shown in  figure 1. The system  consists 
of a separate water and  hydrogen  system.  The  desired  water  temperature at the  inlet  to 
the  heat  exchanger  was  obtained  by  mixing hot and  ambient  temperature  water  supplied 
from  separate  tanks. High pressure  nitrogen  gas was used  to  force water from  the 
supply  tanks  through  the  system.  The  water  from  each tank flowed  through a separate 
flow-control  valve after which  the two streams  were  mixed at a tee. The  temperature 
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Figure 1. - Flow schematic. 

of the  mixture at this point was used  to  automatically  adjust  the  flow-control  valves  to ob- 
tain  the  desired  temperature at the inlet of the  heat  exchanger.  These  valves  were  also 
used to  obtain  the  desired  water  flow  rate.  The  water  then  flowed  through  the  test  sec- 
tion, a turbine type flowmeter, a pressure  regulating  valve,  and  into a receiving tank at 
atmospheric  pressure.  Deionized  water was used  for  the  tests. 

at the  inlet  to  the  heat  exchanger.  The  gas was supplied  from high pressure  trailers.  
The  gaseous  hydrogen  flowed  from  the  trailers  through a turbine  flowmeter,  an  orifice, 
and a flow-control  valve  and  into a mixing  chamber.  Liquid  hydrogen was forced  through 
the  system by pressurizing a dewar with gaseous  hydrogen.  From  the  dewar  the  liquid 
hydrogen  flowed  through a venturi, a turbine  flowmeter, a flow-control  valve, and into 

Liquid  and  gaseous  hydrogen  were  mixed  to  obtain  the  desired  hydrogen  temperature 
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the mixing chamber. The two flow-control valves, as in the water system, could be op

erated independently to control the temperature of the mixture or together to control the 

total hydrogen flow rate. From the mixing chamber the hydrogen passed through a three

way valve, the heat exchanger, a pressure-control valve, and into the exhaust where 

it was burned. The three-way valve located near the inlet to the heat exchanger was used 

to bypass the heat exchanger during cool-down of the piping. 

Test Section 

The test section is a shell-and-tube heat exchanger having 19 tubes arranged in a 

triangular array. The spacing, measured between tube centers, is 0.475 inch (1. 21 cm). 

The outside diameter of the tubes is 0.375 inch (0.952 cm) and the wall thickness is 

0.035 inch (0. 0889 cm). The tubes are separated by spacers so arranged that the result

ing reduction in flow area does not exceed 30 percent. Figure 2 shows the heat exchanger 

components and tube spacer arrangement. Figure 3 shows the shell dimensions and the 

Tube sheet 
\ 
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Figu re 2. - Heat exchanger components. 
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A Temperature  probes 
Water  pressure  taps 

Section A-A 

Figure 3. - Heat exchanger  shel l   dimensions  and  instrumentation location. (All l inear  d imensions  are in inches (cm). ) 

location of the  thermocouple  probes  and  water  side  pressure  taps.  The  heat  exchanger 
was  constructed of aluminum.  The  flow  in  the  heat  exchanger  was  parallel with hydrogen 
in  the  tubes  and  water  in  the  shell. 

The  heat  exchanger  was  enclosed  in a vessel which was  pressurized with nitrogen 
during a run.  The  nitrogen  pressure was maintained at the  same  level as the  hydrogen 
at the  inlet  to  the  heat  exchanger.  Equalizing  the  pressure  between  the  inside  and  outside 
of the  heat  exchanger  allowed  the  use of lightweight  hardware  thus  minimizing  the  heat 
loss due to  thermal  conduction  along  the  piping. 

Instrumentation 

The  locations of the  various  temperature  probes  and  water-side  pressure  taps  are 
shown  in  figure 3 .  The  inlet  hydrogen  temperature  for  the first few steady-state  runs was 
measured  using  three  copper-constantan  thermocouples  located 1 inch (2.54 cm)  upstream 
of the  heat  exchanger  inlet  and a platinum resistance  probe  located 2 feet (60.9 cm) f u r -  
ther  upstream.  Comparison of these  temperature  measurements with  other  temperatures 
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throughout  the  hydrogen  system  showed  that  the  platinum  probe  gave  the  most  reliable 
reading at low temperatures.  The  temperature  measured  by  the  platinum  probe was used 
as the  inlet  hydrogen  temperature  for  these  runs. For subsequent  runs two of the  ther- 
mocouples  were  replaced  with  platinum  resistance  probes.  The  average  reading of these 
two probes was used as the  hydrogen  inlet  temperature.  These  probes  generally  agreed 
to within 2' R (1.1 K). A maximum  difference of 6' R (3.3 K) occurred  for one run. 
Comparison of these  probes with the  one  located 2 feet  (60.9  cm)  upstream showed an 
agreement within 6' R (3 .3 K). 

The  outlet  hydrogen  temperature was taken as the  average of three  copper-constantan 
thermocouples  located 1 inch (2 .54 cm)  downstream of the  exchanger  outlet. One thermo- 
couple was located at the  centerline of the  pipe  and two  halfway from  the  centerline  to  the 
pipe wall. The agreement of these  thermocouples for the  majority of the  steady-state 
runs  ranged  from 3' to 7' R (1.7 to  3.9 K) for  a temperature  above 200' R (111 K). A 
maximum  difference of 11' R (6 .1  K) occurred  for one run. Below 200' R (111 K) the 
difference  reached 21' R (11.7 K). 

To determine  whether  the  average of the  three  thermocouples  resulted  in a reliable 
mixed  gas  temperature,  three  additional  thermocouples  were  located  downstream of a 
180' bend in the  piping.  With the exception of one  run,  the  average of these  thermocouples 
was within 2' R (1 .1  K) of the  temperature  measured at the  exchanger  outlet.  The good 
agreement  between  the two sets  of thermocouples  indicates that the  average of the  three 
thermocouples  at  the  outlet of the  heat  exchanger was a good measure of the  mixed  outlet 
gas  temperature. 

The  water  temperature was measured 1 inch (2 .54 cm)  from  the  heat  exchanger shell 
in  the  inlet pipe and in the  outlet  pipe.  Three  copper-constantan  thermocouples  were 
used  at  these two locations.  The  thermocouples  at  each  location  agreed  within 3' R 
(1 .7  K) or less. 

A static  pressure  tap was located 0 . 2 1  inch (0.534 cm)  from  each end of one heat 
exchanger  tube.  These  taps  were  used  to  measure  the  hydrogen  inlet  static  pressure  and 
the  pressure  drop  across  the  heat  exchanger. 

(2 .54 cm)  from  the  heat  exchanger  shell.  Static-pressure  drops  were  measured at var- 
ious  locations  along  the  water  passage as shown in  figure 3 .  The pressure  drop  in  the 
center 2 feet  (60.9  cm) of the  exchanger was used for comparison with predicted  values. 
All  pressure  measurements  were  made with pressure  transducers. 

The  water  inlet  static  pressure was measured  in  the  inlet  pipe at a location 1 inch 

The  water  flow rate  was measured  downstream of the  heat  exchanger  with a turbine 
flowmeter. 

The  liquid  and  gaseous  hydrogen  flow rates were measured with turbine  flowmeters 
prior  to  mixing. In addition,  the  liquid flow was measured with a venturi,  and  the  gas 
flow  with a sharp edge  orifice.  Agreement  between  the two methods of flow measurement 
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was  generally  better  than 3 percent  for  both  fluids.  However,  the  agreement was not  good 
at extremely low flow rates (near  one-tenth  full  indicator  reading). 

Contro ls  

The  flow rate,  inlet  temperature,  and  inlet  pressure of the  hydrogen  and  water  were 
automatically  controlled.  The  desired  value of each  parameter with respect  to  time was 
programed  into a controller  prior  to a run. Comparison of this  value with the  measured 
value  during a run  supplied  the  signal  necessary  to  adjust  the  appropriate  control  valve. 

The  inlet  temperature  and flow rate of the  hydrogen  and  water  were  controlled by the 
flow-control  valves  located  upstream of the  mixing  point  in  each  system (fig. 1) .  The 
temperature of the  mixed  fluid was regulated  by  adjusting  one  valve with respect  to  the 
other, but for flow  control,  the  valves  opened  or  closed  together. 

The  inlet  pressures of hydrogen  and  water were maintained  at  the  desired  levels by 
the  pressure  control  valves  located  downstream of the  heat  exchanger. 

Data Recording 

The  voltage  signals  from  the  pressure  transducers,  temperature  sensing  probes,  and 
the  turbine  flowmeters  were  recorded on magnetic  tape  in a high  speed  digital  recording 
system.  The  recording  system  capabilities  and  the  number of parameters  recorded  made 
it possible  to  record  the  signal  from  each  instrument  approximately  once  every 1/40 of a 
second.  The  length of time  over which data  were  recorded  varied  according  to  the  test 
being  conducted. For steady-state  runs  the  time was generally 60 seconds  while  for  tran- 
sient  runs  the  data  were  recorded  during  the  ramp  up (30, 60, or  120 sec)  plus 60 seconds 
after  the  ramp  ended. 

PROCEDURE 

Operation 

Prior  to  the start of a run,  the  controller was programed  for  the  run  desired  and  the 
dewar  and  water tanks were  filled. The tanks were  pressurized  and  liquid  hydrogen  flow 
was started  for cool-down of the  piping.  The  three-way  valve was set  so  that  the  liquid 
hydrogen  bypassed  the  heat  exchanger. When cool-down was completed,  the  hydrogen 
flow was stopped,  and  the  three-way  valve was opened to  the  heat  exchanger. The  water 
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and  hydrogen  flow  were  manually  started  and  increased  to a value  large enough S O  that  the 
controller  operated  effectively. At this point  the  procedure  followed  depended on whether 
the  run was for  transient  or  steady-state  conditions. 

For steady-state  conditions  the  controller  was  engaged  and  the  ramp  started. When 
the  controlled  parameters  had  been  ramped  to  the  predetermined  values, a "hold" was 
initiated  manually.  During a hold, the  controlled  parameters are maintained  automati- 
cally at the  values  called  for at the  time  the hold  was  initiated. When the  system  attained 
thermal  equilibrium,  the  data  were  recorded.  After  the  data  were  recorded,  the hold was 
released,  and  the  system was automatically  returned  to  the  initial  conditions. 

For transient runs the  controller  was  engaged,  and  the  system  was  allowed  to  reach 
thermal  equilibrium. Once thermal  equilibrium  was  attained,  the  ramp  and  the  recorder 
were  started. At the  end of the  ramp  up  there was an  automatic 60  second  hold,  and  the 
parameters  were  then  ramped down to  the initial conditions. 

Data Reduction 

A computer  code was  utilized  to  reduce  the  data on the  magnetic  tape.  The  data  were 
reduced at various  intervals of time  depending on the  type of run. For steady-state  runs 
the  interval was 3 seconds,  and  for  transients  the  interval was 1 second. At each  in- 
terval the  value of the  parameter  was  taken as the  average of 24 consecutive  readings. 
The  average was taken  to  reduce  the  effect of an  extraneous  signal or noise that might 
otherwise  be  included  in a single  reading.  The  total  run  time  involved  for  recording 24 
readings of a particular  parameter is approximately 0 . 6  second. For transient condi- 
tions  the  average  value  represents  the  value at the  midpoint of the  time  interval.  The 
average  value is a good representation as the  time  interval is short  and  the  ramp  rate 
small .  The  maximum ramp  rates  were as follows: T i  = 3' R per  second ( 1 . 7  K/sec), 
T;' = 6.5' R per  second ( 3 . 6  K/sec), w' = 3 percent of maximum  flow rate,  and 
w" = 3 percent of maximum  flow rate .  

The  overall  heat-transfer  coefficient  was  calculated  from  the  equation 

U =  Q 
S" ATm 

where Q is the  heat  transferred  between  the  fluids, S" is the  hydrogen  side  heat- 
transfer  surface area, and ATm is the  log  mean  temperature  difference  between  the two 
fluids.  (Symbols are defined  in  appendix A. ) 

For no heat  loss  to  the  surroundings,  the  heat  transferred Q can  be  represented by 
either  the  heat  released  from  the  water or the  heat  absorbed by the  hydrogen.  The  heat 
released  from  the  water  was  calculated  from  the  equation 
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Q' = W'C' (T' - Ti )  P 1  

The specific heat of the  water  c'  was  assumed  equal  to  1.0. 
P 

The  heat  absorbed by the  hydrogen  was  calculated  from  the  equation 

where H;' and H i  are the  enthalpy of the  hydrogen at the  inlet  and  outlet,  respectively. 
The  log  mean  temperature  difference A T m  was  calculated  from  the  equation 

ATm = 
(Ti - TY) - (Ti - Ti') 

(Ti  - TY) 

(Ta - T i )  
In 

The  properties of the  hydrogen  were  obtained  from  reference 3 .  The  flow ra tes  of the 
gaseous  and  liquid  hydrogen  measured  with  the  turbine  meters  were  used in  the  calcula- 
tions. 

DISCUSSION OF RESULTS 

Heat Balance 

The  heat  balance  for  the  heat  exchanger  can  be  written as 

where Q" is the  heat  absorbed by the  hydrogen, Q' is the  heat  given  up by the  water, 
and QL is the  heat  lost  to  the  surroundings by  convection,  conduction,  and  radiation. 

The  ortho-para  composition of the  hydrogen  must  be known to  determine  the  enthalpy 
and  hence  the  heat  absorbed by the  hydrogen  (eq. (3)). Since  the  hydrogen  supplied  to  the 
test section  was  obtained by mixing  gaseous  and  liquid  hydrogen,  the  composition  and 
mass  flow rate of both must be  considered. 

The  composition of the  liquid  hydrogen  was  approximately 100 percent  para.  The 
gaseous  hydrogen  composition  could  vary  from 100 percent  para  to 75 percent  ortho  and 
25 percent  para. When the trailer is filled the  composition is 100 percent  para.  The 
composition will then  change  until  equilibrium is reached (75 percent  ortho - 25 percent 
para).  The  time  required  to  reach  equilibrium is long  compared  with  the  residence  time 
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Figure 4. -Heat balance. 

of the  hydrogen  in  the  trailer.  Therefore, the ortho-para  composition is most  likely  to  be 
between  the two extreme  values. 

Because  the  ortho-para  composition  was not measured  during the tes ts ,  Q" was  cal- 
culated for the two extreme  compositions.  The  resulting  heat  balance is shown in  fig- 
u re  4. Here  the  heat  absorbed by the  hydrogen is plotted as a function of the heat  re- 
leased by the water. Included for comparison is a dashed  line  which  represents Q" 
equal  to Q'. The  solid  symbols  represent  data at fluid  conditions  where  ice is predicted, 
and  the  open  symbols  where no ice is predicted.  The  ortho-para  composition of the 
gaseous  hydrogen is assumed  to  be 100 percent  para  in  figure  4(a)  and 75 percent  ortho- 
25 percent  para  in  figure  4(b). 

It can  be  seen  in  figures 4 that a good heat  balance  was  obtained  for  both  methods of 
calculating Q". In figure  4(a)  nearly all the  data are within *lo percent of the  dashed 
line. In figure 4(b)  the  heat  balance is slightly  better. The maximum  difference  in Q" 
that  results  from  the  variation  in  the  gaseous  hydrogen  ortho-para  composition is 
7 percent. 

To  determine  the  repeatability of the  experimental  data,  the first run of each  day's 
series of runs  was  taken at approximately  the  same  fluid conditions. These  data are rep- 
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resented  by  the  square  data  symbols  in  figure 4. With  the  exception of one run  the  heat 
balance  for  these data are within a band  represented by 5 percent of the  total  heat  trans- 
ferred.  The good repeatability of the data indicates  that  the  instrumentation o r  reading 
e r r o r  is generally small. At  the low fluid  flow rates, as represented by Q' = 300 Btu per 
second,  the  flow  measuring  devices are at the low  and  hence less accurate  part  of their 
range.  The  repeatability is not  expected to  be as good for  these  data. 

It has  been  shown  that  the  heat  balance  without  consideration of the  heat  lost  to  the 
surroundings QL is generally within *lo percent. In addition, a large  portion of the 
difference  between  the  heat  absorbed by the  hydrogen  and  that  released by the  water  can 
be accounted  for as experimental  error  and,the effect of the  ortho-para  composition. 
Thus,  the  heat  loss  term QL is expected  to  be  small  compared with the  heat  transferred 
between  the  fluids.  Calculations  verified  that QL was  small  and  does not  exceed 1 per- 
cent of the  heat released by  the  water.  Therefore, QL will  be  neglected  in  the  heat- 
transfer  calculations. 

The  heat  released by the  water  was  used as the  heat  transferred Q in  equation (1). 
The  hydrogen  fluid  conditions (low temperature  and  fluid  mixing),  the  use of two  flow- 
meters,  and  the  effect of the  ortho-para  composition  presented  greater  possibilities of 
error  than  did  the  water  fluid  conditions. 

Heat-Transfer   Coef f ic ient  

The  overall  heat-transfer  coefficient  for  the  heat  exchanger  investigated  herein will 
tend  to  increase  with  an  increasing  hydrogen o r  water flow rate  and  increasing  fluid  tem- 
peratures.  However, as the  hydrogen  flow rate is increased  the  tube wall temperature is 
reduced. If the  temperature is reduced  to the freezing point of the  water,  ice  forms on 
the  tube  wall.  The  thermal  resistance of the  ice  will  reduce  the  overall  heat-transfer 
coefficient.  Therefore,  in a freezing  situation  an  increase  in  the  hydrogen  flow  rate will 
not  necessarily  result  in  an  increase  in  the  overall  heat-transfer  coefficient. 

To  show  the  variation of the  overall  heat-transfer  coefficient with hydrogen  flow rate, 
calculations  were  made  using  the  method  and  equations  described  in  appendix B. The re- 
sults are shown in figure 5.  The  reciprocal of the  overall  heat-transfer  coefficient  (total 
thermal  resistance)  rather  than  the  overall  coefficient is plotted as it represents  the  sum 
of the  thermal  resistance of the  water  film,  the  ice  layer,  the  tube  wall,  and  the  hydrogen 
film.  The  thermal  resistances  were  calculated  from  the  heat  flux  and  temperatures ob- 
tained  using  the  method  and  equations  described  in  appendix B. The  fluid  conditions are 
a water flow rate of 8 pounds per  second (3 .63  kg/sec),  an  inlet  hydrogen  temperature of 
140' R (77.8 K), and a water  inlet  temperature of 650' R (361 K). 

Figure 5 shows  that  the  total  thermal  resistance  decreases with increasing  hydrogen 
flow  until  ice  forms.  Once  ice  forms,  the  total  thermal  resistance  remains  nearly  con- 
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Figure 5. - Var iat ion of thermal  resistance  with  hydrogen  flow  rate.  Water  flow  rate, 

water  inlet  temperature, 650' R (361 K). 
8 pounds  mass  per  second  (3.63 kglsec);  hydrogen  inlet  temperature, 140" R (77.8 K); 

stant with increasing  hydrogen  flow.  The  fact  that the decrease  in the hydrogen  film re- 
sistance is nearly  equal  to  the  increase  in  ice  layer  thermal  resistance  may be unique  to 
this  heat  exchanger  design. 

The small  decrease  in  the  water-side  thermal  resistance with an  increase  in  the hy- 
drogen  flow is due  to the increase  in  the  mass  velocity of the water  (increased  ice  block- 
age)  and  the  increase  in  the heat transfer  surface area represented by the  ice-water  in- 
terface. 

The  variation of the  overall  heat-transfer  coefficient  over  the  range of conditions  in- 
vestigated  herein is shown  in figure 6. Here,  the  measured  and  predicted  overall  coeffi- 
cients are plotted as a function of hydrogen  flow rate for  two  water  flow rates. Figure 6 
shows  three sets of fluid  inlet  temperatures.  The  predicted  values are represented  by a 
band  enclosed by  two sets of lines.  The  lower  line  represents  the  overall  heat-transfer 
coefficient  calculated  assuming a water-side  heat-transfer  coefficient  for  fully  developed 
flow in a smooth  passage.  The  upper  line  represents  the  overall  coefficient  resulting 
from  an  increase  in  the  water-side  heat-transfer  coefficient of 20  percent  over  that  pre- 
dicted  in a smooth  passage.  Some  increase  in  the  water-side  coefficient would be ex- 
pected  because of the  increased  turbulence  from  the  tube  spacers  and  the  cross  flow at the 
inlet  and  outlet of the  water  passage.  The  20-percent  increase is arbitrary.  The  solid 
lines (fig. 6) represent  conditions  where no ice is predicted,  and  the  dashed  lines  where 
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Figure 6. - Variat ion  of  overal l   heat-transfer  coeff icient  with  f luid  condit ions. 

ice  is predicted.  The  method  and  equations  used  to  obtain  the  predicted  values are de- 
scribed  in  appendix B. 

The  general  variation of the  measured  overall  heat-transfer  coefficient  with  fluid 
conditions is similar  to  that  predicted.  The  agreement with  predicted  values  varies  over 
the  range of fluid  conditions  investigated.  In  the  non-ice  region  the  data a r e  in good agree- 
ment with the  predicted  values,  being  generally  within A 0  percent. In the  ice  region  the 
data are  from 15 to 35 percent  above  the  value  predicted  for  heat  transfer  in a smooth 
passage  (lower  line  in  fig. 6). The  agreement is improved when the  predicted  water-side 
heat-transfer  coefficient is increased  (upper  line).  This  indicates  that  the  water-side 
heat-transfer  coefficient is somewhat greater than  that  predicted  in a smooth  passage. 
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One  question of interest  in  this  investigation  was  whether  steady-state  operation  can 
be attained  under a freezing  situation.  Steady-state  operation  was  attained  for all fluid 
conditions  investigated  including  the  most  severe  freezing  conditions (high hydrogen  flow 
rate at low  water  flow rate and  inlet  temperatures). No method was available  to  visually 
detect  the  existence of ice  during a test. However,  the  reasonably good agreement be- 
tween  predicted  and  measured  overall  heat-transfer  coefficient  indicated  that  ice  was 
present  for  most of the data in  the  region  where  ice  was  predicted.  The  conditions at 
which the  formation of ice  is questionable are those at or near  the  hydrogen  flow rate 
where  ice is first predicted. 

Pressure  Drop - Hydrogen  Side 

The  measured  pressure  drop  across a single  tube is compared with  the  predicted 
value  in  figure 7 .  Here the  measured  hydrogen  pressure  drop is plotted as a function of 
the  predicted  hydrogen  pressure  drop at three  sets  of inlet  fluid  temperatures.  Data be- 
low a hydrogen  flow of 0 . 3  pound mass  per  second (0.136 kg/sec) are not included as the 
actual  pressure  drop is small  and the instruments (flow and  pressure) are at the  low  and 
hence  less  accurate  part of their range. 

When no ice is predicted,  the  measured  pressure  drop  for  the  majority of the  runs is 
within 20 percent of the  predicted  value. When ice  is predicted,  the  majority of the  data 
exceeds  the  predicted  pressure  drop by more  than 20 percent. 
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It was  shown in  the  discussion of the  overall  heat-transfer  coefficient  that  the  agree- 
ment  between  the  experimental  and  predicted  overall  heat-transfer  coefficient is improved 
by increasing  the  water-side  coefficient by 20 percent.  The  effect on the  predicted hy- 
drogen  pressure  drop as a result  of this  increase  in  the  fluid  heat-transfer  coefficient is 
small .   The  pressure  drop  in  the non-ice region  increases by approximately  2  percent  and 
in  the  ice  region by 4 to  9 percent.  Thus  the  agreement  between  the  measured  and  pre- 
dicted  pressure  drop is slightly  improved. 

Pressure  Drop - Water  Side 

The  water-side  pressure  drop was measured  across a 2-foot  (60.9-cm)  straight  sec- 
tion  centered  between  the  water  inlet  and  outlet.  The  measured  pressure  drop  for  iso- 
thermal conditions is shown in  figure 8 as a function of water  flow rate .  A dashed  curve 
is drawn  through  the  data.  Included  for  comparison is a curve  representing  the  pressure 
drop  predicted  for a smooth  passage. 

The  measured  pressure  drop is approximately  three  times  that of a smooth  passage. 
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Figure 9. - Comparison of experimental to predicted  water  pressure drop. 

This  large  difference  indicates  that  some  consideration  must be  given  to  the pressure 
loss  across  the tube spacers.  

Spacers  were  located at six  stations between  the  pressure  taps.  Spacers at three of 
the  stations  resulted  in a reduction  in  flow  area of 30 percent, and spacers at the  other 
three  stations a reduction of 17 percent.  The  pressure  loss  across  the  spacers at each 
location was calculated  assuming  sudden  contraction  and  expansion.  The  sum of these 
losses was added to the  pressure  loss  predicted  for a smooth  passage  and  the  results 
a r e  shown  in figure 8. As a result  of including  the  spacers,  the  difference  between  meas- 
ured  and  predicted  pressure  drop was reduced  to  approximately 40 percent. 

In figure 9 the  measured  pressure  drop with heat  transfer is compared with the  pre- 
dicted  value. As was done  with the  predicted  overall  heat-transfer  coefficient, a pres- 
sure  drop was calculated  for two water-side  heat-transfer  coefficients. One assumes a 
water-side  coefficient  for a smooth  passage,  and  the  second  assumes a 20-percent  in- 
crease  in  the  coefficient. When no ice is predicted (open symbols)  the  effect of this  vari- 
ation  in  the  water-side  heat-transfer  coefficient is negligible  and  the  predicted  pressure 
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drop is represented by a single  value.  In  the ice region  (solid  symbol),  the  pressure  drop 
decreases with  increasing  water-side  heat-transfer  coefficient  because of decreased ice 
blockage of the  water  passage.  The  corresponding  change  in  the  predicted  pressure  drop 
is represented  by a horizontal  line  drawn  through  each  data  point.  The  lowest  value is 
that  calculated  assuming a 20-percent  increase  in  the  water-side  heat-transfer  coeffi- 
cient.  This  gave  the  best  agreement  between  ice  and  non-ice  data.  The  predicted  pres- 
sure  drop  includes  that  due  to  the  spacers. 

It can be seen  in  figure 9 that  the  measured  pressure  drop with  heat  transfer, as for  
isothermal  conditions, is greater  than  predicted. When no ice  is predicted,  the  data 
range  from 16 to 40 percent  above  the  predicted  value. 

Since  the  measured  pressure  drop with  and  without  heat  transfer is significantly 
greater  than  predicted  for a smooth  passage,  it is reasonable  to  expect  that  the  water- 
side  heat-transfer  coefficient  will  also  be  greater  than  predicted  for a smooth  passage. 
An increase  in  the  water-side  coefficient  did  improve  the  agreement  between  the  meas- 
ured  and  predicted  overall  heat-transfer  coefficient as well as improving  the  agreement 
between  the  ice  and  non-ice  fluid  pressure  drop  data.  Therefore,  the  added  turbulence 
apparently  resulting  from  the  tube  spacers  warrants  some  increase  in  the  water-side 
heat-transfer  coefficient. 

Transient  Conditions 

During  startup of the  reactor,  the  heat  exchanger would be  operating  under  transient 
conditions.  During  the first part of the  startup, only a small  amount of heat  will  be  added 
to  the  water as the  gamma  heating rate will  be small  and  the  structural  members of the 
reactor  will be thermally  cool.  Therefore,  care  will  have  to  be  taken  in  programing  the 
hydrogen  and  water  flow rates to  avoid  freezing  to  the  point of blockage of the  water  pas- 
sage.  Since  heat  transfer  under  transient  conditions is not  well  understood,  tests  were 
conducted to  gain  some  insight  into  the  characteristics of the  heat  exchanger  under  tran- 
sient  conditions. 

The  transient  conditions of interest  were  those  that  might  occur  during  reactor 
startup.  To  simulate  these  conditions  the  hydrogen  and  water  inlet  temperature,  inlet 
pressure,  and  flow rate were  programed  to  vary with time  in  such a way as might  occur 
during  startup.  One  such  ramp is shown in  figure 10 when the  inlet  temperatures  and 
flow rates a r e  shown as a function of time.  The  inlet  pressures  vary  linearly with time 
and are tabulated  for  time  equal  zero  and 30 seconds (end of ramps).  This  ramp  repre- 
sents  an  increase  from 17 percent of full power  to  full  power  in 30 seconds.  Each  data 
point  represents  the  average of 24 readings  taken  over a period of 0 .6  second.  Prior  to 
the start of the  transient,  an  attempt is made  to  obtain  steady-state  conditions  for  the 
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conditions at time  equal  zero.  Steady-state  conditions are never  quite  realized as it is 
difficult  to  control  the  flow rate of the  various  fluids at these low  flows. 

The  overall  heat-transfer  coefficients  obtained  from  the  run  shown  in figure 10 are 
plotted as a percentage of the  total  ramp  time in figure 11. Included  for  comparison are 
two runs  that  have  total  ramp  times of 60  and  120  seconds.  The  value of the  ramped pa- 
rameters  are the  same as those  in  figure  10 when determined on the basis of percentage 
of total  ramp  time.  Therefore,  the  ramp rate of the  60-second  run is 1/2 that of the 
30-second  ramp,  and  the  120-second  ramp rate is 1/4.  Values  below  16  percent of total 
ramp  t ime are  not  included  because  the  hydrogen  pressure  and/or  temperature  were  near 
the  critical  value  and  hence  the  value of the  inlet  enthalpy was uncertain. 

*- 

Examination of the  figure  shows no detectable  effect of ramp rate on the  transient 
overall  heat-transfer  coefficient. It can  also  be  seen  that  the  heat-transfer  coefficient 
at the  end of the  ramp (100 percent  ramp  t ime) is in good agreement with  the  value  meas- 
ured at steady-state  conditions. 

A comparison of the  heat-transfer  coefficient  for  transient  conditions  to  the  meas- 
ured  steady-state  value is shown  in  figure  12.  Here  the  heat-transfer  coefficients are 
plotted  for a 30-second  ramp  similar  to  the  one  shown  in  figure  10  but with a water  inlet 
temperature 40' R (22.2 K) lower.  Included  for  comparison are three  steady-state 
values,  one at 26 percent,  one at 60 percent,  and  one  at  100  percent of total  ramp  time. 
There is good agreement  between  steady-state  and  transient  values at 26  and  100  percent 
of total  ramp  time,  but at 60  percent  the  transient  value is 12  percent  below  the  meas- 
ured  steady-state  heat-transfer  coefficient.  The  disagreement at 60  percent of total 
ramp  time  may  be  the  result of a hydrogen  inlet  temperature  that  was  lower  in  the  tran- 
sient  than  steady-state  run. A s  was shown  in  the  steady-state  section of the  investigation 
the  heat-transfer  coefficient  decreases with decreasing  hydrogen  inlet  temperature. 
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It appears  from  examination of figures 11 and 12 that  the  ramp  rates  investigated 
are low  enough that  for  this  heat  exchanger  the  transient  overall  heat-transfer  coefficient 
can  be  reasonably  well  represented by the  steady-state  values. 

SUMMARY OF RESULTS 

The overall  heat-transfer  coefficient  and  fluid  pressure  drops  were  measured  and 
compared with predicted  values  for a shell-and-tube  heat  exchanger.  The  heat  exchanger ' 

investigated is of a design  that would be suitable  for  regeneratively  cooling  the  water  in a 
water-moderated  nuclear  rocket  reactor. 

The  heat  exchanger  consists of 19 tubes  arranged  in  triangular  array within  the  shell. 
The  fluid was in  parallel flow with cryogenic  hydrogen  in  the  tubes  and  water  in  the  shell. 

The  range of conditions  investigated  included  steady-state  and  transient  operation. 
For steady-state  operation  the  range of conditions  were  inlet  hydrogen  temperature, 100' 
to 180' R ( 5 5 . 6  to 100 K); inlet  water  temperature, 600' to 660' R (333 to 367 K); inlet 
fluid  pressures of approximately 700 psia (483x10 N/m ); and  fluid flow in  the  turbulent 
range. The transient  conditions  investigated  included  those  that  might  be  expected  during 
startup of the  nuclear  reactor. 

4 2 

The  results of the  investigation  can be summarized as follows: 
Steady-  state  conditions: 

1 .  Steady-state  operation of the  heat  exchanger was attained at fluid  conditions  where 
ice was predicted. 

2. The  overall  heat-transfer  coefficient  increases with increasing  hydrogen flow rate 
until  ice is formed. Once ice is formed  the  overall  coefficient  remains  essentially con- 
stant with increasing  hydrogen  flow  rate. 

3 .  The  experimental  overall  heat-transfer  coefficient is in good agreement  (approx. 
4 0  percent) with the  predicted  value at conditions  where no ice is predicted.  Where  ice 
is predicted  the  measured  value is 15 to 35 percent above  the  predicted  heat-transfer  co- 
efficient. 

4. The measured  hydrogen  side  pressure  drop is within 20 percent of the  predicted 
value at conditions  where no ice is predicted.  Where  ice is predicted  the  measured  pres- 
sure  drop  generally  exceeds  the  predicted  value by more  than 2 0  percent. 

5.  The  measured  water-side  pressure  drop  for  isothermal  conditions is approxi- 
mately  three  times  greater  than  predicted  for flow in a smooth  passage.  The  measured 
pressure  drop is about 40 percent  greater  than  predicted i f  pressure  loss due  to  sudden 
contraction  and  expansion at each  tube  spacer is included. 

6. The water-side  pressure  drop with heat  transfer  and  where no ice is predicted  ex- 
ceeds  the  predicted  value by 16 to 40 percent.  The  measured  pressure  drop  in  the  ice  re- 
gion is somewhat  below  the  non-ice  data. 
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7. An increase in the  predicted  water-side  heat-transfer  coefficient will improve  the 
agreement of the  measured  and  predicted  overall  heat-transfer  coefficient  in  the  predicted 
ice  region.  The  agreement  between  pressure  drop  measurements  in  the  ice  and  non-ice 
regions will also  be  improved by an  increase  in  the  water-side  heat-transfer  coefficient. 
Transient  conditions: 

8. Over  the  range of ramp  rates  investigated  the  overall  heat-transfer  coefficient  can 
be  reasonably  well  represented by the  steady-state  value at corresponding  fluid  conditions. 

Lewis  Research  Center, 
National  Aeronautics  and  Space  Administration, 

Cleveland,  Ohio,  June 24, 1969, 
120-27-04-54-22. 
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APPENDIX A 

SYMBOLS 

cross  sectional  flow area 

specific  heat at constant  pressure 
APmom pressure  drop  due  to  change  in 

momentum 

specific  heat at constant  volume Q 
tube  inside  diameter QL 

heat  transferred 

heat  lost 

equivalent  diameter of flow  passage 

diameter at interface  between 

R  gas  constant 

Re  Reynolds  number, GDe/p 

water  and  solid  surface S heat-transfer  surface  area 

tube  outside  diameter  T  fluid bulk temperature 

friction  factor 

mass  velocity, w/A 
Tb average  fluid  bulk  temperature 

fluid  film  temperature Tf 
acceleration due to  gravity Ti interface  temperature  between 

enthalpy water  and  solid  surface 

fluid  film  heat-transfer  coefficient 

heat of conversion 

ice  thermal  conductivity 

metal tube thermal  conductivity 

fluid  thermal  conductivity 

log  mean  temperature  differ- 
ence 

TW 
wall temperature 

t static  temperature 

U overall  heat-transfer  coeffi- 
cient 

total  heat-transfer  length of heat V velocity 

W mass  flow rate 
exchanger 

incremental  length - 
number of tubes 

X distance  from  heat  exchanger 
inlet  to  midpoint of increment 

wetted  perimeter of flow  passage 

Prandtl  number,  c ,u/k 
Y ratio of specific  heats,  c  /c P V  

P ,u viscosity of fluid 
static  pressure 

P density of fluid 
static  pressure  drop 

Apfr frictional  pressure  drop 
Pave average  density of fluid 
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Subscripts: 

b 

f 

W 

1 

2 

bulk (when applied  to  fluid  proper- 
ties,  indicates  evaluation at av- 
erage bulk temperature) 

film (when applied  to  fluid  proper- 
ties,  indicates  evaluation at film 
temperature) 

wall (when applied  to  fluid  proper- 
ties, indicates  evaluation at wall 
temperature) 

inlet 

outlet 

Superscripts: 

1 warm  fluid  side  (water) 

" cold  fluid  side  (hydrogen) 
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I 

APPENDIX 6 

MATHEMATICAL  ANALYSIS 

The  analytical  program was used  to  determine  the  characteristics of a shell-and- 
tube  heat  exchanger  that  utilizes a coolant at a temperature  below  the  freezing point of 
the  liquid  being  cooled.  Here,  the  parameters of interest are the  overall  heat-transfer 
coefficient,  the  heat flux, the  frozen  layer  thickness,  the  temperature  change of the 
fluids,  and  the  pressure  drop. 

shell,  the  heat  given  up  by  the  water is equal  to  that  absorbed by the hydrogen  and is 
represented by the  equation 

For no heat  loss  to  the  surroundings  and no axial  heat  conducted  along  the  tubes or 

Q = w " c ~ ( T ~  - TY) = W'C' (T' - T i )  
P 1  

The  equations of heat  transfer  between  the  fluids  are 

Q = h'aDiZN(TL - Ti)  water fi lm (B2) 

Q = K - (Ti - T b )  2aZN 
D. 

ice  layer 

ln- 1 

DO 

Q = K m -  2aZN r (Tw - Tw) 
' r  wall 

Do In - 
D 

Q = ht'xDZN(T; - T i )  hydrogen  film 

The  average  coolant  temperature T r  and  liquid  temperature Tk a r e  defined as 

1 1  T i  + T;' Tb = 
2 

T i  + T i  

2 
T i  = 

The  water-ice  interface  temperature Ti is defined as 
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Ti = T' 
W 

when T k  > 492' R (273 K) 

Ti = 492' R 

when T k  5 492' R (273 K). When T h  > 492' R (273 K), Di = Do, and no ice is present. 

Hydrogen  side  from  reference 4: 
The  heat-transfer  coefficients  are  calculated  from  the following  equations. 

where  the  properties  are  evaluated at the  gas bulk temperature  for  the  increment 1 and 
x is the  distance  from  the  inlet of the  heat  exchanger  to  the  midpoint of the  increment. 
The  fluid  properties of hydrogen  were  obtained  from  reference 3. 
Water  side  from  reference 5: 

A constant L/DL of 120 was assumed.  Equation (B9) was obtained  for air which has a 
Prandtl  number of approximately 0.7.  The  Prandtl  number  for  water  ranges  from 2 to  
12 for  the  temperatures of interest  herein.  Numerous  equations  similar  to  equation (B9), 
some of which include a range of Prandtl  numbers,  can be  found in  the l i terature.  One 
such  equation  (from  ref. 6) for a Prandtl  number  range of 0 . 7  to 120 is 

The  heat-transfer  coefficient fo r  water  calculated  using  this  equation is within  approxi- 
mately 5 percent of that  using  equation (B9) over t k  range of temperatures  investigated 
herein.  This is within  the  accuracy  expected  for  either  equation.  Thus,  although  equa- 
tion (B9) was  used  for  this  investigation,  either  equation would give  approximately  the 
same  resul ts .  The  fluid  properties  in  equation (B9) a r e  evaluated at the  film  tempera- 
ture  defined as 

T. + T i  

2 
1 Tf = 
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The  properties of water were  obtained  from  references  7  and 8. 
The  outlet  fluid  temperature  and  hence  the  heat f l u x  and  frozen  layer  thickness  can 

be  calculated  from  equations  (Bl)  to (B10) for known values of inlet  temperatures  and 
mass  flow rates. Since  the  heat-transfer  coefficient  and  ice  layer  thickness  are not  con- 
stant  over  the  entire  length of the  heat  exchanger,  the  heat  exchanger was divided  into 
small  increments  over which  the  heat-transfer  coefficient  and  the  ice  layer  thickness 
could  be considered  constant.  Calculations  could  then  be  performed  for  each  increment 
starting at the  exchanger  inlet  where  the  fluid  temperatures  are known. 

Solving equations  (Bl)  to (B10)  involves  iteration  for  each  increment  which  results 
in  numerous  calculations.  For  this  reason  the  problem was programed  for  use  on a high 
speed  digital  computer.  The  procedure  used  for  solving  the  case of parallel flow is de- 
scribed in the following paragraphs. 

The  tube is divided  into  increments of length I , and a heat  balance is written on  the 
increment  assuming  that 

(1) No heat is lost  to the surroundings. 
(2) No heat is conducted  axially. 
(3) At any  axial  cross  section  conditions  are  similar for all tubes. 
(4) Temperature  and  velocity  profiles  are  fully  developed. 

The known parameters   are  w', w", D, Do, L, number of tubes,  and  inside  diameter of 
the  shell. The  equivalent  diameters DL and DE?' are  calculated  from  the  equation 

The  calculations  begin with the first increment at the  exchanger  inlet  where T i  and 
T;' a r e  known. A value is assigned  to  the  temperature  rise of the  hydrogen for an  in- 
crement.  This  temperature rise must  be  small so  that  the  heat-transfer  coefficients  re- 
main  nearly  constant.  The  values of T i ,  Tal, TL, and T i   a r e  then  solved  for  using 
equations  (Bl), (B6), and  (B7). 

The  remainder of the  equations  are  solved  using  an  iterative  process.  The  fluid 
heat-transfer  coefficients  are  solved  for  using  equations (B8),  (B9), and (BlO), by as- 
suming no ice  and  making  an initial guess at the  values of  T;, Tw,  and 1 .  The  calcu- 
lated  values of the  heat-transfer  coefficients  are  then  used  to  solve  for  Tk  and Tw in 
equations  (B2), (B4), and (B5) by first solving  the  equations  for Q/Z. The new values 
of TI,  and T: are  used  in  equations (B8) to  (B10). A solution is reached when the dif-  
ference  between  the  assumed  and  calculated  values of the wall temperature is less than 
or  equal  to 0. OOl(T' - Tw)  where Td, - TG is the  assumed  value.  This  check is made 
for both T k  and  Tw. When the solution is reached (if T k  5 492' R (273 K)), ice is 
assumed  to  be  present.  The  calculations  for  the  fluid  heat-transfer  coefficients  and  the 
wall temperatures  are  repeated  to  include  calculations  for  the  ice  layer. In calculating 

I 1  

1 1  

r r  

Y, 
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the water heat-transfer  coefficient a new  value of  DL is calculated  from  an  assumed 
value of  Di. The  wall temperatures and Di are solved  for  using  equations (B2) to (B5). 
A solution is reached when  the  difference  between  the  assumed  and  calculated  values of 
Di is less than or equal  to 0. OO1(Di) where Di is the  assumed  value  and  the  previously 
described  check  for Ti is satisfied. 

With T k ,   T i ,  and Di solved  for,  the  increment 2 is then  solved  for  using  equa- 
tions  (Bl)  and (B5). Using  this  value as the  assumed 2 , the  process of solving for fluid 
heat-transfer  coefficients,  wall  temperatures,  and Di is repeated. A solution  for  in- 
crement  length 1 ,  is reached when the  difference  between  calculated  and  assumed  values 
is less than or  equal  to  0.001  foot  (0.000304 m) .  When the  solution  for 2 is reached, 
the  heat-transfer  calculation  can  begin on the  next  increment.  Here, T i  and T" a r e  
equal  to T i  and TY  of the last increment.  The  heat-transfer  calculations  for  the en- 
tire  heat  exchanger are completed when the sum of the  incremental  lengths is within 
0.005  foot  (0.00153 m) of the  total  length L. If the  sum of the 1's is greater than L by 
more than  0.005  foot  (0.00153  m),  the  temperature  rise of the  hydrogen  for  the last in- 
crement is reduced.  The  heat-transfer  calculations are then  repeated  for  the last incre- 
ment  to  determine 2.  

The  water-side  pressure  drop is calculated  using  the  equation 

f ' ( G )  2- 1 2  1 

Apf = 
gp;, 

where  for (Re'), 5 2500 

and  for (Re'), > 2500 

f '  = 0.046 
(Re'):' 

The  calculations  are  performed  for  each  increment. The total  static  pressure  drop 
across  the  heat  exchanger Ap is the sum of the  incremental  pressure  drops. 

The pressure  drop  on  the  hydrogen  side was calculated  for  each  increment  from  the 
following  equations: 

AP" = APfr + A P i o m  = p2 - p1 
1 1  1 1  1' 
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where 

I. 

A static  temperature is required  to  determine  the  density of the  hydrogen  and is cal- 
culated  from  the  equation 

Starting with the first increment  where TY and p;' a r e  known, the  static  temperature 
t;' is calculated  using  equation  (B20).  Then p y  is calculated by first assuming 
t2 = T2  and p;' = p i .  Equations (B15) to (B19) a r e  then  used  to  calculate p;. The 
static  temperature ty is then  calculated  using  equation (B20). The  calculations a r e  re- 
peated  using  these new values of t; and p;. A solution is reached when the  calculated 
static  temperature is within 0. 5' R (0.28 K) of the  assumed  value  and  the  calculated 
static  pressure at the  outlet is within 0.005 pound force  per  square foot (34.5 N/m ) of the 
assumed  value.  Calculations are then  repeated  for  the  next  increment by letting  py 
and tg of the last increment  equal  pi'  and ti' of this  increment.  The  total  pressure 
drop  for  the  heat  exchanger is the  sum of the  pressure  drop  for  each  increment. 

ll 1 1  

2 
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For ease of comparison  with  experimental  results  an  overall  heat-transfer  coeffi- 
cient  was  calculated  from the equation 

U =  Q 
S" ATm 
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