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1.0	 SUMMARY

Thermal performance tests were conducted on the Sunworks
liquid collector, following long term exposure to natural
weathering conditions. The collector was mounted on the
weathering test stand at the Solar Test Facility at Mar-
shall Space Flight Center, Alabama, with exposure to the
natural ambient environment. The collector was under
stagnation conditions from September 2, 1977, to December
30, 1977, when the collector was .integrated into an inter-
mittently active system. The collector remained in inter-
mittently active/stagnant conditions until June 1, 1978,
when it was returned to the weathering stand under stagna-
tion conditions through August. 15, 1978. The collector
was retested at the Marshall Space Flight Center Solar
Simulator on August 16, 1978. The total weathering period
was approx,matcly eleven and one-half months.

Visual inspection of the collector, prior to the re-test,
indicated no noticeable deterioration. The test results
also indicated that no detectable degradation in perform-
ance had resulted from the weathering. A comparison of
the test results for the re-test and the original thermal
efficiency test are shown in Figure 1. The necessary sup-
porting data recorded for the re-test are shown in Table 1.



l.0	 PURPOSE

The purpose of this report is to present the test pro-
cedures used and the test results obtained during an
evaluation test program. The test program was conducted
to obtain thermal performance data on a Sunworks (SIN
1,1158G) single-covered liquid solar collector under
simulated conditions (Reference 3.1), following long
term exposure to natural weathering conditions. The tests
were conducted utilizing the Marshall Space Flight Center
Solar Simulator in accordance with the test procedures
specified in Reference 3.2 and the test requirements of
Reference 3.3.

3.0	 REFERENCES

3.1 DOE/NASA CR-150573 Indoor Test for Thermal Performance
Evaluation of the Sunworks (Liquid)
Solar Collector

3.2	 M•PcP-FA-SHAC-400	 Procedure for Operation of the MSFC
Solar Simulator Facility

3.3	 ASHRAE-93-77	 Method of Testing to Determine the
Thermal Performance of Solar Col-
lectors
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4. 10	 TEST REQUIREMENTS AND PROCEDURES

	

4.1	 Collector Thermal Efficiency Test Requirements

Thermal performance evaluation criteria shall be identi-
cal to that of Reference 3.1 or as close as possible.
Data shall be obtained at inlet temperatures of 0, 25,
50 and 100°F above the ambient temperature at a liquid
flow rate of 285 lb/hr (0.57 GPM) at a solar insolation
rate of 300 BTU/Fir • Ft2 and a wind speed of 7.5 mph. The
following data shall be recorded during the test at each
test condition.

1. Ambient temperature.

2. Collector inlet liquid temperature.

3. Collector outlet liquid temperature.

4. Collector differenti;Al temperature.

5. Differential pressure across collector.

6. Liquid flow rate.

7. Insolation rate.

8. Wind speed.

	

4.2	 Test Procedure

I. Mount test specimen on test table at a 45° angle with
respect to the floor.

2. Assure that simulator lamp array is adjusted to an
angle of 45° with respect to the floor.

3. Align the test table so that the test specimen's verti-
cal centerline coincides with the vertical centerline
of the lamp array and the distance from the top of the
test specimen to the lens plane of the lamp array is
9 feet.

4. insulate all pipes.

5. Assure that data acquisition system is operational.

6. Start liquid flow loop and establish a flow rate of
285 Lb/Hr (0.57 GPM).

7. Establish the wind speed of 7.5 mph.

8. Power up simulator and establish a solar flux level. of
300 BTU/Ft2•Hr.
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4.0	 TEST REQUI,-,tEMENTS A11D PROCEDURES (Continued)

	

4.2	 Test Procedure (Continued)

9. Determine the ambient air temperature.

10. Adjust the inlet temperature of the collector to the
ambient air temperature value.

11. After steady state conditions have been established,
record data for a minimum of five minutes.

12. Repeat steps 9, 10, and 11, changing the liquid inlet
temperature as necessary until data has been obtained
for each test condition specified in Paragraph 4.1.

13. Upon completion of testing, power down simulator and
liquid loop.

14. Inform data control group that simulator operation
has terminated.
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5.0	 ANALYSIS AND RESULTS

	5.1	 Thermal Performance Test

The analysis of data contained in this report is in
accordance with the National Bureau of Standards recom-
mended approach. This approach is outlined below.

The efficiency of a collector is stated as:

qu/A	 in Ctf (tf,e - tf.i)

where:

q,^	 = rate of useful energy extracted from the
Solar Collector (BTU/Hr)

A	 = Gross collector area (Ft2)

I	 - Total solar energy incident upon the plan= of
the solar collector per unit time per unit
area (BTU /11r-Ft. )

in	 Mass flow rate of the transfer liquid through
the collector per unit area of the collector
(Lbm/Ft -Hr)

Ctf	 = Specific heat of the transfer liquid (BTU/Lb- °F)

tf , e = Temperature of the transfer liquid leaving the
collector (°F)

tf,i	 Temperature of the transfer liquid entering the
collector ( °F)

Rewriting Equation (1) in terms of the total collector
area yield:

7Z - (inA)C t f	 tf,e - tf, i ) _ M Ctf (tf ,e - tf,i) (2)

(IA)	 Pi
Notice that:

P i - IA	 Total Power .Incident on the Collector.

mA = M	 Total Mass Fiow Rate through the Collector.

Therefore M Ctf (t f,e - tf,i)	 Total Power Collected by
the Collector.

5



	

5.0	 ANALYSIS AND RESULTS (Continued)

	

5.1	 Thermal Performance Test (Continued)

Substitution in Fquation (2) results in:

n,

	

	 Pabs	 ( 3)
Pinc

whe re :

Pabs = Total collected power

Pinc = Total incident power

This value of efficiency is expressed as a percentage by
multiplying by 100. 	 This expression for percent effi-
ciency	 is:

P_abs
Collector Efficiency -	 x 100	 (4)- Pinc

or from Equation	 (2),	 collector efficiency is defined by
the equation:

%	 Eff.	 =	 M Ctf	 (tf,e	 -	 tf,i)	 x	 100	 (5)
Pinc

Each term in Equation	 (5)	 was measured and recorded in-
dependently during the test. 	 The calculated values of
efficiency were determined at sixty-second intervals.
The mean value of efficiency was determined over a five-
minute period during which thetest conditions remained
in a quasi-steady state.	 Each five-minute period con-
stitutes one "data point" as is graphically depicted on
a plot of percent efficiency versus

((ti

where:

ti = Liquid inlet temperature (°F)

to = Ambient temperature (°F)

I = Incident flux per unit area (BTU/Hr•Ft2)

The abscissa term((ti - ta)/I) was used to normalize the
effect of operating at slightly different values of I,
ti, and ta. The results are shown graphically in Figure 1
with the supporting test data giver, in Table I.

6



V
)

z0HE-13
X z
U
O

U
 
^

c^
zH

w
w
u
x

Z
 E

-+

CW
 
C
L

a
^
a
Q

0 E. z
U
O

a
H

0u
aA
 
O

H
a
o
w

Ha
^
U
w

a
4
 
H

a
'

O
 
C
^

3
 T

.
z
0

::)a
M
wE4
wQ

E-a

A

r
l

N
O

m
O

O
Q

'
U

M
d
'

O
111

O
111

M
l/1

C
T

m
m

m
O

N
,^

, J
M

O
O

CJ

N
N

V
N

rn
N

r
♦

11)
O

0
0

N
0
0

'Q
'

M
M

N
a%

M
11)

N
.-1

m
111

%
.O

O
d

•	
1

r1
O

C
:)

O

O
to

C
n

q
r

V
N

1D
r

110
c
o

M
N

N
M

•
M

1P3
r-4

O

71

m
M

d
r i

O
!t1

.-1
.-1

M
O

O
—

C
)

0
0

v
r
1

r
n

O
M

m
O

r
n

N
1
4

N
114 

111
r

O
^

co
o

N
r-+

a
c^

r
1

M
O

O

.--1
M

N
rn

y
"

r
M

m
0
n

c
o

O
r
n

r4
M

u")
M

Cn
r

c
o

O
r-1

O
O

^D

r -i
M

O
-
'

1
1

li^

R
S

A
li

O
2
)

a^
v

n
,

1
^
,

x

v
v

E
•

c.,	
y

J	
t^

S

E 1	a.
E
	

[..
L

L
,	

[A
,

n
,

a
m

0
o

t,	
-

.1
C

7
E4

1,4
1
1

4
1

Q
l
	
T

,
6
	

4
1

1	
L
1

H
 
M

>
,

0

f11
C
	

1
'1

C
	

11
O

 ^
i

L)
b
 L

t
•P

L
► 

H
r	

E
,

c
)
 v

v
 rti

c
n
 E

,
,d

E-1	
G

.
.r

w
c:

$4
1,-4	

>4
cn

a:
u

(1)
ru

'13	
:."

v
 

N
. 1

1	
!•1

•,A
 l i

U
.,.) 	

y
4

 v
-4 	

41
L

L
 	

0
4

q,
:z

S
:

4-4	
C

v
l.1

'3 	
L,

.3 	
^i

W
 C

.
11 	

_-.
p

-r1
111

E
'^

. t	
3 1

r
 v

p
 
t
,

r 1
E

-+ C
L.

W
U

)

.^
 4

-
-

U
-4

 +
►

L
1. 	

N
E

 1
E

 4
 -

G
.

—
0

7



urYLQvQz(.10w

1.1

^
 
t
o

a
r

rt

t
V
0
0

r`0(ov

I
 
^
^

F

i
'

i
^

W
^

111

L
A

—
	

—

co
{

-
-
 
-
-
 
	

-
-
-
-
-
-
	

-	
-

1

b
-

T
 -

t1.	
1	

O
4
1
 
w

f~

W
	

u
	

(I 	I
_

It

n
 •

^

\
o
	

>,
^
^
1

4-7

>
4 •fin

e
n

11
N

{
1
H

-
^

1
t

1
' 4

-

V
	

-^

0
0
	

w
	

V
 I	

(V
 !	

_
.

..q
u
a
a
.za

d
 'A

O
u
a
T

a
T

3
3
3
—
	

-	
I	

--

1
7
U

 .S
. C

O
V

E
 R

N
rN

E
N

7
 P

R
IN

IIN
(. O

F
F

IC
E

 1
9
7
9
 6

4
0
O

h
l 4

2
4
 

1i.


	GeneralDisclaimer.pdf
	0001A01.pdf
	0001A02.pdf
	0001A03.pdf
	0001A04.pdf
	0001A05.pdf
	0001A06.pdf
	0001A07.pdf
	0001A08.pdf
	0001A09.pdf
	0001A10.pdf

