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SUMMARY

Thermal performance tests Have been conducted on seven Elcam
solar collector absorber plates. Three basic fin-tube designs,
as shown in Figures 2 through 4, were evaluated, with the addi-
tion of thermal compound (Eccotherm TC-4) and turbulating de-
formations as parameters. The tests were conducted indoors
utilizing the Marshall Space Flight Center Solar Simulator to
eliminate large excursions in the av<<ilable solar flux, wind, and
ambient temperature. The absorber plates were also removed from
the SUNSPOT #3200 collector enclosure and tested individually,
using the apparatus shown in Figure 1. The individual testing
eliminated the tedious effort required to balance the ticw rate.

Results of the tests are shown graphically in Figures 5 through
12. Tables I through VII contain supporting test data recorded
during the tests. Table VIII provides a summery of the test re-
sults, indicatiny ei£iciency as a function of inlet temperature.
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1.0	 PURPOSE:

The purpose of this report is to present the test pro-
cedures used and the test results obtained in conducting
an evaluation test program to determ ne the thermal per-
formance of seven Elcai.i fin-tube solar collector absorber
plate configurations. The tests were conducted utilizing
the Marshall Space Flight center Solar Simulator in
accordance with the test procedures of Reference 2.1
and the test requirements of Reference 2.2.

	

2.0	 REFERENCES

	

2.1	 MTCP-FA-SHAC-400

	

2.2	 ASIIRAE-93-77

	

3.0	 MANUFACTURER

Procedure for Operation of the MSFC
Solar Simulator Facility

Methods of Testing to Determine the
Thermal Performance of Solar Col--
lectors

Elcam, Inc.
Santa Barbara, California

3.1	 Description of Test Specimen

The test articles each consist of an absorber plate
5.9 inches wide by 83 inches long and a type M copper
tube of 0.569 inch nominal inside diameter. No cover
plate was used with any of the specimens. The unique-
ness of each of the seven configurations is described
below:

(1) The base fin shown in Figure 2. Extruded alumi-
num fin 0.0625 inch thick, coated with a black
siliconized polyester baked or air dried enamel,
snaps around the tube.

(2) Same as (1) except Eccotherm TC-4, heat transfer
compound, was applied prior to snapping the tube
into the fin.

(3) Same as (1) except a black chrome selective coat-
ing was used.

(4) The wraparound fin shown in Figure 3. A copper
sheet 0.024 inch thick was secured around the tiibe,
Eccotherm TC--4 w.is used between the fin and tho
tube. Coating same as (1). Pop rivets fastened
the fin around the tube.

1



	

3.0	 MANUFACTURER (Continued)

	

3.1	 Description of '1'e:,t Spec neon (Continued)

(5) The integral tube-fin shown in Figure 4.
A copper sheet 0.024 inch thick was used for
fin and tube. The seam was silver soldered.
The coating was the swine as (1) .

(6) Same as (2) except tur.bulating deformations were
added to the.. tube. An approximate sine wave of
0.25 D amplitude and a period of 2 D, where D is
the inside tube diameter. The frequency was
10 D.

(7) Same as (4)  except the y fin/tube material was 0.022
inch thick aluminum sheet.

1I
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4.0	 TEST CONDITIONS AND T[.ST FQUIPMLNT

4.1	 Ambient Conditions

All tests were performed at ambient conditions existing
in Building 4619 at the time of the tests.

4.2	 Instrumentation and Equipment

All test equipment and instrumentation used in the per-
formance of this test program comply with the require-
ments of MSFC MMI 5300.4C, Metrology and Calibration.
A standard test setup is depicted in Reference 2.1.

Apparatus	 Manufacturer/Model	 Range/Accuracy

Liquid Loop	 MSFC Supplied	 0.1 - 1.12 GPM

Flowmeter	 Foxboro/1/2 - 2 81T361 	 0.1 - 1.2 GYM + 1%

'temperature S , nsor	 Analog Devices	 0-500°F + 0.10F

Pyranometer	 Eppley - PSP	 0-800 BTU/Ft2-Ilr
(Class 1)

Strip Chart Recorder 	 Mosley 680	 5-500 MV ± 2%

Solar Simulator	 MSFC Supplied	 See Reference 2.1

3



	

5.0	 RE: UIREIMENTS, PROCEUURLS AND RESULTS

	

5.1	 Indoor 'Thermal Performance Evaluation Test Requirements

The requirements of this test were to obtain performance
data at inlet temperatures of ambient, ambient + 50°F,
and ambient + 100°F, with a controlled liquid flog rate
of 0.15 GPM at solar flux levels of 300 BTU/Hr-Ft 	 The
tests were reheated for a liquid flow rate of 0.30 GPM.
The following data were recorded for the tests:

(1) Ambient temperature 	 (°F)

(2) Solar f lux	 (BTU/11r-Ft2)

(3) L i c,! d f low rate	 (GPM)

(4) Wind Speed	 (111'6)

(5) Liquid Inlet Temperature	 (°F)

(6) Liquid Outlet Temperature (°F)

Liquid temperature measurements were taken from locations
identified in Figure 1.

	

5.2	 'Pest Prorc-dure

(1) Prepare test setup as shown in Figure 1; mounting
specimen fixture on the test table at an angle of
45° with respect to the floor and connect instru-
mentation leads to the data acquisition system.

(2) Assure that the :3imulator lamp array is adjusted
to a 45° angle with respect to the floor.

(3) Align the test table so that the test specimen's
vertical centerline coincides with the vertical
centerline of the lamp array and the distance from
the test specimen to the plane of the lamp array
lens is 9 feet.

(4) Assure that the data acquisition system is opera-
tional.

(5) Power up the simulator and establish a solar flux
level of 300 B111U /Hr.-Ft2.

(6) Assure that the wind speed is 0 mph.

(7) establish the required liquid flow rate of 0.15 GPM.

(8) Determine the ambient temperature.

. A
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5.0	 REQUIREMENTS, PROCEDURES AND RESULTS

	

5.2	 Test Procedure

(9) Adjust the liquid inlet temperature to equal the
ambient air temperature.

(10) After steady state conditions have been established,
record data at one minute intervals for five minutes.

(11) Repeat steps 8, 9, and 10, changing the liquid inlet
temperature as stated in paragraph 5.1, until all of
the specified data has been obtained.

(12) Repeat steps 8 through 11 with a liquid flow rate of
0.30 GPM.

(13) Upon completion of testing, power down the simulator
and liquid loop.

	

5.3	 Results

The results obtained during the testing of the seven con-
figurations are shown graphically in Figures 5 through 11,
respectively. A summary of the graphic results is shown
in Figure 12. The supporting data obtained during the
tests is shown in Tables I through VII, with a summary
shown in Table VIII.

r

r

5

I



	

6.0	 ANALYSIS OF RESULTS

	

6.1	 Thermal Performance 'Test

The analysis of data contained in this report is in
accordance with the National Bureau of Standards recom-
mended approach. This approach is outlined below.

The efficiency of a collector Is stated as:

- qu/A	 _ m Ctf (tf,e - tf,i)

I	 I

where:

qu	 = rate of useful energy extracted from the
solar collector (BTU/Hr)

A	 = Gross collector area (Ft2)

T	 = Total solar energy incident upon the plane of
the solar collector per unit time per unit
area (BTLJ/Hr- •Ft2)

m	 = Mass flow rata of the transfer liquid through
the collector per unit area of the collector
(Lbm/Ft2•Hr)

Ctf

	

	 = Specific heat of the transfer liquid (BTU/Lb-°F)

tf,e = Temperature of the transfer liquid leaving the
collector (°F)

tf,i = Temperature of the transfer liquid entering the
collector (°F)

Rewriting Equation (1) in terms of the total collector
area yield:

OWCtf (tf,e - tf , i)	 M C t f (tf,e - tf,i)
jt

	
(2)( IA)	

Pi 

Notice that:

Pi = IA = Total power incident on the collector

mA = M = Total mass flow rate through the collector

Therefore, M C tf ( t f,e - tf,i)	 Total power ce-.11ected by
the collector.

6
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6.0	 ANALYSIS AND RESULTS (Continued)

	

6.1	 Thermal Performance Test (Continued)

Substitution in Equation (2) results in:

h - Pabs
'zinc

where:

Pabs - Total collected power

Pinc = Total incident power

This value of efficiency is expressed as a
multiplying by 100. This expression for pe
ciency is:

Collector Efficient	 Pabs x 100Efficiency 
u Pinc

or from Equation (2), collector efficiency is defined
by the equation:

% Eff	
M C t f (tf,e - tf,i) x 100

Pinc

Each term in Equation (5) was measured and recorded in-
dependently during the test. The calculated values of
efficiency were determined at sixty-second intervals.
The mean value of efficiency was determined over a five-
minute period during which the test conditions remained
in a quasi-steady state. Each five-minute period con-
stitutes one "data point" as is graphically depicted on
a plot of percent efficiency versus

ti - ta) /I

where:

ti = Liquid inlet temperature ( °F)

to = Ambient temperature (°F)

I = Incident flux per unit area (BTU/E1r•Ft2)

The abscissa term ((ti - ta)/I) was used to normalize
the effect of operating at slightly different values of
I, ti and t a . The results are shown graphically in
Figures 5 through 11 with the supporting test data given
in Tables I through VII.

(4)

(5)

^i.i
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6.0	 ANALYSIS AND RESULTS (Continued)

	

6.1	 Thermal Performa nce Test Wortinued)

Reference 2.2 uses the following terms relating to the
graphical presentation of solar collector thermal effi-
ciency data:

FR d Z

	

	 intercept of the efficiency curve on the
ordinate axis

F RU L = the negative of the slope of the efficiency
curve

FR	 = the solar heat removal factor

ct	 = absorptance of the collector surface for
solar radiation

2'	 = transmittance of the solar collector cover
plate

U L	= solar collector heat transfer loss coefficient

No cover plate was used in these tests; therefore 2 = 1.
The factors determining FR and UL are basically thermo-
physical properties - such as thermal conductivity,
emissivity and absorptivity - geometry, and flow rate.
The interrelations of these factors allow different con-

n

	

	
figurations to perform better at different liquid inlet
temperatures.

Tho selectively coated absorber plate -!id out perform all
others in overall performance. Adding thermal compound
did slightly increase FR, but without a compensating de-
crease in UL the overall efficiency was decreased. Table
VIII contains a summary of the overall performance rank-
ings and a comparison of performance at a low inlet
temperature and a medium inlet temperature.

C
	 8
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TABLE I

THERMAL PFRFORMANCF TEST DATA
FOR ELCAM CONFIGURATION M1

s

Solar Flint Flow Tin Tout Tam}^ient Tout -Ti n T	 -T 1n	 amb Ffficienc Y
BTU/11r-Ft GPM (	 F) (°E•) I (Per Cent)

303.0 0.301 88.0 93.0 73.4 5.0 0.048 72.7

303.0 0.150 89.9 99.2 74.1 9.3 0.052 67.3

303.0 0.297 126.9 129.3 75.8 2.4 0.168 33.8

303.0 0.153 125.4 130.1 76.1 4.7 0.163 34.3

303.0 0.2518 180.2 178.6 79.4 -:.6 0.333 -22.3

303.0 0.148 176.1 174.0 79.7 -2.1 0.318 -14.5

I   



TAIILL' II

THERMAL PERFORMANCE. TEST DATA
FOR ELCAM CONE' IGUItATION #2

t;TU/iir FFt 2 GPMW (^F)
Tou t Tambient Tout -Ti n TiniTamb Efficiency

302.3 0.302 88.4 93.7 76.2 5.3 0.0404 76.5

302.3 0.151 90.5 100.6 77.2 10.1 0.0440 73.4

302.3 0.297 126.7 129.0 77.6 2.3 0.1624 32.5

302.3 0.151 125.2 130.3 79.3 5.1 0.1518 36.7

298.', 0.294 174.5 172.5 77.9 -2.0 0.3236 -27.98

298	 5 0.151 170.6 168.5 79.1 -2.1 0.3065 -15.42

LO



TABI L I I 1

THERMAL PERFOPMANCE TEST DATA
FOR ELCAM CON] IGURATION N3

Solar Flux Flow T•r
rr,^

(^F)
Tout Tamid ent

BTU/Hr-Ft 2 GPM (OF)

298.9 0.299 87.9 93.7 80.3

298.9 0.152 91.4 101.7 82.0

298.9 0.299 129.8 133.2 83.5

298.9 0.157 128.6 135.3 83.5

298.9 0.293 185.9 186.0 84.2

298.9 0.146 181.8 183.0 84.6

Tout-Tin Tin-Tamb Efficiency
I (Per Cent)

5.8 .025 84.97

10.3 .031 76.30

3.4 .154 49.00

6.7 .150 50.63

.1 .340 1.39,

1.2 .325 8.29

ll
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TAI1..1: 1V

'mERMAL PFI%1`01,' tIANCU 'I'F:tiT DATA
FOR L•:LCAM CUNI' lGLIZATIUN 14

Solar Flux Flow Tin T an,,) Tout-Ti nout Tin-Tamp Efficiency
BTU/IIr-Ft 2 Gpm ^^r ) (0F.) I (per Cent)

299.7 0.302 87.7 92.2 77.8 4.5 .033 66.0

299.7 0.151 89.0 97.1 78.6 8.1 .034 59.4

199.7 0.302 131.5 133.2 79.9 1.7 .172 24.71

299.7 0.153 130.0 133.6 80.3 3.6 .165 26.55

299.7 0.298 181.6 179.7 82.2 -.9 .328 -12.69

299.7 0.154 177.2 176.4 82.9 -.8 .314 -	 5.85

1?



TAIA L' , v

THERMAL t'E PFORMANCL TEST DATA
FOR ELCAM COO I CUUATION #5

Solar Flux
,r	HTU /Hr -Ft2

-	 _

Flow
GF'M

-- -	 -

T^
^^F)

-- -

Tout

,^_
Tambient

_ -
Tout -T in Tin -TarnbI Efficiency

(Per Cent)
299.4

299.4

299.4

299.4

29.4

299.4

0.293

0.152

0.301

0.151

0.302

0.146

88.7

93.0

125.4

123.3

181.8

177.6

94.3

103.4

12%.%

128.5

180.4

175.7

133.5

14.0

14.0

14.8

18.1

19.4

5.6

10.4

2.3

5.2

'.Y

-1.9

.017

.020

.171

.161

.344

.327

79.71

76.88

33.2

37.81

-20.05

-13.10

e
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TABLE, VI

THERMAL PERFORMANCE TEST DATA
FOR E:LCAM CONFIGURATION #6

Solar Flux Flow T•
(^	 )

Tout Tambient Tout -T in Tin-Tamb Efficiency
BTU/}Ir-Ft 2 GPM ('f^) I (Per Cent)

300.9 0.302 89.5 94.8 74.8 5.3 .048 77.41

300.9 0.149 88.9 99.9 83.3 11.0 .018 79.14

300.9 0.300 138.3 130.8 78.4 2.5 .165 35.92

300.9 0.151 134.4 138.9 84.7 4.5 .165 32.57i

300.9 0.302 181.8 180.6 79.8 -2.2 .342 -31.36

300.9 0.146 183.4 180.6 86.2 -2.8 .323 -19.22

14



TABIX VII

THERMAL PERF07LMANCE fE:ST DATA
FOR E:LCAM COIJF I (',U }tA'C ION #7

Solar Flux Flow T
(^^)

Tout Tambient T	 -Tout	 In T'	 -Tin	 amb Efficicr,c Y
BTU/11r-Ft GPM (°E') I (Per Cent)

300.9 0.302 88.4 92.(1 83.0 4.2 .017 61.34

300.9 0.153 89.9 97.', 83.8 7.6 .020 56.32

300.9 0.299 132.8 134.0 34.9 1.8 .159 25.75

300.9 0.152 131.8 135.1 85.4 3.8 .152 26.90

300.9 0.299 189.0 187.1) 86.3 -i.5 .341 -21.14

300.9 0.154 184.9 183.3 86.5 -1.6 .?27 -11.66

I
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12" ^^

3-1/2"

_f

e: Specimen container
was filled with
fiberglass insulation
with the copper tube
resting on the insu-
lation.

Fiyure 1. Schematic of Test Specimcn and Supporting Apparatus
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TYPE M COPPER

Figure 2. Basic Design for Elcam Configurations #1, #2, #3, and #6
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-COPPER SHEET

POP RIVETS @ 4" O.C.

k" TYPE M COPPER TUBE

Figure 3. Basic Design for F,lc.im Configurations #4 and i7
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Figure 4. Basic Design for Elcam Configuration /5

r	 10
I



U

Sal. ^.i

O
FRI

X71 ' '1: •	 b^

.	 d)

I ' 4':I t	 '^:`

'I

1 	 FIR{}

"' a •` w
o

^O '.: I	

N

r
!

j \r

I	 I	 I

'	 I	 •I-	 I

O O	 {	 1 ^^^ t

I_	
I

44 44

 i1 y	 II	 1

n

V

YI y,

H .̂y

0411-
y

• /b
J
W

w

4i,
Ti

-

FT{

t4"'It

N I
N

' 3^
T" •I• lU

J

Of

1ANt,

0

O	 '	 '.^	 aoi	 d	 N	 o	 . N	 r'

,.	
IUDD xad _ AOU9i3 Y333 Te,uzayy	

1

I._i	 I

iw



!

'Ulu

O u^

W I w
of o

a: rz

.; 3
O' O

w u.

010

rL^-
o	 t^
U	 co

!	 I	 ^

Tit]

fill

^	 i	 .L'.	 ^ 	 ! 1 1 ^f! 1^	 I	 ( I ts ^ I}	 it	 3	 1

I	 ;	

^	

Al	 C	 t	 ,t	 ^t	 .t	 ^^ i ^	 ^!	 ^

!	 •j ► 7 T

^.	 I	 '	 y	 Fri
,'	 ,	 fill	 ; . # •	 :: 4.	 !:': p

	

I	
I	 i	 _	 ';	 i	 .!. t if' !^• s ir	 't `^

	
, ^:

i ...	 .}l^	 // 	_	 I	 E-4	 rtf

- I 	 I	 .^_.	 r	 _	 – _	 .... _ ^ 	 ^	 t'	 i ! } ,a l 	 : 'r.	 .: i ce-	 p

.^	 !	 1	 ^^	 i

	

14 1  r t!	 !fir

	

r .^ ^r,.	 , .'t	 ,r t	 fti

tj

f	 .. I	 I	
t	 i.,-j 	 IA

.1
I I	 t'	 t	 f' z, t	 Jr	 ' t a;, .r;

Or

fl	 .	 1

;i	 t	 r	 ^! 	 ur

Tt

4UDO I ad I _ ^C^uai^i33^ jeul.1ayy

22

..

. A



`/

v

,n

lO

It

.	 \r

t.

0

	

I	 1

I	 ^	 ^

i	 (	 I

I	 1	 1

I	 t	 j	 I,	 I	 f	 i

I	 0 LM	 I	 !(n 

'''t	 Iv o	 I

H I w	 (	 t	
.^... .

01 0

i)	 4.)	
`	 I:e ro

x a	 I	 c

O O

ww

I^ ^	 I	 ^	 I	 ^	 t

I

	

Ity	 ^	 1,' M

r.	

t;	 u

' 4"-

I	 ^	 I•	 ^^^	

u l. r.' , 1	 O

! ^/	 _-	 w

4J

14

I	 1..	 N i Er	 T (^

1	
^..D4

--r.

-'

I

0	 1	 °	 c>	 o	 !	 N

I	 f..

IL
_ _	

-- --



-r

'	 I	 b

F

	

`	 ^	 f

	

^	 I	 I	 r	 ^

	

PAGE is	 !p	 1fnR1 ^,N f 1L Q n I	 i	 j	 : ^.	 i 4 '^ Cpl	 SI L TY i	 .^..__+	
S•a J	 Nf	 /^

	

f	 (	 '/	 x H	 11

j	 4A	 y

ru

1

X w

C) LnM ^
0 O
t.4 4A
O O

4j ^

R
M

.' P4

0 o
r-4 r4
W %u

ii
f

C-_

U
p	 p ` J	

p

oG	 ^D	 ^	 N	 ^	 N
I	 ^

Ii
I	 i..

4u3D lad -	 TPWJagl
i

L..	 L

4

A



vftp'

!r

0
K

%woi

i n a
I	 W W

0 0

W rJ4

1

I

I

I

O Ln
M r—i

pwM	

'

`r.w.

O
O	 O
r--1

n
H4

41

44

-r
roj

,

_.
I	

I	 I

1

^ ,

a~

w
i I

J, H
0

, f
f)

.	 I	 ± ^	 I	 I i _ ^ ^	

H

I	 ^

1•I

U	 O	 O
,C)	 rJ	 r^J	 O

i

O
CN

1 1
I

I	 -	 1

J

i^



1_

='	 n	 Cl	 o	 a	 n	 o
O	 00	 ^	 ^?	 N	 n	 N	 {	 ^
r•1	 ^	 ^

^u^^^ ^ a^3 - ItJU.^l^l 1:1 ^t^UuatiL

M

^
r.
o

ro

•rll1

i 44

O
^	 i U

^- w

L34 o
o W

i

.;

1 E4

N
CA ^-^1	 ,

^ I
1 ^

G,

V1

vai

Ea v
E-

v
E 4

u
r

_ b

O

{ v

,4

~; ^ ° i

O

a+

w'

26



CD	
i H

I	 ^
IL:

H

.--4

r-i

o v
o ^^

I q^

44

r>	
Cl	 O

N	 N
I

r-
n.

ire

	

•	 C

	

o	 O.,.1

tr

/	 wr.
c^

I	 U

CD

f	 4
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