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ABSTRACT

SYSGEN is a production costing and reliability model of electric utilitY

^

systems. Hydro-electric t storage, and time-dependent generating units can be

modeled in addition to conventional generating plants.

This user documentation descrihes the SYSGEN model and its links with

other JPL simulations.	 Input variables, modeling optionsw output variables,

^ and report formats are explained in detail and illustrated with examples. The

appendixes contain sample computer output and instructions for running the

program on an IBM batch system.	 SYSGEN also can be run interactively by using

a program developed at JPL called FEPS (Front End Program for SYSGEN). A

format for SYSGEN input variables which is designed for use with FEPS is

w
presented.
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FOREWORD

SYSGEN is a computer program which simulates the production costs and

reliability of an electric utility system with and without time-dependent

	

A	 generating units. It is one of several simulations used at JPL for

calculating the breakeven costs of photovoltaic and solar thermal electric

systems in grid-connected applications.

JPL received SYSGEN in 1979 from the Massachusetts Institute of

C

	

i	 Technology (MIT). Significant modifications have been made in the SYSGEN

program since then, based on the work of Dr. Donald Ebbeler and Dr. George

Fox, both of JPL. These modifications, listed in Appendix C, do not affect
C

the inputs to the model; thus, this user documentation may be used with both

the MIT and JPL versions of SYSGEN.
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SECTION I

INTRODUCTION

A.	 THE USE OF COMPUTER SIMULATIONS IN THE RREAKEVEN COST CALCULATION

SYSGEN is one of several simulations used in the break;even cost

calculation for photovoltaic and so lar thermal electric systems. Together,

these simulations incorporate sufficient technological and financial detail to

allow realistic estimation of the value and e ffects of solar generation to a

grid system. The rest of this section explains how the JPL simulation models

calculate these values.

Four major areas are modeled;

1) the lifetime cost and performance of the solar plant

2) the production cost and reliability of electric power generation by

the utility, with and without the solar plant

3) optimal capacity expansion planning for the utility over time, with

and without the solar plant

4) the financial structure and environment of the utility.

Electric power systems are assumed to operate to meet a fluctuating

power demand at minimum cost.* The demand for electricity generally follows a

predictable daily pattern, with peak periods occurring around noon and early

evening. Utilities adjust their generating plant mix according to these

changes in demand. Generating plants with low operating costs are run all the

,r
time to meet the minimum power demand and are called base loaded units.

* ~ Utilities in reality are constrained by electric stability requirements.
imposed by the transmission network. However, a complete model of
operating a power system would require detailed models and data for each
generator and transmission line and would be far too complex for our
purposes. Most production costing models, including the one used by JPL,
do not consider transmission or stabi l`:ty Constraints.
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Plants with high operating costs but low capital costs are brought on line

during the peak hours and are referred to as peak loaded units. Thus, as a

utility increases its output, the marginal cost of generation also increases

as more and more expensive units are brought on line to meet demand.

The value of a solar plant to a grid is defined in terms of fuel

displacement and capacity displacement. Displaced fuel is fuel saved because

solar generation is used to meet load instead of using an existing

conventional plant. Capacity displacement occurs when the addition of new

conventional capacity can be deferred or cancelled if a solar plant is added

to the grid.

A utility can reduce its operating costs either by reducing the size of

the peak loads (e.g., with time-of-day pricing) or by displacing expensive

peak unit generation with cheaper limited energy sources, such as solar,

storage, or hydro plants. It should be apparent that the value of a solar

plant will depend upon what kinds of generating units it displaces. The value

of the fuel displaced depends upon the correlation during the day between

solar output and the load on the utility: If the bulk of solar output occurs

during off-peak periods, then cheap base loaded plants are displaced rather

than expensive peaking units. It is for this reason that utility and solar

plant cost and performance simulations are done on an hourly basis rather than

averaged over days or months. Averaged data will not correctly capture the

difference between the value of peak and off-peak generation and thus will

underestimate or overestimate the displaced fuel value attributed to the solar

plant.

The lifetime cost and performance (LCP) simulation of a photovoltaic

plant performs four functions: l) it describes initial design and

construction of the power plant, 2) simulates hourly photovoltaic system

power output, 3) analyzes the long-term effects of exposure to an outdoor

-2
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environment and operations/maintenance policies, and A) finds the capital and

recurring production costs of operating the system. The i.CP model contains

both dete;ninistic and probabilistic characteristics: Module failure is

modeled using transition probabilities; explicit time -dependent features are

modeled deterministically.*

The cost and performance of solar thermal systems are estimated by the

Solar energy Simulation model (SES). The SES model comprises three programs

which perform the following functions; 1) evaluation of collector field

performance for specific insolation and temperatures, 2) calculation of the

performance of a fixed-rated power plant with different collector and storage

sizes, and 3) calculation of the minimum energy cost of the plant. These

models are coupled with the SYSGEN utility grid simulation to determine the

effects of the solar plant upon grid operating cost and reliability.

The value of the solar plant is also determined by the timing of its

introduction to the grid system. The optimal time for bringing solar capacity

on-line will be determined in part by future availability of fuels and costs

of conventional power plants. JPL I s simulation models allow the testing of

different assumptions about the above factors. The production costing model

SYSGEN) can be run for up to a 35-year timeeriod, incorporating differentp	 9

capacity expansion plans, cost escalation rates, and changes in customer

demand. The results of these different production cost scenarios are then

combine-.d with investor specific financial and investment data to determine how

the feasibility of investment in the solar plant changes over time.

UtilitiesTan their generation mix to meet a certain reliabilityp	 9	 t	 y

requirement. One measure of reliability is called the loss of load probability

C.S. Borden, "Computer Simulation of the Operations of Utility Grid
Connected Photovoltaic Power Plants," paper presented at The National
Computer Conference, May 19, 1980.



(LOLP), which may be defined as the probability that the utility cannot

generate enough power to meet demand at any point in time, either because of a

sudden surge in demand or an unexpected plant failure. On an hourly basis,

the LOLP allowed is usually specified as a failure to meet load for one hour

out of every ten years.* In order to meet this reliability criterion,

utilities keep additional "unnecessary" units on spinning reserve, units which

are running and can be connected to the grid immediately if needed, The

production costing model uses a probabilistic method to incorporate

uncertainty due to conventional plant failures and calculates the LOLP of the

system. Because of this LOLP constraint, it is necessary to know the effect

of a grid-connected solar plant on the reliability of the system. Solar

plants differ from conventional units in that uncertainty in their performance

is due not only to mechanical failure but also to the vagaries of the

weather. Unfortunately, if scenarios are modeled using historical weather

data (as they are at JPL), neither outages due to weather nor due to

mechanical failure are included in the LOLP calculation for the grid system.

This does not affect the estimates of the fuel displacement value for solar,

but it presents some problems in planning capacity displacement.

One approach to this problem is to model both utility load and solar

output as random variables, whose distributions are dependent on other

measurable variables such as temperature, insolation, and time. This method

would work particularly well in southern California, for example, where summer

peak demand for electricity is highly dependent on the temperature because of

the demand for air conditioning..

More specifically, in a period of ten years .-he expected number of
hours for which there is a capacity deficiency to meet the hourly load
demand is one.

-4
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The capacity displacement attributed to a solar plant is estimated with

the optimal capacity expansion and the production costing/reliability models.

The capacity expansion program (SCYLLA) uses a linear programming algorithm to

minimize the cost of the generation mix for given changes in demand and

production costs. Optimal changes in generation mix over time with and

without solar plants are determined and are then tested for their

reliability. If the addition of conventional capacity can be deferred wheel

solar plants are added, then a capacity credit for the deferred capital costs

is attributed to the solar plant.

The financial analysis model :'APSEAM) incorporates 1) the estimated

capital and production costs of both the solar plant and the utility, 2) the

benefit stream to the utility in terms of fuel and capacity displacement over

the lifetime of the solar plant, and 3) the optimal capacity expansion plan

for the utility. These cost and benefit streams then can be tested in various

financial environments, which include consideraton of inflation, escalation

and interest rates, depreciation, and taxes to determine the net present value

of an investment in the solar plant. The breakeven cost of the system is that

cost which gives a net present value of zero for the investment.

Electric utilities use similar computer models for determining daily

dispatch strategies and capacity expansion plans. Thus, our modeling

procedures should be accepted as valid by the utility industry. The inter-

faces of the simulation programs are shown in Figure 1.

x:
Tit
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B.	 THE SYSGEN USER PACKAGE`

The SYSGEN computer simulation is a production costing and reliability 	 +,

model of an electric power system. It may be used to study the effects of

different assumptions about customer demand, fuel costs, or utility

cha c.teristics on s stem cost and reliabilitra	 y	 y.

This package is designed for users who are not conversant with computer

programming or utility engineering. Thus, descriptions of the actual modeling

procedures are brief and necessarily general, and may not be detailed enough

for some users. A complete list of the technical documentation for SYSGEN may

be found in the references of this paper.

The model consists of three computer programs. The first, named

ELECTRA, calculates a load duration curve (LOC,) frm hourly load curves., and

models time-dependent power plants as increases or decreases in the net load

on the system. Two LDCs are produced; one with the time-dependents generation

and one without. The second program, SYSGEN, uses these LOCs and data

describing the power plants in the system to calculate system cost and

reliability with and without the time-dependent units. SCYL).A the third

program, uses these results to calculate the fuel and capacity credits of

the time-dependent generation to the power system. The diagram in Figure 2

shows the program interactions.

Sections 11 through IV of this report explain the inputs, outputs, and

modeling procedures used in the three c o mputer programs. Section V contains

worksheets which may be used to set up the inputs to the programs. These

worksheets correspond directly to an interactive computer program named FEPS

(Front End Program for SYSGEN). FEPS may be used to create computerized data

bases for these simulations, and is explained below.

-7-
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C.	 FEPS--THE FRONT END PROGRAM FOR SYSGEN

FEPS is an interactive computer program which may be used to create and

modify data bases for SYSGEN simulations. The program transforms inputs into

the proper format and files and adds the JCL (Job Control Language) necessary

for SYSGEN, ELECTRA, and SCYLLA runs. It is presently set up on the

California Institute of Technology (CIT) VAX time-sharing system, and may be

accessed either from terminals at CIT or from remote terminals at ,?PL.

FEPS was written to be used in conjunction with this user package.

Documentation for FEPS is available upon request. Data bases for SYSGEN still

may be created from fixed format punched cards if so desired, and the JCL for

running SYSGEN with card inputs is explained in Appendix B. The input formats

for cards are fully described in the original MIT documentation for SYSGEN,

also available upon request.
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SECTION II
u

ELECTRA

A.	 THE LOAD CURVES

ELECTRA models time-dependent plants as decreases in the net load on the

utility grid system. Up to four hourly load change curves may be input in

addition to the original customer demand curve. The hourly load curves are

0

converted into load duration curves that represent the net load with and

without the time-dependent generation.

There may be up to 8,784 values in the customer demand curve and in each

of the load modification curves. These values do not have to be hourly, but

the values for demand and modification must match, i.e., they must start at

the same point in time, the time interval used must be the same, there must be
F

the same number of points in each curve, and the energy units must be the same

(MW or W.

The load duration curve is determined by the percent of time that load

is greater than or equal to a percentage of peak load. Specifically, the

dependent variable (Y axis) is the

percent of time demand >X • PEAK LOAD/n,
i

where X = 1, 2, 3,	 n, and n = number of points in the load shape.

ru
The "number of points in load shape" chosen determines the size of the

MW intervals used in approximating the curve:. The smaller the interval size,

the more closely the true load duration curve is approximated. The user must

specify the peak of each original load curve and the number of points in the

load shape to be used in calculating the load duration curves. An example

rF	

should be enlightening.



Suppose peak demand is 60 MW. We want to kn( ,j the percent of time that

the load is greater than or equal to Y MW, 0 5 Y c 60, where Y = X - 60/n,

with n and X defined as before. Table 1 illustrates the calculation of the

load duration curve using three different values of n. (See also Figure 3.)

Table 1. Determining the Load Duration Curve

Number of Points in Load Shape

5 Points	 10 Points	 20 Points

% of Time % of Time % of Time

Load is >_ 1 X 60/5 = 12 Load is >l X 60/10 = 6	 Load is >_ 1 X60/20 = 3

2 X 60/5 = 24 2 X 60/10 = 12	 2 X 60/20 = 6

3 X 60/5 = 36 3 X 60/10 = 18	 3 X 60/20 = 9

4 X 60/5 = 48

5 X 60/5 = 60 MW	 10 X 60/10 = 60 MW	 20 X 60/20 = 60 MW

Thus, if there are 5 load shape points, the load interval will be 12 MW; 10

load shape points gives a 6 MW interval, and soon. It should be noted that

the cost of ELECTRA runs increases almost exponentially as the number of

points in the load shape goes above 40.

Frequency curves are also formed from the original and modified load

curves. The frequency curve is determined by the number of times the load

rises across a given MW level in time period T, normalized by the number of

-hours in T. The given MW levels are the same as those chosen for the load

duration curve.

i
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Up to 52 frequency and load duration curves may be formed from the

original load curve, e.g., given a year's worth of hourly load data, the user

can model each week of that year separatel y (or each month or seasons The

number of curves desired and the number of hours in each must be specified by

the user.

The reliability of the utility system is estimated by adjusting the load

duration curve to account for possible plant failures. The adjusted LDC's are

called equivalent load duration curves. These curves are actually calculated

in SYSGEN, but their description here is a logical extension of the discussion

of the load duration curve.

If a generating unit may be loaded incrementally (i.e., if it has valve

points) then the unit may be treated as either a single increment or as

multiple increments in the calculation of the equivalent load duration curve.

If the former is chosen, then the unit is either all on or all off; if the

latter is chosen, then partial outages may be modeled.

Figure 4 illustrates the simpler case of treating the unit as a single

increment. Suppose two plants are being loaded. There is some probability

that the first plant will fail and the second plant will be tuced with the

entire original load curve. If the first plant does not fail, then the second

I

plant will be faced with the original load minus the capacity of the first

plant. The equivalent load duration curve when the second plant is loaded is

the sum of the curves weighted by their respective probabilities.

The equivalent LRC in Figure 4 was derived as follows. The first plant

to be loaded has a capacity of 5 MW. Let S 1 be the state in which the 5 MW

unit does not fail, and S2 be the state in which the 5 MW unit does fail.

The probability of a l occurring is 0.9; the probability of S2 occurring is

0.1. From the figure it can be seen that a load level of 20 NSW occurs 0% of

the time _in S l , but in S2 it occurs 50% of the time. Then the weighted

-14-
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probability that a load of 20 MW occurs is; 0.9 (0%) + 0.1 (50%) x 5%. This

is point C on the graph. A load of 10 MW occurs 100% of the time in both S1
1

and S21 so the weighted probability is 0.9 (100%) 4X1.1 (1000 4 100%,

giving us point A. The weighted probabilities of 17 and 22 MW loads were

derived in the same fashion: For point B, we have 0.9 ('30%) + 0.1 (80%) 	
A

35%, and for point D it is 0.9 (0%) + 0.1 (30X) x 3%.
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B.	 TIME PARAMETERS

SYSGEN's time parameters may be set to model many different situations. 	
i

. There are three basic units to specify:	 the number of periods, subperiods in

a period, and weeks in a subperiod. A period is usually interpreted as a

3 y ear, and a subperiod may represent ay	 p week	 a month	 or an,	 ^	 y fraction of a

year.	 The time units to be specified are as follows:

NUMBER OF PERIODS An integer value;	 1:5 P < 34.

t
"HOURS" IN A TIME PERIOD Each time period will have the

same number of "hours"; this need
not be an integer value;
1 <_ H :^ 8,784.

li

I^!

SUBPERIODS An integer value; l : SP < 52.
Each period will have the same
number of subperiods.

"WEEKS" An integer value; 1 <_ W :5 99.	 The
number of "weeks'" per subperiod
ma;	 be varied.

" ! HOURS"	 IN A "WEEK" Each "week" will have the same
number of "hours"; this need not
be an integer value.

To illustrate this, consider the following three examples:

1)	 a) number of periods = 10	 (10 years)
b "hours" in a period = 8736	 (24 hours x 364 days)
C number of subperiods = 4 (seasons)
d number of "weeks" in subperiod 1 = 5 (winter months)	 NOTE THAT THE

number of "weeks" in subperiod 2 = 2 (spring months)	 "WEEK" VAPTABLE
number of "weeks" in subperiod 3 = 3 (sumr^er months) 	 EQUALS A M„N1H
number of "weeks" in subperiod 4 = 2 (fall months)	 IN EXAMPLE 1

e) "hours" per "week" -- 720 (24 hours x 30 days)

2)	 a) number of periods = 5	 (5 years)
b) "hours" in a period = 2,920	 (data is measured at 3-hour intervals

for 365 days)
c^ number of subperiods = 2	 (winter and summer)
d number of "weeks" in subperiod 1 = 20	 20 "weeks" in winter)

number of "weeks" in subperiod 2 = 3232 summer weeks)
e) "hours" in a "week" = 56	 (data measured at 3-hour intervals

for one week)

_17_



	

3) a)	 number of periods 12

	

b)	 "hours" in a period = 672

	

c	 number of subperods = 4

	

d	 "weeks" in each subperiod

	

e	 "hours" per "week" - 24

These examples should show t

as long as the variable values are

12 months)
hours per 4-week month)

7 ^4 weeks per month)7 days per week)
(24 hours per day)

hat practically any time frame may be used,

internally consistent. Example 2

illustrates that the "hour" variable must correspond to the time value of the

original load date: In this instance, one "hour" equals three hours. In

examples 1 and 3, the "week" variable is equivalent to a month and a day,

respectively. Please note that the assigned values of the "hour" and "week""

variables will be used throughout the program. For example, a later input to

the program is "the number of weeks per subperiod a generating plant is down

for maintenance." Then if the "week" variable is one day and the unit will be

down for 7 days, the "number of weeks per subperiod for maintenance" will be

7. Other variables which are input in "weekly" values are the weekly energy

capacity of storage and hydro units and the installment and retirement weeks

of generating units.

a
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SECTION III

SYSGEN

The objective of this program is to find an operating schedule which

minimizes production costs, and to estimate the frequency, duration, and

probability of loss of load for a given mix of generation units and a given

customer demand. The program uses a modified Booth-Baleriaux technique which

t-eats plant outages as randomly occurring loads on other plants in the

utility system.*

The input data required for SYSGEN are divided into the following

sections:

A. Economic parameters

B. Program operation options (input options)

C. Transmission and distribution losses

D. Generating class data

E. Generating unit data

F. Loading order

G. Report optic , and outputs from SYSGEN

This methodology is described in S. Finger, "Electric Power System
Production Costing and Reliability Analysis Including Hydro-electric,
Storage, and Time Dependent Power Plants," MIT Energy Lab Technical
Report #MIT'-EL-79-006, February 1979, and in D. H. Ebbeler, "Electric
Power Generation Systems Probabilistic Production Costing and
Reliability Analysis," (JPL working paper), April 1981.
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A.	 ECONOMIC PARAMETERS

The production costs in each time period may be reported either as

nominal or present values. Th e. economic parameters used by SYSGEN are 1) the

overall inflation rate, 2) the real discount rate, and 3) the nominal

escalation rates for fuel and operations and maintenance (0&M) costs.* These

values are entered as fractions, so a 107 discount rate is input as 110.10."

The inf lation and discount rates are assumed to be constant throughout the

simulation. The escalation rates, however, may vary by time period. All

rates are assumed to correspond to the designated time period length and are

constant over the subperiods.

Escalation rates may be varied by generation class type, but not by

individual plants. These input data are thus entered with the generating

class data rather than with the other economic parameter data.

All input costs, such as fuel and cost per start-up, should be input in

the same year's nominal dollars. 'rhe user may choose in what year's dollars

the production costs will be reported. If present worth values are not

desired, the user must set the discount rate to zero.

It is important to note that if the year the input costs are in is

before the year the simulation is started, then all costs will be adjusted to

start year nominal dollars using the general inflation rate, not the

product-specific escalation rate. The easiest way to avoid confusion here is

to input the costs in the start year's nominal dollars.

The following formulas are used to calculate the present worth factor

and the walation factors for fuel and 0&M costs.

An escalation rate is basically a product-specific inflation rate, e.g.,
a rise in fuel costs alone is designated by an escalation rate which,
these days, is higher than the general inflation rate.

-20-
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current time period

generating class

discount rate

consumer price index

FROM(I,Tj escalation rate for O&M costs for class I in time period T

ERF(T j) escalation rate for fuel costs for class	 T in time period
T

CONVRT	 conversion factor from input year nominal dollars to
report year nominal dollars

C IN	 cost in the input year nominal dollars

PWFT	 present worth factor in time period T
(1 + DR)-T

then

ESCOMT (T)

.4

S FCCT (I)

M	 escalation factor for O&M for class I at time period T

T
TT [1 + FROM (i , t)]

-	 escalation factor for fuel for class I at time period T

T
TT Cl + ERF 

(iIt)]

present value in report year dollars of a cost incurred in
time period T of the study

C	 CONVRT	
ESC (T) 1 PWFIN (1 *('PI)T	 T	 T

where ESC (T)	
FSCOMT (I) for an O&M cost

ESCF T(T) for a fuel cost

9
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B.	 INPUT OPTIONS

SYSGEN has a set of logical variables that can be used to control the

level of detail in the simulation. These options will supersede any input

parameters. For example, if the spinning reserve option is set to false and

the spinning reserve requirement is set to 200 MW, no spinning reserve will be

used in the simulation.

Not all of SYSGEN's input options are explained in this section. The

options on hydro and storage dispatch, time-dependent plants, and loading

order are explained in later sections as appropriate.

1. Spinning Reserve Option: MSPIN

The spinning reserve algorithm is implemented after the economic loading order

is set up. The loading order is modified, if necessary, to meet the input

spinning reserve requirement, Three variables are needed to specify spinning

reserve:

1)	 The required reserve, stated in one of the following three ways

a) as a percent of peak load

b) as an absolute MW value

c) as a fraction of the largest unit on line.

2)	 The maximum percent of any unit to be credited to spinning reserve.

3)	 The maximum number of units to be displaced in the economic loading

order to meet spinning reserve.

I`n reality, no utility ever loads its plants as SYSGEN does, i.e., starting

cold with no energy generated and having to bring base units on-line. In a

real utility, the base units are always running and the amount of capacity on

spinning reserve is relatively constant. But as a computer model, SYSGEN does

not see a unit as available for spinning reserve until it is partially loaded.



Thus, SYSGEN calculates the available reserves as the remaining %apacity of

units that have been partially loaded, up to the maximum percent of the unit

specified in (2) above.* The following scenario should serve to illustrate

this.

Suppose the loading will be started with two coal plants having

capacities of 400 and 600 MW. Each coal plant has five loading increments, as

follows.

r

i

Unit

Coa 1 400

Incremental
Capacity

100
60
80
80
80

Unit

Coal 600

Incremental
Capacity

150
90

12.0
120
120

The spinning reserve has been set to 300 MW. A maximum af 50% of any

unit may be credited to spinning reserve. Further, assume that the economic

loading order is to load all of the 600 MW unit and then the 400 MW unit. It

can be seen, however, that if all of the 600 MW plant is loaded before the 400

MW plant, the available reserve will be less than 300 MW for some period of

time. SYSGEN therefore will load the first two increments of the 600 MW unit,

then load the first increment of the 400 MW unit. The "Load/not load"

decisions made by SYSGEN for the first few increments are shown in the table

below. Note that the available reserve is not allowed to fall below 300 MW

and that no more than 50% of a unit is ever credited to spinning reserve.

.r

*	 This method of calculating the available spinning reserves is valid in
the deterministic case, but it may not be appropriate when plants are
modeled probabilistically since a zero forced outage rate is implicitly
assumed for the plant when it is on spinning reserve,

iI

r ;,



Table 2. The Effect of a Spinning Reserve Requirement

on Loading Order

Increment	 Increment	 Reserves	 System	 Load
	Unit	 Number	 Capacity	 Available	 Capacity	 Recision

	

600	 1	 150	 300	 150	 Yes

	

600	 2	 90	 300	 240	 Yes

	

600	 3	 120	 240	 No

	

400	 1	 100	 500	 340	 Yes

	600	 3	 120	 440	 460	 Yes
w

	

600	 4	 120	 320	 580	 Yes

7

	600	 5	 120	 200	 No

	

400	 2	 60	 320	 640	 Yes

The loading order option (LORDOP, explained on p. 39) will supersede the

spinning reserve requirement. For example, suppose the loading order option

chosen required that all base units are loaded before any intermediate, and

all intermediate units are loaded before any peak units. Then no intermediate

units can be brought up to satisfy the spinning reserve requirement if not all

base units have been loaded, no matter what value of spinning reserve is input.
F.

2. Multiple Increment Option: MULT 	 .
,d

MULT controls the multiple increment loading algorithms. If MULT is set

to false, units are modeled as on/off variables (i.e., as a single
i

increment). The single increment characteristics can be input or, if left

blank, will be computed from the data for multiple increments. Note that if

MULT is set to false, then MSPIN is automatically set to false by the program

because of the method used to calculate spinning reserve,



3. Frequency Curves Option: MFREQ

MFREQ controls the frequency and duration algorithms. If MFREQ is set

to false, no frequency curves are read in, and no frequency calculations, such

as the expected number of startups, are made.

`

	

	 SYSGEN uses the average duration of each load level in calculating the

amount of capacity available for spinning reserve. If MFREQ is set to false,

but the spinning reserve option, MSPIN, is set to true, then the frequency of

every load level will automatically be set to 1/number of "hours" in a day.

This is a modification of the original MIT SYSGEN program. If MFREQ is false

in the MIT version, then the frequency of every load level is assumed to be

one.



C.	 TRANSMISSION AND DISTRIBUTION (T&D) LOSSES

T&D losses may be simulated for both conventional and time-dependent

plants. Conventional plant losses are accounted for by dividing the energy

output by a penalty factor specified by the user. Thus, a penalty factor of

1.0 will mean there are no T&D losses for that plant. (Note that the penalty

factor cannot be less than 1.0.)

Time-dependent plant losses are modeled as decreases in the load

reduction curves. The marginal losses in MW at up to ten load levels may be

specified. The load levels are given as percentages of peak demand, and the

intervals between demand levels do not have to be equal. Linear interpolation

is used to find the intermediate losses.



9
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D.	 GENERATING CLASS DATA

Each plant in SYSGEN must be assigned to a generating class, such as a

hydro, diesel, or storage class. The input variables which are specified by a
class type are the cost escalation rates, the forced outage multipliers

(explained below), and the generation type, i.e., base, intermediate, or

peaking generation. Up to 34 class types may be created.

Hydro, storage, and time-dependent plants must be assigned to

pre-specified SYSGEN class types:

1) All h,!,'ro plants must be assigned to class type "HYPO" when using

FEE'S, and to ""CHY" when card input is used.

2) All storage plants must be assigned to class type 11 STOR 11 when using

FEPS, and to "STS?" when using cards.

3) All time-dependent plants must be assigned to class type "LORD"

(short for "load reduction") when using FEPS, and to "TOP" when

using cards.

If these plants are not assigned to the proper classes, then SYSGEN will treat

them as conventional units.

The forced outage rate of a plant is the percent of time the plant

breaks down and is not operating (sometimes called "unscheduled maintenance").

A forced outage rate is input for each plant in the simulation. A variable

called the "forced outage multiplier" may be used to increase a plant's forced

outage rate during specific time periods. This multiplier would he used, for

example, to account for variations in the reliability of a newly installed
i

plant.

The forced outage multiplier is used as follows:

Let	 FORj	 =	 input forced outage rate for unit j.

IFORi ,j	 =	 forced outage multi p ler for unit j in
year i,

.27-



t

i
i

t	 '`

then	 F 	 FOR T x IFOR ij = forced outage

rate for unit ,i in year i used in

SYSGEN calculations of LOLP.

Two things should be noted here. The first is that forced outage

`	 multipliers are assigned by generating class, not by plant. Thus, if you only

want to vary the failure of one plant, you must create a new class for it.

The second point is that SYSGEN includes the time a. plant is out on scheduled

t	 maintenance in the calculation of the plant's effective capacity.* Thus,

forced outage multipliers should not he used to account for time that the

plant is down on scheduled maintenance.
G

The escalation rates and forced outage multipliers are entered in the

form of "tables" (vectors, actually) with rates assigned by class type for one

or more periods in the simulation. A maximum of 10 escalation and 10 outage

tables for 10 periods (values) each may be specified. An example may be of
j

use.

Suppose a simulation runs for three periods and has two plant classes:

steam turbine and gas turbine. If the fuel and O&M costs for these classes

all escalate at different rates, four escalation tables must be input. These

might be

Period
Glass Type One Two Three Table Number

Steam Turbine
Fuel 0.06 0.07 0.08 1
O&M 0-.05 0.05 0.06 2

Gas Turbine
Fuel 0.08 0.10 0.11 8

O&M 0.06 0.07 0.07 4

*	 The effective capacity of a plant is defined as the capacity that a
100%-reliable plant would have to have in order to generate an equal
amount of power over the time period.
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On the other hand, O&M costs for both classes mi ght increase at the same

rate. Then only three tables need be specified:

Period
Class Type	 One	 Two	 Three	 Table Number

Steam Turbine
Fuel	 0.05	 0.07	 0.08	 1

Gas Turbine
Fuel	 0.08	 0.10	 0.11

O&M	 0.05	 0.05	 0.04

If the number of escalation values entered is less than the number of

time periods in the study, the last value entered is assumed to hold true for

the remaining time periods. Thus, if an escalation rate will he constant in

the study, that value need only be entered once in the first time period.

Note that the same escalation rate table maybe assigned to any number

of classes and for either fuel or O&M costs.

The forced outage multipliers are set up in the same way, with one

exception. If a value in the multiplier table for a given period is set to

zero or left blank, the forced outage rate for plants in that class and time

period will be calculated as zero (as can be seen from the eouation on
i

page 28; Fii = IFOR
ij x FORT = 0 if IFOR U is 0). If the forced

outage rate will not be altered for a class, a value of 11 1.0" should be

entered in the multiplier table. Once a value of :1.0 has been found in that

table, all subsequent periods in that table are assumed to have the value 1.0

unless other values are explicitly entered. Consider the following three

multiplier tables:

Period
Table	 1	 2	 3	 4

1	 1.2	 1.1	 -	 -
2 	 1.2	 1.1	 1.0
3	 1.0	 -

-29



With Table 1, the forced outage rates calculated will be higher than

originally set in time periods l and 2, but in time periods 3 and 4 the rates

will be zero (thus simulating a totally reliable unit). Table 2 will cause

the program to apply the original forced outage rate in time periods 3 and 4,

with higher rates in the first two periods. If Table 3 is assigned to a

class, no forced outage multiplier will be used, so the original forced outage

rate is applied in all four time periods.

In summary, the generation class data required is

1) Number of generation classes in the mix (e.g., 2 nuclear plants, 4

coal fired, and,3 gas turbines = 3 generating classes)

2) Class name of each (e.g., GOAL, NYDO)

3) Whether the class is base, intermediate, or peaking generation

4) Cost escalation tables for fuel and O&M

5) Forced outage multiplier tables

r&



E.	 GENERATING KNITS

There are three special types of generating units in SYSGEN, hydro,

storage, and time-dependent plants. All other generating plants are called

conventional units.

The following list is a summary of the input data required for all ty

of generating units. Hydro, storage, and time-dependent plants require

additional inputs which are explained at the end of this section.

1) The generation class to which the unit belongs

2) Incrementalloading data, if relevant

3) Installment year and week (e.g., a unit installed on February 2,

1979, would be year # 1979, week = 5, if real weeks are used)

4) Retire meat mar and week (e.g., a unit retired on December 1, 19800

would be year = 1980, week = 48, as above)

5) Fuel cost for the unit (S/MBtu)

6) Variable 0&M cost (S/MWh)

7) costear startup Wstartup)

8) Cost per MWh to keep unit as spinning reserve without generating

power (S/MWh)

9) Mean time to repair after failure (hours)

10) Penalty factor, used to account for unit-specific transmission

posses

11) Preventive maintenance data for each unit. It is important to note

that the maintenance cycle is referenced to the installation date

of the unit, not the start of the simulation.
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It is assumed that maintenance is cyclically scheduled, and the

cycle may be from one to ten periods lone. Within each cycle, the

subneriods during which maintenance is performed and the number of

weeks in those subperiods the unit is unavailable due to

maintenance must be specified. The number of weeks is an integer

value which may vary by subperiod 	 If a plant is out more than one

subperiod in a row, this must be entered explicitly.

Example: Simulation is started on January 1, 1988, and the unit is

installed January 1, 1989. It is being put on a two-;year

maintenance cycle, with the following schedule:

June 20, 1989	 1 week

December 10, 1989	 2 weeks

June 16, 1990	 2 weeks

December 11, 1990	 3 weeks

Period length	 1 year, 12 subperiods (months) per period. Then

cycle length - 2 and

r	 Subperiod	 Weeks

Period 1	 6	 1
12	 2	 m

Period 2s	 6	 2
12	 3

t,

a
z
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12) Oap^ act, heat r	 (MQtu/MWh), and forced outage rate (average for

the plant and for each loading increment of the plant, if

applicable)

For example, a 400 MW plant with four loading increments might have

the following characteristics:

Cumulative	 Neat Pate	 Forced
Increment	 Capacity	 MBtu/MWh)'	 Outage Rate

1	 80	 16.9	 0.03
2	 160	 12.2	 0.0194
3	 280	 11 .8	 0.019
4	 400	 12.0	 0.0239

The forced outage rate is actually a conditional probability. Each

increment has an independent probability of failing, but increments

must be loaded sequentially. Thus, the forced outage rate of

increment i is the conditional Orobability that all increments

before i have been loaded and increment i cannot be loaded. In the

example above, each increment had the following independent

probabilities of being loaded:

	

Probability	 Probability
Increment	 of Failure	 of Success

1	 0.03	 0.97
2	 0.02	 0.98
3	 0.02	 0.98
4	 0.03	 0.97

1r'

The probability that cumulative capacity equals zero is simply the

probability that the first increment fails, so the forced outage

rate for the first increment is 0.03. In order for cumulative

capacity to be exactly 80 MW, the first increment must be loaded

and the second increment must fail. Then the forced outage rate

for the second increment is (0.97)(0.02) = 0.0194, and so on.

In practice, the incremental probabilities are not available. The

{
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rl T	 forced outage rates Oven are usually a total outage rate for the
IF
	

plant. In the example above, the total forced outage rate is

0.0963 (i.e., the plant will be be generating at full capacity

90.31% of the time). This total outage rate may be obtained two

ways	 1) It is the sum of the incremental forced outage rates, or

2) it is one minus the product of the independent success

probabilities.

1. Hydro Units

The only additional data required for a hydro unit is the "weekly"
r

size of the hydro reservoir in each subperiod, expressed in megawatt hours.

i

	

	 Hydro power can be dispatched in twodifferent ways. The first is to

delay loading until the hydro unit can generate all its energy at full

capacity. This delay is determined by the equivalent demand curve: The hydro

unit will not be loaded until the remaininq demand for energy is less than the
s

available hydro energy. The second dispatch strategy is to simply load all

hydro units first at a reduced capacity to generate all of their energy. If

the input option MDLAY is set to true, then the first hydro dispatch is used.

i
If MDLAY is set to false, then the hydro units will be loaded first as base

generation, even if the hydro units are classed as peak or intermediate

generators.

The first strategy is expected to give a more cost efficient use of the

hydro energy than the second strategy, since more energy is removed from the

peak when the hydro dispatch is delayed.*

A second dispatch option, MOVE, allows SYSGEN to interrupt the loadinq

*

	

	 The first strategy is optimal indeterministic production costing, but
may not be optimal for probabilistic production costing. See D. H.
Ebbeler, "Electric Power Generation Systems Probabilistic Production
Costing and Reliability Analysis," (JPL working paper), April 1981, and
G. Fox, "A Stochastic formulation of Electric Generation System
Reliability Measures," (JPL working paper), January 1981.
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of a conventional unit and back it off until the total energy demand exactly

X	

equals the hydro energy available. If MOVE is not true, then hydro units may

only be loaded after increments of conventional plants have been fully loaded.

Purchased power can be modeled in SYSGEN as a hydro plant. The only

difference is that the fuel cost in $/MBtu should be set to the purchase price

in $/MWh, and the "heat rate" of the plant is set to 1.0.

2. Storage Units

Two distinct steps are involved in modeling storage units.

charging the units with excess energy and then dispatching the stored energy.

The following data are required for each storage unit,

1) The charging capacity, in megawatts

2) The forced outage rate for the charging cycle

3) The overall efficiency of the storage and generation process,

measured by the product of the charging and discharging

efficiencies (or equivalently, energy available from storage/energy

generated to charge storage)

4) The reservoir size in megawatt hours available from storage in a

"week." This value should be the most energy available from

storage to meet demand when charging and discharging efficiencies

are taken into account.

The input option MSTOR determines how storage is handled. If MSTOR is

s

r

set to true, then the amount of energy stored is determined by the expected

excess energy available from base units, expected storage plant failures, and

the expected cost of the stored energy. If there is more than one storage

unit, then they are ranked so that the largest ones are filled first. It

should be pointed out that these storage algorithms are not optimal. The

program assumes that the storage units will be filled, and then asks when they

should be loaded, missing the question of how much energy should actually
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be stored, based on the marginal cos y: of adding energy to storage.

If MSTOR is set to false, then the energy available from storage is

taken as the input storage size. The marginal cost of storage is similarly

set to the average cost of base loaded energy.
F

The input options MDLAY and MOVE also control the dispatch of stored

energy. As with the hydro dispatch, if MDLAY is false, then storage units are

loaded at reduced capacity with conventional units by their marginal cost.*

If MDLAY is true, then loading is delayed until all the stored energy can be

discharged at full capacity. The MOVE option controls the storage dispatch

exactly the same as HYDRO dispatch.

3. Time-Dependent Units

As stated previously, time-dependent generation is modeled as a

reduction in the net load on the utility system. The plant itself is not

modeled by SYSGEN, so no costs or energy generated are calculated by the ,

program. In other words, SYSGEN treats the actual time-dependent plants and

their output as exogenous inputs to the system.

The user can simulate increasing penetration levels by having SYSGEN

multiply any given load reduction curve by integer values up to 99. For

example, suppose a load reduction curve is the simulated output of a one-MWe

solar plant, and the user wishes to simulate a system of 5 one-MWe plants.

The user may specify that five time-dependent units are to be simulated, and

the program will multiply the input load reduction curve by five.

SYSGEN is set up to run a base case using the oriainal load curves, and

then one or more solar cases using the modified load curves. Each set of

See D. H. Ebbeler, "Electric Power Generation Systems Probabilistic
Production Costing and Reliability Analysis," (aPL working paper), April
1981, for the appropriateness of interpreting this calculated cost as a
marginal cost and for using that cost in both the hydro and storage
dispatch algorithms.



f"	 cases can contain up to four load reduction curves, and there can be a total

`	 of twenty cases run at one time. The input data for time-dependent units are;

1) Total number of cases to be run. A base and one solar case would
be a total of two cases, one base and two solar cases would be

f three cases, and so on.

2) The number of load eduction curves to be included in each case
must be specified. The base case would normally use zero load
reduction curves and a solar case would use from one to four
reduction curves.

3) Each load reduction curve corresponds to one type or size of
time-dependent unit. But as explained above, specifying more than
one time-dependent unit will cause these curves to be increased
appropriately. The user must input the number of units to go with
each load reduction curve.

As an example of how this case structure may be used, suppose one wants

I	 to set up solar plants at two sites and there are three from which to choose.

We can find the two that are the most complementary by running case sets on

the three possible combinations of sites. Three load reduction curves, one

for each site, would be generated by the appropriate solar plant simulation.

SYSGEN would produce four cases: the base case without the solar output and

one case for each site combination. Each solar case would include two load

reduction curves. The best combination of sites would be the case with the

highest fuel and/or capacity credit.

The input option MLRED (described on p. 38) is used to specify whether

t
time-dependent units will be simulated. MLRED should be set to true if any

load reduction curves will be used.

The following is a summary of the input options used to control hydro,

storage, and time-dependent units.

4. Hydro and Storage Dispatch Options: MDLAY, MOV E

MDLAY controls the hydro and storage dispatch strategy. If MD

is set to false, then reservoir hydro units are always loaded first, at

reduced capacity to generate all their energy. Storage units are loaded
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soon as their marginal costs put them in the loading order.* If MDLAY is set

to true, then hydro and storage units are delayed until they can generate all

their energy at full capacity.

MOVE also controls the hydro and dispatch strategy. If MOVE is set to

false, limited energy plants are loaded only at valve points of other units.

That is, tests are made on the viability of bringing up a storage or hydro

plant only after the previous increment has been completely loaded. If MOVE

is true, then it is possible to split increments and load the hydro or storage

I	 unit at points other than the valve points of other units. Setting MOVE to

true will result in more efficient use of hydro and storage energy, but the

running time will be longer. If MDLAY is set to false, MOVE is automatically

set to false.

b.. Storage Cost Option: MSTOR

MSTOR controls the storage programs. If MSTOR is set to false,

then the marginal cost of storage is set to the average cost of base loaded

energy. The expected energy available is taken from the input reservoir

size. An approximation of base load energy supplied is made on the basis of

excess base load energy available, disregarding capacity constraints. If

MSTOR is true, then the storage algorithms are implemented. The dispatch of

the storage is controlled in either case by MDLAY and MOVE.

6. Load Reduction Option: MLRED

MLRED is used to determine if any load reduction curves will be

used in the simulation. If MLRED is set to false, then no cases with

time-dependent units will be run.

again, see D. H. Ebbeler, "Electric Power Generation Systems
Probabilistic Production Costing and Reliability Analysis," (JPL working
paper), April 1981, for the appropriateness of the non-delay option
(i.e., setting MDLAY to false).

a^
i
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F.	 LOADING ORDER

SYSGEN will load units in order of increasing marginal cost, subject to

the following constraints: 1) valve points of a unit must be loaded in order

(the third valve point cannot be loaded until the first two have been loaded);

2) hydro and storage units will be interpolated where they can discharge all

their energy to minimize costs, subject to two of the input options discussed

previously, MDLAY and MOVE; and 3) the order may be modified to meet spinning

reserve requirements, subject to the input option MSPIN. A modification due

to the spinning reserve requirement is illustrated in the following example.

Suppose three coal plants called A, B, and C are being loaded. If the

economic loading order is A. B, C, but the summed capacity of A and B did not

meet the spinning reserve requirement, and the summed capacity of A and C did,

then C would be loaded with or before B. The user may specify how far into

the economic loading order the program may search to find a unit to meet

spinning reserve (e.g., one unit down the line, two units, all units, etc.).

There are two loading order options. The first option, LORDOP, is used to

specify the loading order at the group level (i.e., base, intermediate, or

peak), and the second, WORD, is used to specify the entire loading order by

unit or valve point.

l.. Loading Option One: LORDOP

LORDOP is the only input option that is not a true/false input.

This option will sort plants by marginal cost within groups, where the user

specifies the order of the groups. For example, one may want all base units

loaded, followed by intermediate and then peak. Or base and intermediate

units can be sorted together, followed by peak. This is indicated by a

three-digit number, XYZ, where: 	 X position = base group

Y position	 intermediate group

Z position = peak group	 (1 < X, Y, Z < 3)
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and the values of X, Y, and Z determine when the group will be loaded.

For example,
i

XYZ	 123:	 base, intermediate, and peak units are sorted

separately. All base units are loaded before any

intermediate units, and all intermediate. units are

loaded before peak units.

XYZ	 112:	 base and intermediate units are sorted together and

loaded before peak units.

XYZ	 321:	 base, intermediate and peak units are sorted

separately. All peak units are loaded first, then

all intermediate units, then the base units.

(Default Option: XYZ = 111)

2. Loading Option Two: MLORD

MLORD controls the loading order computation. If MLORD is set to

false, the user determines the entire loading order instead of having it

computed by the program. Only one loading order may be specified, and it is

assumed to be the same for all time periods. If a plant is unavailable

because it is on maintenance, retired, or not yet installed, then it is
n r'r

automatically skipped in the loading stack. The capacity of hydro plants and

storage plants are adjusted so that they discharge as much energy as possible
<1

at their designated loading point. If MLORD is false and MSPIN is true,

SYSGEN will compute the cost of keeping the necessary units on spinning

reserve, but it will not change the loading order. If the units being loaded

have valve points, the units may be partially loaded. For example, with two

5-valve point units, the first three valve points of unit A can be loaded,

then the first two from B, then one from A, and so on. The only constraint is	 E

that in order to load the jth valve point of a unit, all previous valve

points must be loaded first.

-40-"
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G.	 OUTPUTS FROM SYSGEN

i SYSGEN has seven 	 odu	 sn	 m	 le describedescr^be	 below.	 The user can control

x	

^' which modules are printed with the five report options explained at the end of

' this section.

1.	 Initial Plant and System Report

This is an echo print of the input data.	 (See pages A-1 to A-10 of

t
the sample output file in Appendix A.)

2.	 Sorted Limited Energy_ Plant Report

The sorted limited energy plant report writes out conventional

hydro and storage information showing the order in which they a ► ,e considered

for loading.

Variables	 in report:

Hydro/Storage load	 - units' position in the loading stack,
number (ID) e.g.,	 if STORAGE ID = 2, then that

unit will be loaded only after the
storage unit with ID = 1 has been
loaded,	 if unit 1	 is available.

Unit index the unit's identifying number.

Hours per time period 	 = the number of hours that the unit can
r	 ,11

at full capacity. 	 (This is
the reservoir size divided by the
unit's capacity.) 	 The hydro arrays
are sorted by this number from
greatest hours to smallest.

a

MWhs per time period	 = reservoir size of the unit.

3.	 Probabili ty Curve Report

n This report writes out information for the equivalent load demand
M	 y

curve.	 All values (except the area) are in MWs for the curve.	 (`See, for

example, page A-13 of the sample output file.)

Variables in report:

Load curve spacing	 _ number of MWs between each array
point on the curve printed beneath.

Minimum demand	 = minimum customer demand.
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Maximum demand	 =	 maximum equivalent demand. For the
initial demand curve, this is the
peak demand. For the final demand
curve, this is the peak demand plus
installed capacity.

Equivalent demand area	 =	 area under the probability curve.
For the initial demand curve, this is
the energy demand on the system. For
all other curves, this value does not
have physical significance.

Demand curve	 -	 equivalent demand probability curve.
These values are the probability that
the equivalent demand will be greater
than or equal to each demand level in
the load duration curve. The first
value on the curve is the probability
that the demand is greater than one
load curve spacing; the last value is
the probability that tha equivalent
demand is greater than the maximum

original demand.

4.	 Plant Report

The plant report gives the information on each unit after it is

loaded. (See page A-11 in the sample output.)

Variables in report;

Unit index	 input order of the unit ( internal

Added expected energy

identification number).

user identification for the unit.

class name and loading type, e.g.,
coal, base.

valve point of the unit currently

being Loaded.

capacity loaded in this step (MW).

expected number of times the unit is
started up. Reported only for the
first valve point.

energy (MWh) expected to be generated
by the current valve point to meet
customer demand.

Unit name	 =

Unit type	 =

Unit valve point	 =

MW added

Expected start-ups
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Fuel cost

0&M cost

Expected start-up cost

Spinning reserve cost

Total cost	 -

Total capacity factor

Energy used for storage

Capacity factor after storage

i

!
r

f	 ^

G	 `^

present; worth of the expected fuel
cost in the time period for the
current valve point (thousand $).

present worth of the expected 0&M
cost in the time period for the
current valve point (thousand $).

present worth of the expected cost of
starting up the unit. Calculated
only for the first valve point
(thousand P.

present worth of cost of using the
unit for spinning reserve. Reported
with the values for the last valve
point (thousand $),

sum of fuel, O&M, start-up and
spinning reserve costs (thousand).

unit capacity factor. Capacity
factor - total energy generated
divided by the product of the MWs
loaded and the number of hours in the
time period.

energy generated for storage by the
current valve point (MA).

total capacity factor for a base
loaded plant that is used for storage.

5.	 Subperiod Report

The system summary report prints out data on the system in each

subperiod after all units have been loaded. (See page A-12 of the sample

output file.) The first page of the summary report gives the total energy

generated and total costs for each unit in a format similar to the plant

report described above. In addition, the total system costs for the subperiod

and the effective capacity of each unit are printed. The effective capacity

of a unit is defined as the capacity of a 100%-reliable unit which would

generate an equivalent amount of expected energy. If the input option MSTOR

is true, a report on storage losses is written.
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6.	 System Report

The system report prints the following variables for either a

subperiod or for a time period (see page A-14 of the output):

Peak demand X	 peak customer demand (MW).

Customer energy demand a	 original customer energy demand (MA).

Load factor g	 energy generated/(peak demand x
hours).

Unserved energy demand expected energy demand which cannot
be met by the installed capacity
(MWh).

Percent energy unserved =	 p ercent of original customer demand
that cannot be met.

Loss-of-load probability -	 probability that the customer demand
cannot be met or, equivalently, the
percent of time customer demand
cannot be met.

Magnitude of loss of load expected magnitude of each loss of
load	 (MW).

Frequency of loss of load =	 number of times in the subperiod or
period that the load cannot be met.

Duration of loss of load -	 average duration of each loss of load.

Total expected energy =	 sum of the expected energy generated
generated by each unit NO).

Fuel cost =	 total system expected fuel cost
(million).

0&M cost -	 total system expected O&M cost
(million	 S).

Total cost -	 total system expected cost including
fuel, O&M, start-up, and spinning
reserve costs (million S).

GBtu consumed =	 expected input energy consumed by 	 r
each class, reported only at the end
of the time period (10 9 Btu).
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1 load curve spacing
loss of load frequency
loss of load duration

2 loss of load probability

3 installed capacity for
each class

4 energy generated by
each class

5 fuel cost for each class

6 O&M cost for each class

7 equivalent demand curve (forty
values centered on a zero loss-of-
load probability)

For each time period, the total loss-of-Load probability, frequency, and

duration curves are written at the end of the file.

The following table shows the options used to control the reports

printed in the computer output.

Table 3.	 SYSGEN Output Options

Report Option

Report MMAXI MAXI	 MIDI	 MINI	 MGRID

1.	 Echo of Input Oat& X

2.	 Hydro/Storage x

3.	 Probability Curve X

4.	 Plant Loading X X

5.	 Subperiod Summary X X	 X

6.	 System Summary X X	 X	 X

7.	 SCYLLA Grid File X
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7. Grid File

This file is generated by SYSGEN to be used as an input to SCYLLA.

SCYLLA computes the worth of time-dependent units to the system using a static

economic analysis. The following data are compiled for each subperodr

Record	 Description
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SECTION IV

SCYLLA

SCYLLA is a linear  programming model which performs a static

optimization of system generating capacity for the solar and no-solar cases.

Optimal changes in capacity are determined by the equivalent load duration

curves. Thus, the loss of load probability is held constant in determining

the solar capacity credit.

Unfortunately, there are a few problems with this technique.

Optimization is done by picking the cheapest base, intermediate, and peaking

class types and then duplicating them to meet the load requirement. With this

method existing capacity is not considered, and iha individual plants in the

simulation are not modeled. Further, in calculating the value of the solar

generation, the solar plant should be credited for thia capacity that was

displaced and debited for the new installed capacity. Instead, the capacity

credit calculated by SCYLLA is the difference between the solar and the

no--solar optimal capacities. Revision of this methodology is being studied.

Most of SCYLLA's inputs are calculated by SYSGEN: class capacities, the

amount and cost of energy generated by each class, and the equivalent demand

curve for the system. The only exogenous inputs are capital costs and

escalation rates by class type.

Figure 5 illustrates the calculatlon of the solar capacity credit. fn

the top graph, the y-intercepts are the capital costs in S/MW-year for each

loading type. The slopes of the cost curves reflect the fuel and O&M costs.

The bottom graph shows the equivalent load duration curves for the solar and

no-solar cases. It can be seen that the solar capacity credit for each

loading type is B - B', I - I', and P 	 P'.

PRC-CEDING PAGE BLANK NOT FILMED

i
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P and T are the original no-solar case optimal capacities of peak and
intermediate loading units. P' and V are the new optimal capacities
for the solar case. Optimal base loading capacity does not change.

ii

Figure 5. Determination of Solar Capacity Credit
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3 SECTION V

SYSGEN SIMULATION INFUT QUESTIONNAIRE

This questionnaire follows the same general order as Sections 1I through

IV of this document and as the interactive input program, FEPS. See Appendix

B for an explanation of how to set up a data base using batch card input.

It should be noted that the unit-specific questions, 44 through 61, will

A	 be repeated for each unit in the simulation.



r^
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A. TIME PARAMETFRS

1) First year of the study (e.g., 1980):

2) Last year of the study (e . g., 2000):

3) Number of time periods in the study (note that this
should be the last year minus the first year plus 1)

4) Number of subper i od s in each period:

5) Number of "hours" in a time period:

G)	 Number of "hours" in each "week":

7)	 Value of the length of the "hour" variable
(e.g., hou rly, daily, etc.').

3)	 A four (4) character name for the length of the "week"
variable (e.o., "MNTFI"" or "WEEK"):

9)	 Number of "weeks" in each subperiod:

Table 4. Weeks per Subperiod

Subperiod	 Leek	 Subperiod	 Week	 Subperiod	 Week

1 19 37

2 20 38

3 21 39
4 22 40

5 23 41

5 24 42

7 ?5 43

R 26 44

9 27 45

10  20 45

11 29 47

12 30 48

13 31 49

14 32 raj

15 33 51

15 34 52

17 35

1	 _ 16
Y	 r

_sp,_	
„ w
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R.	 GENERAL AND ECONOMIC INPUTS

10) Title page heading:	 A title to appear at the beginning of the
report which may be up to 120 characters long, including spaces.

k

k

11) Report heading:	 A title to appear at the top of each page of the
report which may be up to 40 characters long, including spaces.

i

c _

12) In what year's dollars are the input costs?
(e.g.,	 1978)

13) In what year's dollars do you want the output costs

to be reported?	 (e.g.,	 1980)

14) Conversion factor from input year nominal dollars (12)
to rep ort year nominal dollars (13):

15) Consumer price index over the planning period
r (0<CPI<1.0):

16) Discount rate (real, before tax) to be used in the present
worth calculation	 (0<DR51.0):

w

}i

t
-51-
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C. ORIGINAL LOAD AND LOAD REDUCTION DATA

The original load data are the values of electricity demand from which

the load duration and frequency curves are formed. The load reduction data

are normally the power output of a time-dependent plant, such as solar

thermal, photovoltaic, wind or geothermal generation.

If these data are to be provided on cards, they should be readable on an

IBM machine and in 12F5.0 format (12 data points per card, starting in column

21).*

If these data are to be provided on tape, the tape should have the

following characteristics;

- standard IBM tape, 9 track
- 1600 BPI

RECFM fixed block
- LRECL = 80
- BLKSIZE = 3200
- data points in F5.0 format; 12 points per line
- no label on tape

Note again that the load data and the load reduction data must contain

the same number of points, use the same time intervals, start at the same

point in time, and be in the same units, e.g., MW or kW.

17) Hove many data points are in the original Load curve?
(0 < N poi nts r 8,784)

18) How many load reduction curves are there?
(0 < # curves < 4)

19) How many load duration curves will be calculated?**
(0 < # curves <_ 52)

Unless FEPS is being used to create the data base. With the appropriate
commands, FEPS can transform original data in almost any format into a
usable SYSGEN data base. For further information, see the FEPS user
Documentation, JPL Working Paper, November 1.980.

**	 Note that the number of load duration curves is equal to the number of 	 v

subperiods in each period.
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20) Now many load shape points in the load duration curves
do you want to use? (0 < P points < 100)

21) ELECTRA automatically creates load duration curves which correspond

to the subperiod structure of the simulation. Thus, load duration

curves will be formed sequentially from the original load data, and

there will be one LDC formed for each subperiod.

SYSGEN however, allows the user to assign the LDC's to any

subperiod desired. f or example, a given LDC may be used in more than

one subperiod, or the LDC assigned to a subperiod may vary by period.

In Table 5 on the following p age, one should designate in which

period and subperiod(s) each load duration curve is to be used. Please

note that if the FEPS program is being used to create the data base, then

this information is input in the ELECTRA mode.
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Table 5.	 Specification of Load Duration turves

LOAD LOAD
DURATION DURATION
CURVE PERIOD	 SUBPERIOD	 CURVE	 PERIOD	 SUBPERIOD

27	 ...^^.

2 ?£i

3 29

4 30

5 31

6 32

7 33

8 34

9 35

10 36

11 37

12 38

13 39

14 40

15 41

16 42

r 17 43

0 18 44

19 45

20 46

21 47

' 22 48

23 4924 50

25 ^	 51

26 52

r

'

F
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D.	 INPUT OPTIONS
;w

f	 r=

22) MSPIN	 T	 F	 (circle one)

If MSPIN is false, skip questions 23 - 25.
Ffi iv

23) Choose one of the three following methods of stating required

i reserver

a)	 Required reserve is a percent
of peak load: %

b)	 Required reserve is an absolute
MW valuer MW

c)	 Required reserve is a fraction of
the largest unit on line
(0 < RR < 1):

24) What is the maximum percent of any
unit to be credited to spinning

' reserve? %

y 25) What is the maximum number of units
to be displaced in the economic

f
loading order in order to meet the
spinnin gt reserve requirement?

li
(integer value)

26) MULT	 =	 T	 F	 (circle one)
(Note:	 If MULT is set to false, MSPIN is automatically set to
false.)

f, 27) MFREQ	 =	 T	 F	 (circle one)

ij 28) MLORD	 =	 T	 F	 (circle one)

29) LORDOP	 _	 (3 digit number designating base,	 intermediate, and
peaking order)

30) MOLAY	 =	 T	 F	 (circle one)

31) MOVE	 -	 T	 F	 c(ircle one)

32) MSTOR	 T	 F	 (circle one)

33) MLRED	 T	 F	 (circle one)
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E. GENERATION CLASS DATA

34) Number of generating classes (l < X :534):

35) Class name of each (can be up to 4 characters long, including blanks),
followed by class type, where 8 = base, I 	 intermediate, and P	 peak
(e.g., 1. COAL, B, 2. HYDO, P).

Table 6. Designation of Generating Class Name and Type

Class	 Glass	 Class	 Class	 Class	 Class
Number Name, Type	 Number Name, Type	 Number Name, Type

1	 13	 25

2	 14	 26

3	 15	 27

4	 16	 28

5	 17	 29

6	 18	 30

7	 19	 31

8	 20	 32

9	 21	 33

10	 22	 34

11	 23

12	 24

1
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i
36)	 In the table below, indicate the capital cost in $1MW of a plant in each

class type.	 Note that these inputs are not necessary if the user is not

running SCYLLA.

Table 7. Capital Costs by Class

CLASS CLASS
NUMBER	 $/MW NUMBER	 S/MW

1 18

C 2 19

r 3 20
a 21
5 22

L 6 23
7 24

8 25
9 26

! 10 27

11 2.8
12 29
13 30

14 31
15 32

16 33

17 34

-57-
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37) How many cost escalation tables will be input?
(0511 tables X10)

38) Now many forced outage multiplier tables will be input?
(Q_<M tables<10)

39) Tables 8, 9, and 10 are all used to assi gn the cost escalation

rates and outage multipliers. In Tables 9 and 10, each set of rates and

multipliers is identified by a table number from 1 to 10. These table

numbers, or reference numbers, are put into Table 8 to assign the rates

and multipliers to the appropriate class types.

Note that there can be only ten total fuel, (AM, and capital cost

escalation rate tables.
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Table 9. Cost Escalation Rates
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Table 0. Forced Outage Multipliers
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F. TRANSMISSION AND DISTRIBUTION LOSSES

i

1
1

II

i^

aQ )	 For how many load levels  will time-dependent plant losses
be specified? (1< # levels510)

41)	 In the table below, specify the load levels as fractions
of the peak load and the mar g inal lass at each level.

Table 11. Transmission and Distribution Losses

LOAD	 PERCENT OF	 MARGINAL
LEVEL	 PEAK LOAD	 LOSS (MW L

2

3

4

5

6

7

.8

9

10
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G.	 UNIT SPECIFIC DATA

0

If time-dependent units are being modeled, the following data are

t
required.

42)	 How many cases will be run? ( 1:5# cases <20)

43)	 For each case, specify the total number of load reduction
curves included, which ELECTRA curves they are (either curve
1,	 2, 3,	 or 4	 if it	 is a solar case),	 and the capacity
multiplier for each curve (i.e., the number of units to be
simulated.)

NUMBER OF	 CURVE NUMBER OF
CASE	 CURVES INCLUDED	 NUMBERS PLANTS

1	 1

2

3

4
2	 1

2

3 ..,.

4

3	 1

^. 2
3

4 ---
4	 1

a,
2

^z 3

4

5	
1
2

3

4

^.	 :. -63-
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NUMBER OF	 CURVE	 NUMBER OF
EASE	 CURVES INCLUDED	 NUMBERS	 PLANTS

6	 1
2

3

4

7	 1

2

3

4

U 1

2
3

4

9 1 -

3 a

4 G

10 1

3

t 4
..	 Y

11 1

2

3

^ 4

12 1

2

3

4
13 1

2
3

4
#	 q

-64-
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NUMBER OF

4	 CASE;	 CURVES INCLUDED

w 14

	̂ 3

15
3

16

k

17

18

r 19

i

i

20

► 	 li

CURVE	 NUMBER OF
NUMBERS	 PLANTS

1

2
3

4

1

2

3

1

4

1

2

3

4

1

2

3

4

1

2

3

4

1

2

3

4



Unit Index

44)	 If this unit is a storage unit:

a) Charging capacity of storage unit (MW);

b) Forced outage rate for charging cycle
(0:'X<1.0)

c) "Weekly's energy size of storage unit (MWh):

d) Generating/charging efficiency

(0:5X:^1.0):



i4

Unit Index
Y

!	 45)	 If this unit is a conventional hydro plant, then the weekly MWh size of
'y

	

	 the reservoir in each subperiod is required. (Note that these figures
will be constant over periods, e. g., if the "weekl y" MWh size in
subperiod 1 is X, then the first sub period in each year will have MWh
size X assigned to it.)

`	 Table 12. Hydro Reservoir Size by Subperiod

SUBPERIOn	 "WEEKLY" MWh	 SUBPERIOD	 "WEEKLY" MWh

C	

1	

27

r	 2	 28

	

3	 29

	

4	 30

I	 5	 31

	

6	 32

733

	

8

	

34

	

9	 35

	

10	 36

	

11	 37

	

12	 38

	

13	 39

	

14	 40

	

15	 41	 I

	

16	 42

	17	 43

	

18	 44

	

19	 45

	

20	 46

	

21	 47

	22	 48

	

23	
49

	

24	

^	

50

	

25	 51

	

26	 52
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The following auestions must be completed for all conventional units and

for the hydro, storage, and time-dependent units, as applicable.

Unit index

Unit name	 (up to 8 characters)*

Unit class

(The class name must match one of the class names specified in the
generation class data, previous section.)

Installment year	 Week

Retirement year
	

Week

Fuel cost WMBtu )

O&M cost ($/MWh)

Cost per start-up ($/start-up)

Cost per MWh to keep unit
as spinning reserve without
generating power ($/MWh)

Mean time to repair after
failure (hours)

Transmission and distribution
penalty factor (real #2!1.0)	 (default = 1.0)

Total MW capacity of unit

How many loading increments does this unit have?
(If the unit is either all on or all off, or if
MOLT=F, then the number of loading increments is 111„"
There may be up to five loading increments.)

If the unit does not have multiple increments, indicate the average heat
rate and forced outage rate below:

58) Average heat rate for unit (MBtu/MWh)

59) Forced oi ► tage rate for unit (0<X <1.0)

^Tese note that if the unit names specified are unique, then it will be

46 )

47)

48)

49)

50)

51)

52)

53)

54)

55)

56)

57)



60)	 Incremental loading data, if applicable:

Table 13. Incremental Loading Data

INCREMENTAL

CAPACITY	 HEAT RATE**	 FORCED

INCREMENT*	 (MW)	 (MRtu/MWh)	 OUTAGE RATE

1

2

3

a

5

61)	 Maintenance schedule:

In the table on the following page, specify one complete maintenance

cycle by indicating in which subperiods maintenance is scheduled and the

number of "weeks" per subperiod the unit is unavailable. Please recall that

the maintenance cycle is referenced to the period the unit was installed, not

the first period of the simulation.

Number of years (periods) in the cycle
(1 S N years <_ 10)

7

No unit may have more than 5 increments or valve points.

**	 This is the slope of the total heat rate curve.

IVA

-69-



Table 14. Maintenance Cycle

of Weeks Unit is Unavailable	 # of Weeks Unit is Unavailable

SUB-	 PERIOD	 SUB- ^ PERIOD	 1



X

H. LOADING ORDER

62)	 Loading order option MLORD; specifying entire loading order (optiona'l)

Table 15. Loading Order Specification

LOADING ORDER	 UNIT INDEX	 UNIT NA14E	 VALVE POINT

1

2

3

4
5

6

Q

V

9

10

11

12

13

14

15

16

17

18-

19

20

2 1

^yx

23

24

25

26

27

28

29

-71-



-72-

LOADING ORDER	 UNIT INDEX	 UNIT NAME	 VALVE POINT

30

31

32

33

35

36

37

38

39

40

41

42

43

44

45

46

47

48

49

50

51

52

53

54

55

56

57

58

59

60

61

62

63

64

65



LOADING ORDER	 UNIT INDEX	 UNIT NAME	 VALVE POINT

66

67

68

69

70

71

72

73

74

75

76

78

79

80

8182

83

84

85

I	 86

87

88

89

91

92

93

94

_.	 95

96

97

98

100*

* This is not an upper mound. You may have up to 300 generating units with
up to 5 verve points each.

-73-
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I. REPORT OPTION DATA

TR

63) If MGRID is true, then the Grid File Report for a SCYLLA simulation is

written.

MGRID	 T F	 (circle one)

Mw

64) If MINI is true, then the System Summary Report is printed for each

subperiod and for each time period.

MINI	 T	 F	 (circle one)

65) If MIDI is true, then all of MINI 'is printed and the Plant Subperiod and

Time Period Reports are printed.

MIDI	 u	T	 F	 (circle one)

66) If MAXI is true, then all of MIDI is printed plus the Plant Loading

Report.

MAXI	 T	 F	 (circle one)

67) If MMAXI is true, then all of MAXI is printed plus the initial Plant

Report, the Sorted Hydro Report, and the Probability Curve Report.

MMAXI	 T	 F	 (circle one)

77

-74-
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APPENDIX A

SYSGEN SIMULATION SAMPLE OUTPUT

The Catalina Island study has been chosen to give a simple ills

of the SYSGEN computer model. Peak demand for power on this utility ranges

from 2.3 to 3.2 MW over the year, with the highest load occurring during the

summar tourist season. The utility has 5 diesel generators of froirs 1 MW to a

little over 1.5 MW capacity. These generators all have the same heat rates,

forced outage rates, and fuel and O&M casts.

The following section contains the first subperiod computer output of

two SYSGEN runs. The first run is the "base case" simulation without solar

generation; the second run includes a 100 kW solar thermal electric plant in

the simulation. The energy output of the solar thermal plant was estimated

with the SES computer model using 1978 insolation data from Barstow, CA.

The first ten pages of the base case are the echo print of the input

data. The echo print is omitted from the second case, Please recall that the

variables in the computer output are defined in Section III.G.

a

i
r

I'

pjl^ED G P C B K OT

r
A-1



I«

^ o uc

MC 'J° N> Uf
11( r-1 I'^ 11(

7K q 7K
71f ^
1K 71C
YC • n 7K - n
^f OC 0C 7K

^ < _S 71C

7K ^ S 7!4
7K 1- )If
7K A C) 1K y

W ry)K w HC a

11C in	 Zo	 w
1K A M	 d ?K

'	 * %ttot3
W O -JX 7K
7K W 3 V+ u> c.	 O 7K

Of
7K Fn O• H	 V1 fk

SIC O W	 O	 <

7K M n W t r	 d	 0. 71t !,
W71( ! ^ O ad >-	 O w

7K z -,^ O U1	 N 71t
7K W o 3 1=	 • X 7K
7K O E S	 in	 3E: O 7K
7K in" M Y• F- A	 • ►-^
7K >-O •10U0.	 W Wr !K

ad
alf 1.1 N M M1 V	 w 71f
^ r •.^	 A r	 z ^

►0-1 3 tWJi 3 w	 ?	 twa ^
7K ^ X < O ?	 O 7K
7K M O (.^ r	 O

7K 04 rl z +C 4	 M	 M

CL W<a• v	 a ir.
anr ►.< 	 ,^,	 w

•	 71c < < O• a	 T CIS

^ a

^	 * 1-° O MC
...

* a ►-+'
7K < OC *1
It r w fK #

7K U'f 0. fC ^,

x
4 "sd

7K 7K
7K 7K
71C 7K +s
7K 7K
7K 7KW	 y W

}

S'

I

it

i	 •+rv-e-.sedC.^S:m 3JYY.'v'V:'iS±kNMT'h*M,-.1.'%+̂-..._stac#:OKIr:.»L:aa:ti:Y:W:uwunw.*.mw.....+..^.,.,........^....-...,.. 	 ...

A-2

.:..	 _...	 a....._^..... .ear.	 -.,7x.	 ..	 ..



r

w .
c^ w

c^

r
o0

b

A	 i ^

k'
u) ►"°.

Cf I.- f- w LL. LL mad
f N CL

1	 1	 I !	 1	 1! O N
az r M
WH W

Z Xv 099L>" o S
ESE VEEE a W

s 1l1 r1 H

d 11 ^

IL -i A

LU
!- N

H `'I 1.1 A III J
z 1•- to E < Hr w 0. w I- R z z
ui O

w
a > to o,

a s -+-+
N

Or
W 9L O O O Qzo
0 0 z to O W N =)w4
u^ E ti -a > W

i( ?' N H 1- U O ►1 Iti o z O
31 N O Q H 1" f• z S Q ►-

1
.r rd- nc ►

-
.,► 1 vn

u.f-I-r- f-u.W1- ►..
C_ z O 00 o a

O O O d_
1	 1	 1 I	 I	 1	 I	 1

W M?
y

H
t'1 U)

cs WE
"" X u.l 1- na<tom .ca0 N11
OC A < GY J O -10- =) - " W P"

Z: 00-4 Z; -J M-EO in !A J-i U-
0 rEEr EEEEE

cc
ri N?Qn ce 1t1 0-47-4

ul F- O N
L

0000VO i	 I 1
n v%0%q
^t ce r1 rl L..f v W o O tl)

}` O3 z'MOO 4n 0-4 IZ W
k O ► + rti

wN w 0
"_3

ca r•- ►- of un " o_ w
x »W11 ow ♦ w ►.1_

7 .. ►-^ a a> O W u1 a. o
Ns a z 1- z ►r H o_ ^ t¢¢ .. . ►-^ a O n. of as W w

+i^.p O O Q V W.O W O O
,

G N

tv:o

e^

^
.^
r A-3
ur

c.>



M

W ^
C7 W

A. 0

1

t"

tf k

T;

^I

a

a a N to
oQ

2 A
C,

c On C! 00 4 n
40 J ^I

`^
w
A .c ui .o to> W NNN
tat U) CL
IL

41 W M

A
r1 A

W 1- a Q

a UJ H

,a

A A DC i-1 N M

A

v

N N +. d LL1

A O 0.

t^11 W tJ O

LL 0. a
0-4 {!')
A
A

Ln
K

E Q uj

E O
W Aa.
N4 = W ry
m n.

Lki

E a



2
lu
1,7

N

c^ w

a. ca

r.

0 O 000 wt in A P# H m J CT HO
caoo00.ON cr. NoHMHN
00000M to) H%D%oN000rn•s%0
00000^wirrZA^toQNn•-^
O OO OCZMN)^SOn H^rO^y"O•
00000iamMM111^ ultu^to
on0==MLnNM^tNwr C3
C7ooAOV140N^Dw(VCD000Oo

	

rl ri
I[	 t t t .	 t•

Hr-1 r4 q a O 00 o CD co o oo

o00=m"1tNwU1ChmNoNU1
=0=0And'NMMAMOQ.-f 00th
oOAooHNmChU1NnUnNk %:P
O o o O A r•• ^r 00 M H 0 n n C.1 M r^.
aoCaACDMP+N00%00N%t-.roN
OOOOAPsO00nn ko%0" In r- 10
000000.AMU100.000NoAo
oC* commc•n^O4tN000Ao
H HH H rd 0 O 071400.00 Q 00

ooCOOOCaMNmmnNm*0Ma0
00 00000.-1 u1 M N) U) -.T Ch w r.4
O 0. A 0000T N H V' in o 00 o%r 00
0000Cao.0rl.HHU1HU14}Cno
Cz 0 0 0 0 O . %- 01 %000 H H%r N) 00%r
0000 OCa 0P-4 n O U1 U1 n 00 Ho
A=czmmCaoMtanNHHNOCo
C7aCaAOCaar.NOU1Mrlocoo
f-+i-tr+r-'H.-/oAAOAOOaoC;

000 O. O C7 U) n%I, n V'\t H M U) #-I
10oo0co0,%1*NM.0no4*NH^7
0 o00000nU1n00o%aCVHH
CDC?oCaoo-rNMnNHNNw%&
oAOOOOC>n^.TM cli %rCr00MCTU1
ooOAOOr.o%rNwrl%oH(IjO
CD O O O CD O N4 Pt a, h. W) V' M H 4WCz000000 Pt n N1. U1 n H 0000

t	 •	 •	 a	 •	 •	 r

H H H H H
♦ 

H 0
• 

0 0
• #

0 0 0
. 
0t 0 0 0

COo c)CHm%:p0 H CpAHfn^lt40
oAOOOHa00Hr -InoNrNN
0.0o Qa CD%a%twN0- 4 mnw0
OOa ao O M ^ H%0 M D• CD m"
oocica " mm%000Lninwto
o0000Mt0 re) W00N "=00M
00000 CA ?-I n w 0s tD M V' NA

	

000caoION	 .-oc:o0
1 t	 S	 t	 #	 #	 # f•

H H. H. HH m 40Ca co0 m 00

000aor%CNLn%t%DNnMCTMUI
O O O O O n%0 U) M n 4^\!' 00 m 0
A ACS C70 M O H 00p n U) O H M 00
o0CDC3m0 pn^.t .2, P,C m %21 43N O
000 00 Ul%000m00CD M NU) VI
oCa000U)00nNAH00N)NrsM
0000=cy, Nro+ = mSO001roA
0 C5=OO M m n n N) V` M ry. C:7O0
H H!"l H.riCOOt3 a3 mi e,p 0.A

oc)caooNrn0"NNNt-oM.-4r3l
000000 o&. N U1 H in N)%1` OOH
ocQ00 oNHr0N) HHnN)N00+0
o Ca000Mono+Hr"coNMUIP♦
00 co O O N P} o N) n Na as as UI.r,o
O C7 O G? 40 n CT .D 0000 K1 n CT N 00
O Ca O o O. M N) HH M H Ps H Ln 14 CD
000OCao4Cn00N%,oU)n(VmOA

H1lrC.-C1C7o00o0o00.00]

oo O'oO bZ to) nMr%C3 -21n+^InH00000ar00NnNaHOnUl00N
C3 00 O O CT H P. n%r Cr` N H N) U1 V'
OOC7o0MPSCanU)+,L9)OCaOV
0000000 n o 0100 M CD f)%0Mm
0000 o CT M U1 M M n H. 00 V)%rM
OOOO 4c 7% 00%troUlstNinr,Hi a
00-.O O O P. bT 00 n%a 01 31 N.000
H H HH HO1; ;00O.00g00

otl0000n ♦OpoHN-tgM
0700 A O Ca to N1 'r 00 H%r mri
00 O O O O H M W Nt%r 0^^
CZ) CDCD00 N•4o%rt000+rMNoAAOCao .nMHNnso .4W) 0
000000 InCo^DH^aN -D NH
OAOA0o00NOM00%tCT re) H.0 0 0 0 0 0 Ch b n w.r N O O CD C3
1#	 l i	 f	 1	 }	 I	 A

HHHHHHlao0.6gf^000CD

000c. 4="6.mrn" NMnin
000AaoH^ltNU1r^+ no..-ft+W000004)mM N)0m NHNo r-I
OO OOO CD NI, Ul n. H Ps A HCnn
o0C COCD CD ,Nn0 W r4N0in
C3oerOA0nmU1.HHC71MnM%r
000000C*titNInN Cy. NIrHCO
r30AA000T00NNDU1NHOOCa

f	 t f•	 i	 t

HHHHH HC1OA00 ►50000

CaoAOOANA000onwnMtAN
CD CD CD m = CD m m w 0mrl%w001 %D
0000AO1rNsoNnn0000"
o0O=CO=%r"%1,0M'r,I*CDHCDOO Co 000 It H Crs H%r%r U1000 O.
o O A O O C7 CT 00 H n 00 H In N 0.%0
00 C7 O O O m 00 It a Ul U1 V'U)r1 CJOoogCD=m00NIDU1MHoOCD

•	 t	 •	 t	 #

H1 H HH14 14
	
OCSOno

#

o

CDC7000OCDN00NHU1 .Or1%000
O o O b 0070%0 UT M C7! 00 %r M Nn
A C70 A 0 O M H N U) H M 00%0 NM
O A 000 o Ca N a 0000 ho a0 r4 N ID
aOA000onr-ILnUl-zrnnoN
000 o 00 o N ON o CA M O. (Ii U) 00
A00000 CM , NU1a000m00+ONCD0(700 oq. co V• n Na in M Ha 00
H111HH1OC^0000000

LL = = m = 40 co " &n 0 " N mso0Nrn Caoa000N0m00 .r00MnNA 0000a00%rOnN "%I,NrCr00
3 O oC3CD000D^r=r. e0N00NtoNN CD 40 	 Pet "0CrCgMONre) OOOAAOO^r000s%r%tMN1^1V

Oo oAoo0s %D W) r" W . O CHM In K) o o O= O O CT O p M Ps V' ",4 Pt N 0 . O 0. o O O OU1. kr O• N CT N %I, H•D
H Od0000H00-.On041Cr)noO 000000NU1nU10000nNr% 'o AOOOOOOH^.rnnMHN)MN
$. O0o0007o%ro.U)CTMn n 00 n o000oo bP. MC!• H11tHN U1 N O 000 . o0o nn HnnHO %D 4
W oOCOOO^.OnNN %rU)00MMO o000oo00w%0P.%0w47.NNH CDCa0000,CD00 of) M(IjM Cr, UIOC3

H L) C3.0000000r4.-1oop ^rHOCa OCE0000 Cd nUlrO. n.r PI Ca NO COOA00o U1 mCI1HJOn If) H
0: 000O000% p NN)%r H C3 	 C0 OQO.00cDoNiOn%o in % r NH oO OooOOOOfT r%%0%a %r N0 00

„i
-	 1

v W

0_
I	 •	 A	 I	 •	 f	 .	 .	 .	 t	 •	 .

-I r4 H.r-I.-trf C? o O CD C31 o o o 00
#	 r	 .	 .	 .	 #	 .	 .	 .	 •	 f	 .	 .	 .	 •	 .

r4 H.i.4	 1-0 OOOa o 0000:0
.	 .	 .	 .	 .	 •	 .	 .	 .	 .	 .	 .	 .

riHHr-q H: HO 0o C7 000 C3 C':
3
M

ri
'

n O
Mf Z

3
uj
4.

}
N

r

be
c

A-5

W

LAL,.
ra



in

rr
ill x
0W4
0. L7

— r}

0..	 ^
G p

1A.
W

j W ..^
kv-
,? a
+^C

I ^H
z
M

r ^I Q J

K
1.4 N M

u

to J
J

V
W0 zto o z
to h- H

4 H	 n

Z UA

I

`

W V R1 r4N0
(7 W ^^

I
C3

to
	 "u,

 tY W?

00 0-4 to
V

J Nn nG

1p
Z H H Q

i

E
Q.J

.. to Lu
tt.HNt^

H^U

H

n
N
v

3
o

.. A-6

ui

Qt,



L7 W	 ^^

^s

r
i

r-

I
p	 F-

t	
W

t	
o o	 J

uj

	

0 0	 ,^
OC	

c

pit

'	 ►"	 sI= o

	

W
oo	

=

U) U Rio o

N	 C 	 lot	 i

vW	 ^
OC

OC 4 0

	

I:W
MOCO	 <

	

i^...	
W

^e

3	
LL
	 LL

o o
•	 41Nioo	 G N^

ILS	 J .y r-1	 Q

^.1	
v	 J

V
F	

M	 uii
i

n	 ^p^°	 o00

cnc
3

r

ac	
d

v	 pWy	 C

C 	 r4 N M
r1	 ^.	 !	 ...

gg
	 ..	

E	
A-7

i^	 W
^	 N

V



w
G w Z n n n n n r-4 0-'1 0-4W 0 ui

10
pp % w. %* ^

U 4 De 0 0 0 0 0 %D w is
o 0 0 0 0 h In Inof-ix all

005 a O CA O o o N N A?
U o 0 0 0 0 0 0 0
o

Aw i
WU inin o in N HY111 in oN in>n ou1 N inin in in N in o to InN 6-, In o
U4 6- NCJNN •D NNNNrD NNCJN%Q NNNN%D NNCJCJ%D N N N

1
a ►- a 0 0 0 0 0 0 0 0 0 0 0 0 0 00 =000= 00000 O O O
LL O 0 0 0 0 0 0 0 C; ..; 0 0 0 C; 0 0 O O O e 0 Q O o 0 0 O o O

n
wS o0o0o OOOOO o0cioo 00000 C)f- opoaN o p oocJ opooN o p QON

co
opooN

4 ^ o . rp p N O• r-} p oN ts..^goN tT -1 so a P"4t0N O o O

o c;	 CJH NM C	 f .;C ►n v,Nr+NM + CN 4W; a o o
t- ^- ti ►y r-i N . ... . .4 r--1 P" P41-4 N r N H P't /'1 r-i r4 8 4 /'^ H
W 1:

HM /^ O O O O O 0 0 0 0 0 O O O O O O O O O O O O O O O O O O
J	 e	 .	 , •	 •	 , .	 •	 .	 •	 . •	 •	 •	 f	 f .	 r	 ..	 .	 r r . •4

E^j 110QO00 1	 u1 1f1{l1 0 rlr-lr-try } 0 0000 A'J ^T'J' ^D O O O
C- 00In0C! P,n P4n. a pp b p N n0W)ino CF, a. M01rn o Q 0
4 NNNNO MMMHIn NNNN" NNNNO MM1MMV1 r/ M in s.U ry ^ H ti
w

01-1 r-1 N M 01 h- N H S 1.- 0-4 N M S (•- f-'1 N. M V' H r-t N H J H r-t r4 fH

> a° ° ►o-

f- a o O o 0 0 0 0 0-i c o a o 0 0 0 0 0►- Q o 0 0 0 0 0 0Z . r
w at

4
P4

IL LL

a ►-M	 W. o 0 0 0 0 0 Q Ot•- ►- a f
atnt- o 0 C; 0 o c o o
4xotn rt4
f=ur
to	 u,

01-
Z trr ^^
MO S(fir O D O O O O O O
ZYy U1 \ O O O O O O o Oaww

µ

to ac
En o en. 0 0 0so	 = o 0 0 o 00071 O o O O O O O O

O2: • +
Er U ^. 0 0 0 0 0 0 0 0

v
.-^ O O O O O

-^ P.- f- M M M M M to o a t
w to cc
=CE 1; wt 4 1; o 0 0LL U\

he j
w

w w r 4 ►1 fti r'M •-1 fH H ry
K

H a t^ n o, ^o o, a 0 0
w Q r4 ., .-1 .t h r-t i

u' x= i

.iw
-J w r-1 '+ 0.4 rt H . 4 f-1

u1tY s ^o H ^o H o 0 0Z 4 1 .+ r-t 1 f
t- 1 w I l

t]C w w w ui w w w
f•- to N to to N U1 toz 4 4 s 4 a 4 4►- W ►-( t70. tfi Ci i0 iq tii po

04a^- I 0 n o a o
^r w w w w W K w

A p p p p
A

pl

N an N

rN-i!10 r4	 - f-1. AIL d a-
3
bc',yO Z ftA to N {I1 In !C Xw ow A-a ui w O o. o ,1

Y--1 M P" M O 4 O

zz	 -_

n

0 LU
4
iL

4H4
tR

ZEJd
w
U
N
4n
N



CD
r-I C31 C31 0 CD C* 0 C* 4*

CD w

C*

CD a C3 C3 C3 C* C*

W C3 C3 CD CD 40 ca 40 Im
0
AC 00

C3 in C3 C3 im CD 4* I=

O

LL
0

(A 0 CD 0 0 CD 0 CD ca

LU 00C-C-	 C* cz C) m
3

CD CD CD 0 CD C* CDO
IL •D

Lu in ooaoa000

aP-

LL 0

Ot 04 40 C) m CD = Co CD CD
W
u LAJ LU W)
z CD Co 40 CD ca CD

W x 0
I-- LLJ

at -i x C) 4=	 CD = im

UJ o 3 CD C) ci o o	 m CD

H in

w -CC

ad
LU LL w C^
> 9L
LU 0 I	 to
W-
IL ad

to

LLJ

k
61

N N fn cm 0 cz

3

N -j-v- -I- te) P4 H -4

wt E

'r`

pn r- %t 0 so 	 ► ̂4 P-4

OC R

LU

ri

Ln (n (n
CD r-4 Cy a a 0

r- do	 ".-r IL a. a.
-+—t-+ a-1333 

3 4n In 0 0 Ln he le ^le
be W W W Ui	 CD CD CDW
CD

tia in Q Q,-i in Ln

P-4

W f14 N pn Ir Ln %a r% 00
Ln dw

IL



O62ON.OoO4A040oOOapNi^r0m
t*

Ooo l00Ms00004
ocr4w 

C, 
Ln F4

.• E OoO	 sP-4in fl . s0
W 0000+^r00N)%r0.
0 u coOOf.M0^U1.+Nq : O00%aNNsoNo40 000aN-vlr- =oa

•	 .	 .	 .	 1I
P4 40-1000 C3,=a

o00lf1Or•'1M CP. OO. 3
oOaNP.inP%0000k
OOOM1r1.00000r1%f
O O O %r N %O 0--I V' N a j

o0o0.Mr+.u00v1.r
0 00.♦ gn%rhon
oOOONN . 4--r00N
OOOKf00N%rr'%01)0aoOspalt-NNoo
000tC /1 Y1.N0o0

.	 .	 1	 1	 r	 r
r-4 4"0000000

OO.Ogo%DInrr%t0%g0.
O O O a N to 01 a %0 0•
Ooorr) N0000or%
o00 %o .r000.r nr•+oaOM)NN • N^OW00o00^ofl^0%C3"No
OO O N) Ln U1 L%00%r%r
O 00%a NN%a%O IrO
a a 0 01%0 0 1D M) O a

++ 0C 0C•C	 N000
z ,-4",-1o000000
rti
V

tL. Oao%t%O.M)M"•0O . •-
V) OoOP.r%rVUlar-O,OooO.cv+ NVIv+o
w ooczr+Nh%oNOIr

ooaan%aUlaNr1
h-W ?( ooOr%CY"U)LnC3W
Zbe	 O u1 oO0M%ro1-/r%	 In
WQo A OOO6c3 poin pbo
-i	 ^	 • 2 0 C* CD 	 V'00

W 4cckz: rti o oo0.r%%DW)C oo
> ? Z 3 00 r	 .	 .	 .	 .	 1	 1	 .	 .	 .
w N4 E O 5- 0--1 0-a r4G cm- Qn+ O O O

a E O
w O M 0

S U1 4c o00oh0%.t ulMq
O OOOOh I ll N00PO4
M-1 W O000%rLn%t"Ir-%a►- E S 0000OInr,MO.N 1
AC mA I.. O O t70.-p P 00000M
w EZno O000soW)(V000%o 1O ►y< CD N 0 00as00 ,.r.r 40rs 1
Q XEEotw.Elr. G 000ear- rh.aintoo

_ W 0000 ^l 0in OO q ..
W A EA N W 0000p%aK)000
0 .0 ul C)
V) C) N X 0--1 1-4 r-0- r-0- 0 0 0 0 0 0
}+ ^ W
N E

OC O A
W Ex^U1 Z OOOOr-I%r 9. ^r\tmE Hst3O+ Q 000000m of Pw O.
O ZEE +"UiRt E 0000%r00hNN0,
!- W 0000NUIN"NN
N EQ a A 000a ►rllq%ar%NW
O 00 oCO==%D ,-4orNP4
V h- cl o co cl.D %0 V. r^ M o.'tJ Z 000a cf . r%J%ar-lo
J ^t'J W Co O OO Ln r'%O 000--10
4 a 2 J 060000 %O V'000
t- V(J3a

^I..
> •-I•i.-1rf o 00 0 no

z c^ a
3 0-y 4 u)	 M a
E O W' oc)OcisoinV0 in 
►t1 .d oaoo%F4 chko 000

W 00004t%ro.r%rN A
_ Oo00vrM OtoN)Q
H ooaoNLn%ooMUl

CD C3
r f^ 0000 0. 0-'h h 0--1N0-.1 Q O O O O O %t H1 trl In .^ -
3 S 0000C)0.^rr-rP-4o
E h- ooao0% %aNrr4 ca
Ih A r	 .	 r

O w .-4.-4r^boaooa

in W r.
s

.. IL n c+c15.rr. (1,.4.-r)
LL C3 O CD"%D %O N0. P

3 O O 0000N)O.crW)goN
E O o a oo O w Mr=rl 00
0--1 N Z. o O 0. 0 0/ in 1[1 o N %r -

• O ooao.o.p l-0"Na U
H o O O O .r a %* Nr o 00+'^ f-• 00'OO in N P%N%aP-0 s

N V 0000f•1ti40%r+-0-ov oc O o O O P n V'..F -4
01 r
(L 0-iti1;	 .4aoOOO. nh

be
CD O a0-r ;
n IY

A' 10d n r.s
tit U.1 a
V) E y



^rYOCC^
r0WQ
U^0-G

O ^ 41LL C.
wt a.. +L < 1-

W e
u W W

sr c t>e -:^

W	 Ln

}-4 00r.NMN WW) . 40++1Nv- n"	 Cb0o
T-tG htrl?%Mc,fj %-NNmO p o=c3c3 40=0
U1- Ch t7. O0LI) CJ Q O O p 00O O p 000000
0.a o0o p 0000 p C; CD, 000000000
C (L
V

-1	 r, r0%r0% ptg NNn00%rtnar O, -4%r Pr) MOno
r-cnS o• nrJrJ•o00wLnn-.M.oN' 	4 .tr+N.-'
0 cf- %bNO--omU)00 P^	 NWoNaM.-1CJ
r-C1^ N1,I1N I's onwcoVI%r•+r-fpr)

tig n KlleiO r-1W
^t r

4J)
wcnE

►=^ o O 1
A. wv.•
V)at

A.

^0w
a	 ..^

fY N ::
^ 0 .~.
M

rT,

S
W
0
0r
N

a

x	 a^,, o	 O
1-i

-f	 W
4

' W	 U.;

G	 rK

x

v

^f

ZM

M

3
Z

I1

3

^+ 00MOOh^o.rn.tNvtiN^oh . +.D.o•-^^rN

^V) NlnN0%T 0-0fh .CDr ca, %o NNrloo
ac O h- Ln o tT N h b o o 00%o M P" M -1

O	 =tom.;
CL
0

^+

	

%a r% 	 so
Wtn^ hNOMN.0000orIn pe)m N P-111, OLnCJo

P4	 O p 0- rl N r..S N n so 00 M to Lrl p 00 r. M " 14O.	 LLC.1v f.MOtnN.O p LnMM•-r ej
00 a N CJ to to MNn

O	 o..c ^o v' N

W ^+. 000n-tMO,tryNVO.-tulNntg o,trl^rc.3
UWG:S on. .y^notrJOhCJNU1+hrhr'ltnt~arcn

tR WGW	 00No-o.oM hoNVr1N to N .cV).tiv.^
H: 40=.	 CJ W) N. Vl V.-H Lh r, Mh C)h C% P ♦O N.N!^t

X.twv InOO^Nr•.D'7vQN oN7r.Mti
H W	 tr1 N •-I PI n 0-0 fn .
O	 PI) MCJ00M-i
4

W
rrt^ -• vo.p Nkro .oN%ro .oN ro .oN%ro,oNt	 C0O£ 00oMf%00LnO0 hp Ln00 r- Mto00 n 00to b h
G 4) NCJO .^NNortiNr ii - 14	 r; N C;.r

v 00 .0%D.n 00-.0 W 1D 00.o%0 tC 00,O%.o 00%0 10%D

O N
W tL.

r- av 1-
w oc
AL
x 0-
W0

Q O p 0 0 0 0 p 0 0.0 0 0 0 0 0 0 0 0 0 0

^a vv .r.r ►n0`10Lno	 o0C;C; .^^rrpoo
E ..Q 0%o.Ot O, h h hh Ln Ln tn. to 00 w 00 O0 In v1 to u1

Q MMMMMMMMNNNNCJNNNNNCJN
Mal WWWWWWWtLWWWWWWWWrZwww
CCL N th U') 000 O N 00 N Ln 0 w N V) ►- , P► r- f-
D>- QaRG WE<-Z 440[<aK4<
-..^ W6i 00 Cl In to mmmff7W67m C0040 •^.iMM•.M

W r- 1^• ^3 rI NM -.11 -.N on 	 NM+r -t N	 %21
^ rM

> al
NNNN	 •-1 -.1.-.4N0000

^W .y -sty 14 W 00 00 00-1-t ti .4 .-0 1-1 -.-4nAh n
-j -a-j JJ..7-i-aJ-

2 c N tntotntototoNtn U)to trsrn utto to to in to toWWWWWWWWWW1:Jk1WWWLJWWWW
ry rrt H ►i •^ ►.i r^ K ^+ r cw fl r-t N Hi Lr w ru. yt M
GOG)DOCCaRaGaaQGCgtdtiCS

X
.-tG to In to In N N N N%r%r 11, %P MM M M...+.n. A-11



w
.•t

ca v

wD W	 W GQa
a to

^-wce tD
►+AW+L

ot0 u. O
IL WC *c 0-
a U.	 A

^ La

w

W ^ C

ti U y
LLl	 M

►̂-OG o•^Nq^O ^t
^t p a^aoV • .t
V ►- 0r•4OOW N
Oz  •	 .	 +	 +
IL< 00000 0
ati

:1
o, 01 r^ o .•^ r-1

P- M S P4%0 Mm o+ n
DO N%0 V'
F-U SNP. o.

^T	 N V• ^G

n n
0 UJ

P-4	 4A
Z W to .L

MOY-
1 HWQv

Q. Ix
M

W 0_
A D	 ^+
^ Nut
O re M

G 0 1-i X !-- 0 ^+
w U)
A

^. M dJ .•i o ^cz h+
R

►-( ^ ur +	 z	
+

+

ZMT tit eon.o•0 0
S ^e O ►- %0 ,D m n N
H O0 b	 N rl of

W

f

M 41 0
O ^

?- t- J
M o w = Nr%m -± N a<

F- O O !- N %0 rti n tT N
LL. L) v M ^,?, 4• t11 ttl

!- b	 •4 N n
14 n	 /-, •4

N MA
^-^+ nano 0
C) M
ae 05 ^D o N ,n a
W NrM,F-I=0 N
= Z kr w) fn 00'0 0
W v 14 ,D M ^

OJ	 (V ^f
ul	 n n

V' 1f1
3. W ll..

•	 M t.1 h^
W gm
a.n x H

s W M

^ oo ca oo 0a
N1 Q 3.I.- ooCrc %D 0

• O Q ocN n o
r1. !- QMF"QKl N
Ir P" I" P4.4 14 %D	 -

M W
V a.

I wwwwua
go

L r-tu zaaaa
rti M ►•i G. H Q 00 W im

N ri ►•^ H ►-1 h
ri AAAAQ. M

_ J
uj

0 O0 TQ^ t^p.ti r^ ti

wwwww A-12" CL P"	 -.r w
XI A	 C 1-

w to t- w :n
M rt 0 ^`

r4 ^ .-^ N n ^' t!l M



0 CO N WN%* OW N NN In On In &MIA U) 00 04a ON %0%MMr4NP4%ft"W" 0
00 ON NP)NP4 ON" 14 F4^W 0-4 W) %D " M MG't gkV ^Q NM*-4*:PVlMNQ 0

N	 CC a 4pb p-4 to"" qpi in Q N " W 0 0 V-j N N in N W " W N $4 M N M N V.4 0 0 M
a a a a NON"" %a P,4 " a so %am CC CK to "4M %D a ID Nrl w NO 0 a ap
a a a N 0 W 0 W v-4 V^ a N %D V^ N w W N N *^ In M w w kn v N Q a a a 0 a a#4 3t:	 a a 

6 N innin %a o -a 
a 

in n Ln "am N inirsmis6 so w) r4ci co a a 
a 

c 6 ci =W	 0 Q am w w " m ""a go F-4 r4m No4 a %a w W r4 OQ CC 0 0 0 a am= 0
Q	 = 0 0 N a 04 0 " W a. N N N N P. P4 in " F-4 a0 0 Q 0 a a 0 a a a a 0 a a

m 
a 

a m Ln N v-s N m a " m in Pq " 4 a a a a Q a a a a a a a a a a 
a a a

a V4VN Ln"N"o4 Q 0 Q CC 0 a C3 00 POO cc a 0=00 0 = 0
v4 # # C;	 f .... 4 # i

N N 0 0 N %r N *o P4 0- W 0 +D 0 M N N %a N V, N 0 in a N N W 0
a H V% w v %a 0^ N " 0 % W N w in a %a CK W v M w %0 M N N W m 40 N " 0 Q
= W On N %D "4 N 00 •Q IA iA = In M W in " N M W %r 10 W) N 

a 
N %0 00 CY 0 Q a

0 M a 00 W On N On In %* M O M 40 r4 W 0% N r4 M 00 O^ N Q+ W 0 Ln N N 0 0 = a a
c) 

a a a a 
m m w m N m N Ln N %i r4 m N m sn Ln o w m N N N 

a a a a a a a
=0 0 m " w Ln M o-4 0 M 4 r.. " %Ot w o-i v+ " in a ok " r4 = 

a 
a 

a 
a a 0 , 0 0a 

0 Q &n 4n N 0- " W N N Ln M " w Q w " N Ch w N = C = 0 0 0 a M M a 0 0
c- a = N m Ln " %a Pe) C3 0 N tA It Q N *0 K) r4 Q a M M 0 a a a C C3 a 0 0 0 aM o on In n W 00 43% N W 00 Wi tn N P-4 0 0 0 C3 Q Q M C 0 0 C3 0 C3 0 0 Q C-v a
M a C3 ch 00 M In PI) N N 0.4 Q Q co a Q a = a M a a C C? a 0 C 3 M Q a a a C3 C3

♦
F4 ^; r4 c; -^ M, a c; c; c; ; c3l c; C Ol c; c; c^ c; c; a c; a a c; 1; c; 4; c; cl, M a C; C;

Q OM=OOWCNN ln P4Ntn l-o WNP40 W) =In N LnO=M NCO OM&nm
M = 0 -,r On %D Q^ M N 0 P4 W " W Ln W M I& O+ ^D +O 40 M N N o-4 W) w I-- N *O W M C
C3 a Q %DON r-sminch %DV =wW4oNt,%c3Ln %rinr" m =907N &I CI Q N a C3 a
C3 0 0 N 01 C3 N %D 0-4 Q fn ^2'= a 01 N 00 00 0 * %a W N %0 ,-4 %r 0% 00 60 fn 0-4 C3 a a Q
0 0 a rA% flr w 0^ ch r-4 N = -.r 00 N %r P-4 so M 00 W) o: = W %7 1 04 N N C3 M C 0 C Q C30
a C = w) K) "i CY V. cr. 1-1 so C:) N %D W rn N so Nr eq C.) M cz %r P4 0 a a C3 C3 a C3 C.7 ca
a a a M W P" Bo N N Q 0 In a 04 C.) O^ = in 4;% C) in N P-4 a = a a C3 m a ca 43 C3 C3
M a M 00 CY %,r M 43% ff) M (PI N M w) 04 CV P% tn ",-q m 

a 
a o c3 a = 

a a 
a = = = a	 iM C3 a lolk r*% N N, M a fn .? M In n N Pq 0 C3 M a 0 a = C 00 a 00 cm C3 C3 a =

C3 0 0 ch 00 rs U) fn K) N r4 o, a 0 a C	 C a C a a = a C3 a a C	 C3 C3 	a C
4	 0	 .	 0	 4	 #	 #	 .	 .	 *	 #•0	 .	 4.	 #	 0	 0	 #	 . 	 4	 4	 4	 ♦ 	 *	 .	 4

F4 04 4 M C.% 0 C3 a a M M C3 Q) a M M a a M C3 40 M M 0 0 Q 0, M M M 0 0 a a

W
(L M c2l a M 00 %D 0-1 14 pn N ko In rn in M %D so so M CY ^o LnVPr) w %* M 40 W) N " N %D C,
in = 0 a N V) %D F% 0% in %a %r W) M V) %0 ()*- n rq N M %0 N r4 M N in 0 0% V4 N N Ln 0 a

0' = a fn W %0 %,r 00 %D Ln 00 P, 0% 0 M 00 C U) r4 P4 kD ,4 N In',0 M OW) %? r4W) a M M
JK 6 6 6 to so " N m Z -4-4 a, %r o-4 ri w W a Ln v^ so 6% m a wi a, N C in rq 6 a 4.3 C

6 ca co W m rs r,% , o 6 tj N w N Ln N oo in ch oo N m %r Ln P 4P4 so w) s-i 
a 

c3 6 
a 
6 C

uj x co 
a 

6 %o cp- in N so w) oo coo -:r m te) rq %c N k 6 6 4 Ln P4 %r N c3 a = ci 
a 
6 w 6

z ric	 0 w moo soc,
W4 0 ca = a G &. t,. cy m P6 in cp% so N N 40 M M M P) N r-I = 40 90 C M C 0 0	 M M c* a

0 = 0%00 ich 04 " rq " U) M .4 fn CY 1-4 
a M 4c* 

a Q a C 0 0 0 C M M 0 0 C C =
A

0
6 6 G m oo N in 4 re) N ^4 cD G a C 6 = o a C C = a a a a G^ = G lo o cD = =

00
114

0	 #	 I	 $	 .	 4	 #	 4•	 1	 .	 .	 #	 #	 I	 I	 .	 ♦ 	 1	 1	 .	 .	 Y.	 4	 1	 1	 .	 •	 0	 0	 1
0-4 4-4 r4	 a c:# C) = C3 Q a a C3 C M o 0 a C a C a C = C clod  a a cl CD 4- a

pn
0 uj	 N CK
LUQ	 = w

N -IC a C M	 %0 W) 0% P 00 %D C P-4 N M to) r-4 N NO Cy4 00 N N in $0 N M Ln 00 PI in Ln -t 00 P-4
ui 6 = 6 o Ln so m m r-i 6• rn oo w cr. in u) -4 ch so in %,p r-4 so r N N so ch -a in so r-. G 6

UJ = C3 0 a 40 %0 N ?n N ?n %r M 4 V1 N N 00 tO N Wl M W) Ch N'Z C ?n M M M tn M C =
de 2 ca a C a = •o ?n fn (Ii cy. %r M a rl% %0 ozi N U) ko 110% ^o 0^ w 0^ 10 N N M rq C a C a

M P- m lo C C m -n %r 4r- Q- Ln so at) N %o in 4o C te) N w r",-4 r-,	 w) C I	 #Ol c3 a C C C
X C a 6 6 6 op N N P-4 r-. K) %a 6% in G c; ,.r ^-o ri N *^ 6 m co Ln N rq c. " o ci a ci a C
<	

c,

4c	 %'IN

L,) ,	
M %- %t " %r pe) ^4 %D V) wl %a "q 00 eq N N 1-1 %DI%j 1 0 0"	 0 0 M C 40 M 0 C a

c.
4'Z CD

XEL A a a C3 a N 00 LA 0% %0 00 00 tO) 43 G Ln %r Po .r N r-o to 6 6 6 6 6 o 6 6 0 a c) 6 6
W a a a 40 = 0 N N N %:P NO 40 %D '-r N P-4 0 0, M C M C) 0 M CD CD a M M 0 0 C C C

ui	 cr	 1:A	 in Ul a a 0 a 0. 00 %D 'r W) N r4 r4 a 0 a0 C a 0000 a a M CO 0 a 40 CD M C as

in	 uj	 00 X "4 4 " 0-0 C 0 0	 0000  a C.7	 C	 C 0 C C C C M 0 0 0 Q C 0 a M 0 0
0 w

z	 E z , z
a 
C C 

a 
im. m so p. ^D N %r w P-4 P% r,. %t r-. %P N N N c in in N re) w .4 N a so u) c) P-4

ui	 4.4<3- -cc = o 6 c) N P-4 m 4 o m %r m %o N in %a %p m N N " %o N v .4 N w w o 4o Ln - -4 C
lu)

zrr- • = C C C *0 w) in wr oo " -4 w r-, C r-i N %r W -,r P4 CY P-4 a- N a &n 0 u) in %,P m M C
LU uj 6 a C C Z N N = so u) (v 	in bo, 6 r-4 N F-i " so op oo N so %a cy N o* %r rq 6 co a ca

os Q a cz Cl cm 	 CW	 N C r-Y -- w)	 M rq 1-f N F-4 %r N %D Q^ 04^'40  so r4 %r r-4 0 M a C C M
6 C = C N %r P-4 N P-4 Pn Ln so 6 P-4 r% rZ w oo in v% wi ri 4, -4 c\j r-4 C ci C3 6 6 6 C 6
C C 6 6 6 pn -4 m u% so %o so ^r NN oo och in it N -4 in i G ci 6 C C 6 = ca C3 C C

CY = C C a Ln rl %r r% N -M so ch C " %0 U) so %T 04 r-4 c, o a = CD C3 C = c) C = C3 a a
uj C 6 6 c3 c%j N 4n W in Ln N 6 N, %& N r-o 6 a 6 6 ca cD 6 6 = C o = ca M C = a 6
-J C C3 M C3 M 00 %0 %VP0 N " rl C a a = a 0 a a C	 CD M C3 CD 0 C C M C a a 40

;	 ;49	 G.1 VS w

IL - 1-4

.1b. c;	 c; d OOOO M, c; c; c; c; o c; c;	 1; c; 0 c;	 c;	 1; c; c; 0

0	 fn CY
S	 O W 0 C C cm %o %,r N N, ^r so = Ln 4 n ri ch m n %r C m P4 N o oo ro -t m to) oo +o m P07 r-4
in C a C3 -0 tn P-4 N C put r40 F4 r4 M

00	
=a r4 U) r.)	 CPS W) %r CD a In tn ,," oo -m N r-4 4:7

6 co c3	 m cm cz) t, N %o in ^-r N A cy, m v) r^. P4 Wl r4 M 0 N sr Pn 14 rl- LA r4 C CD
C C m im N n m w) m in NO %0 .D %0 r- %:r N C:) .D W) 0 U) -D cl,•u) Ln so so in rq = C C =

= C CD 00 C P4 %r N U-1 Ln '^ n Pn Pn so 00 NO V) r% -1 N tn N M CY -4* 14 0 C3 Ol C OM C:-
O OOO h %r N " DN.  oo m 4 %j- a %o 42-- W = N Nr in kO N 14 Q = M c* 0 M a!-)ol
C 000  p m m in Po in K) %o .t m Ln 0% ,a 0. & r r, M4P4 cD = a C 000 0  C 00	 i

4C C--J = C M N N Q. 04 O4 Ln 0% %0 %r Ln 00 '-0 M %r N r-4 M C M C C C 0000. C c o C, CD
p C3 0 = C %T PO M .o %r %a so 0-4 N+ .r ri 4-4 a Q. C C O. C M 0 0 = C) C = a00 C C

a C3 C C3 0% m 'A w f) N rl r4 C CD C c) C C C C a C.) C C .1 a m ca C o =	 C3 = C
pq O U) c; C; C; C; 	 ; C; aC; C; C; C;	 C; C; C; C; 42, 0 C; .9 C; c^ ; C; ; C; C; 0

E

to	 ui
9L

U.
C7 C Z, C*%	 f	 N In C;	 N - 0" - Z 00	 107 r% M 00 C W C3 00 N Lrl %D 04 40 N a
a = a a N Pn In	 W M Ch	 0- -21 Ln in CZ 	 %a M a P4 %a w in -4 -1 %0 %r %21 %r rj M a

3	 0o 0 C-1 M M a %r N Ln Ln V) tn 00 %r U) .D 90 %1D CK %D %I' a Co -4 Po) %r GN 00 42% 0% 00 C 4o P-0 a C Q,
Q. = C3, C3 C r^4 kr In a0 fh -q in %a O. C C r-. 4z) pq 0% r, • cx %r %r m in as %t so Ln N O C C a 4CDri	 4n 2: M M C3 C) .r 00 N N P4 -,r 40 %r 04 Pn Pn N M r% C P, 00 N P-4 U) N ftl in " M M M C a a C

0 C C C co N %o c3, in oo Ln ch r^ ,t N N rq = W v) N m r. r% r, w) P-4 c:- c.2 = = co a C C 0,
C a C3 CD Ln W 

10 
so " %D in ah in 0% 01) 1-4 W %r 00 4n N " r400 	 a 00.000  a = CD

C CD a C3 in on -- N r-f *21 M fn 00 00 C 00 C Ln CY r-4 C C C a C)	 C C C3 a a = C3 a a
L) C3 

0C3 
C %a ^dl a V4 %D N P. N r^ -31 W) F" P4 a M C CD a a C C3 CD M M M 0 CDIn C -0 =

P4 4c C3 a	 a V so NW t o) N r-4 P4 C = 4M aO 000 0 0000000 = a = C C = C3
ix .	 .	 .	 .	 •	 .	 .	 .	 •	 .	 .	 •	 .	 •	 .	 .	 .	 .	 .	 .	 .	 . 	 •	 .	 .	 .	 •	 .
LL F" P" P-0 C3 a M M M 0 00 0 a0000 0 000 C 000 0000  a	 a

Q

Ae
w A-13

w	 uj
dn



rs

rA

%.0

3E

0

iv

w.
to

w

V) 4A U)
Im CK ad
me OC .9c
.1-J
-j j j
000
POO

A AA 
z z z
dc dt .4c
Ln 4A in

0 ===
0003 3 3

Ro

O 1b
so cl wi m pe) 4*

pq pq CD CD Pq rl.- N ^D C3
C3 C2 N %r O. CD 0 M N O 0 0. 0% m 0 In 0-4 V-4 V %P P-0 4* V-4 in W. P'. In In N '" rq

mo= ol %r m	
C-1

o r4 r-4	
C)n o 00 In CY N n rl1 CY r4 ^r 000=

W) cli a Q r2 In .r 0. oa00aaA00AAOCiCOaaaOaa
N No r4 r4 rl on m %a ca C3 C3 C3 C3 ca a cz Ci* C3 C4 C3 CD CD Q C3 4D cz 40 C3 0

w %r " W) .a #	 #	 6	 .	 4	 .	 0	 0	 .	 0	 .	 I	 #	 0	 .	 #	 I	 #	 f	 .	 -
rn Fn on W)	 In C2 CD C2 oz C* CD 0 CD C3 0 CD 92 C2 C3 CD C3 C3 cm 4= CD 0

O in 4,"1 in

w 11	 ti	 11	 11	 It	 of	 11	 o f 	1 1 	11	 01	 If
	

11	 1111	 It	 If	 If	 11	 If	 11
W 11	 it 11	 11	 11 11 of	 If	 11 11 11 01	 10	 It 11
It.
In a]>- a ad ne >- Mina Ill a l'- t- l'- z    3 3 3 3 :3 1-9 7AX33333333333:1    
M 2: 1•- ZOO 0-- Z W 4c W Z 4p Ln 4n a E

EX:El:r- 3: 	 XE=r.r.UXEr-EXX
4n ot " I.- p- " -K>O or dc coo "

ro E U V J E w -i oz Oulu I-- .	 .	 .	 .	 .	 .	 .	 .	 .	 .
w < W 444 H Will a W dc a a 10 lo g* 40 m m cs a 40 a C* m 0 0 C2 C.1
Q A, Qww 0 Mow )-- Q -j 4:0 = C* O CD om = m m A	 Q = ca 4* 0 0 =

4c zo in Wall< = = V. 0 rl 1b In .0 W) N 04	 r4 N	 kr In ^o r-v 0
1-4 m >- = 1- = 0 1- 0 r-4

0 0 0 z Ill w a -i I
Will WaH " ">-o " ILI MI,- +K VYVYYYVVVVYYVYVVYYYVY

Q IL -i W.J Q CL woo E 0 o Q
0 do z	 -C z ce -i ►- 0 1-4 In

AC w	 9L 0 Will 0 a "Wo )- wwwwwwwww"IwWwwwwwwwwIll
4c 4c xw 0 1.- Will " 0 > > > >	 >	 >

w o 0 Qwo WA.W of
CL oc w -i Uj 0 CA.	 I	 Ill w wwwwwwwwwwwwwwwwwwwww

::+ c r I :I. l'- w Ill I XICL z
W 49 0 w w wzQ 0 I-m m=1 w wwwwwwwwwwwwwwwwwwwww

0-	 0.- 0 WW= w 4K zoo
0 0 1 out- Ill w 0 = x

0 zw" Z W 0 H WWWWWWWWWWWWWWWWWWWWW
=W= w z -i	 -Ji -j -J j -j -Ji -j -j -i mi -J j -i -i -i -i -A

a! Q CL 4D Uj
0 14 ac 0 0 0 %K 	 < < 4 OX < OC < A < < NC --X 4 4 -C at 

c 
dt 4

U. E z w
" %- ce "04 "" . . . . . . . . . I-I

LU 0 0 LU ar -C oc -Rx -C -C dt 49 at 4 at -C -C -t 4t wr .1 at dc -C dc
at 0 = w > > > > :b :w I-	 >:Nl- > > > > > :* >

4c -j W cc 4 <	 4 AC -C -QC 4c At	 .94 MC 	 At 4 49
C9 Q z
Ui z w

O P-
Lm 0.4

O oc -i i -i j mi
U.1 l'- . . . . . . . . . . . . 0-4...    . . . H0-4

Ill 0- 0 ID an on IQ da im an do in am do m on w n OD'TlM fr 0. oc
14xc

I .- dt -C dt At 4C 4C dX 4C 4C 4C .K .0 AC .9 dC 4C 49 .M dt OC 4%
mom toILIz

Lai IL C6 06 06 a. IL 9L IL 9L 916 9L CL IL CL (L CL n- a. a. a. a.

kv
w
z
LU

-A
dc A-14

M

U.)
ow
4 0
a 0



x aK r^ >K >,t >« aK * aK a;Y >x aK ^c >K a^ aK aK >« aK x x ^t
xaK x

>K )K
aK aK
aK'
)K x
>K x
aK o ^
x a XK

in x

aK so 1K
W >Kx .. alt

x w 9 x
)K •c x >«
1K W v )K

>~• x
x o 0 alp

U)W 1*li
))K

In
O W

0~G \tO^ 3

CCL

* v..^047

Z x

6: rPZrI AT N )K

*	 S M0.4	 V O z 1K
X	 O JW O at
Jlt	 H n W d N O IL x
alt	 N on V E V) • x Wx	 •at .•V)oe>- o w W

N
W^ 3 f ZN .Z
ViM

An
0 r^H

V)
)xlc
 CL

 = LL.1- < M
x	 u n H of = t 0 c )K
aK	 N N N" V GC W x
aK	 (— %.o 	 O /— Z x

in
3t4n3W Z

aK	 J u<O> > x71f	 N O V l— O x
71S	 OD N O V ►- x
)K	 Q R OC Z Va x
x	 ca : ri Z d< H H x
x	 d v M to O O )K
x	 of .j	 It b E x

At	 4U
X rte+ ~ W
x aQn-i _ )K
)K V V •°1 so 1— aK
7K OLx a 71C

in 1K
)K O x
aK F^ O alt.
1rt fIC H x

>K F— W
aK va Q. >K
aK x^ xA
x W
X wx
a« >K
7lt x x W x )K x >K 7K * aK )K alt x >K x aK x jK x )K alt

A-1,5

i



E

h

' O co

b MN n
b

I

hL OW OW H
h F- LL. IL LL. LL. W w

\WN d
I	 I	 I 1	 1	 1	 1 GC ♦NO OCIL a x	 ►- z1-tHa W"Wz OzXU WIL >" o xHam LL.N Oa o
EEE EEEE o an

- h
to ^ ►-I0
O 11 7I.-
t3 N O

LL4 N ^_
f O o O Fw- N

ui

w

I
IL z c 1.- a z j

0 O 0 w w 00=) i
_

z IL "1-- wN w d O 0 O Q2 O
N

O z V O
h -=J >W

N f• h U O 1-1 H U 2 0N N = '4 M-1 /- 4- z 2 O h
O HS^N►- U.hNi-- WhhU.LL h O h

O. z s0 0 01 0 O O a' I	 I	 1-	 I l	 l	 i	 l V z M M
W ►.e .,N N

QHXW 1 G. 0co aa0 CJ 00wCaace JO .J1-= —J—JW NZ O HE--1 =-O NN _.J_.JIL
3 O EEEE X: EE co •-I fn N

I(1 1- O tV

" O bo00Ch^ i	 1.• aaaU.
v W o A U1

rt

O z 40 0 ..

OF	 E M ►=-1 ►O-t A W'	 M N o O w ►.t3• 0 ►-^-a N^, a a
>W11 O w ♦ w 

10M A z h z !-1 H a- !Lv
O ~OCSV WO W 00

3 -^ a ut 3 N z
.-a

cy

E

3
E	 O
F,

{i
^ r

wN
a



^LLJ

ILte

a
r	

Rp

C

f

^e

( LL

F^ O►-t +n im W
Z ^ N H •i 0. 'I N M
O LL1 M O ^C

ca z
F- r- O Nz Mw z
4 Q

` W 000
LU i-i .. a ?L i. N

w
o

McL^ q qx Lnr^.M
y

N NN
DG ^C lR d
U ►- z

N N
^ 4 C7 ^C O O

w °'o N a
O J W 3 O A 0 a M N M

N Oi Q
O

W V =<VV
M O ^Zo O m
IL LL. O —i U.^.

O x R
N1

x to in
W H W O

^! O H W r-1
U IL
z
H W

w
r

^n OG

L)
r

^^ 3

M

n
v

i

n
N

3

Yh

v A-17

w
N4



eaoo.^N^trOq
O40OM%0V.N40O+

P OOagOMgf^.O
0001l1N06A%rr►

a 000roul.-^rnN^o., = 0 0 o in r-4 r• %o o. .DW , 000a.Nr► ^*o•^t
C9W 0000lnUlrrg""i
^L OOainr+^tc+•Na
060 ooao•nvlr-l0ao

ri.+.+000000a

ooa00NMrIV ho000.a In-.t%tRr`o
000hor.r P-0^oinr-
= C3 OO 0.4 V' W.S 00.Ooosor.MNelgM
oOaN%0on%a.agN
aoatrlN .0%tNN1N
000 N%rCp% V^ r-/%t0000r.Mr•N1MOo
000 A r ►n N 000
rir•^r1OOW,OaaO

000rao r w)' ,r wgq0000.Or. h4+r•V
000+a%oinr4r-4%roca C* 	 vMN
000 w00N %r Y1 X %0
000\ 1' V+ W q %a r10
OOOgor,S%a%rNOM
ocaco.owto.rr4ina
CD iC3,soInoq^r o0

•• g oA1 O cp. r• .0N000
C9 .	 ,	 •	 .
Z Hrl x10000000N
UsCL 000inr-4Mq%tLn40
ui OOC (. q rI O.Oh O.

00GcaJlnv1r.00
xc odor-iM%oouloo.

< 000e5ulMa%Mr.%a
1-W X CfCpc2tnNN0N00r•
z04	 o W 000m00N0o+^rW< o O o0or.u1Mq.01`o
J + S 000c>r r+MN0	 Cl

W QAZv H ooCD m r..atn	 (0
Z ^{ 1-4 .	 •	 •	 1	 •	 •	 •	 .	 .	 .

or. I: >- .-^.-iri000aacDea
vV w %ror K

W a	 IV CK
T. Ln Q cn m cl in in O O O.D soO ca 4* 	 u) O -.l In r-4 m-
H W otyo .ONr.N.tgtT
1- r ooC P . N-&r4Winin

--IA r 000.-too0o+'-4,4
C9 000NO* oulu ON
A H<C3o 000r,0=U)%0"0
A

Sz^^o
X^	 + A Ococ>V+o•M%D.aoox OCWvr. W 000v%otPlhr,rloW A A o W o00o+00.OMOOo0 Q kn U •	 •	 .	 •	 +	 ,

N Ca N X r-1 r'1r-10000000

W .r 'vq't^,tt1+
E HQ3r-1 < 0000a•oNV+o+o•
o ZEE + £ 0000r %rc3Lnr-or-i
t-- H 	 v.p. W COO O M Ln o•Oqu)
117 2:0	 3 A 0000N00NN0000
A q 0000'tNONr+NM
U H 0000ulNV•N--

W Z 0000v.o.ao0r-^
J C7 W 0 0 0 0 %r r,..-+.r,-1 0
Q ^2 ..1 Ct oo ng W .r rl oo
F- UU3IM } rir-^r-^riooa000
H <^ + H

3 H .t 1n	 M
o W 000mr.NLnn,-4a. iu'1 J o 0 0 0 .D r. a• h o++ W 0000rlo. atNC+t^ 41Y 0000r-ia",:r%rM in F- 000anor-Imr^sr

1 0000Mr-4r-IV•I.TM
.+ ►- 0000ggNNInfn

A of oocaoNmo.r.lnr4
s	 if3 2: 00000040LnNr-'C

E F- 0000q,D4-HCo0
M q .	 .

+ O W rlrlrlxlooCrCaoo t
n

H
aC K

v pW. o000.-1 o,.0 r %D oU. 0000Nl%tq.olhc
3 aD O 0000rlo.ctnr4H
£ M O 40 O CD 1-4 Ln %D J .ao
r-1 to Z 00 0 0MO.q.o gq

•
O o000-10% .t g Nr^ {
H 00oC. C % NTH g M i

r F- o o o o o. N N rr a. N i
N U o000.-40o%0rio w

ri Q OO Oo ch r-. Ln r-4 O.O
1L ri r4 0-4 r1000000/O.o O

^+ w A-18., d
W WN E

rya
_

a



Iretortti►HOW^t
urr^n^o .CU76G

.^ 0.tat-
s ^., E u

w^
O W {114 !-	 L7 ^+

a:on:-c

tv
W N

I-W 0	 WNV00WNMPW)N r 4,4 
C',ri0 r+N in r-, 	 N ►1000000000 Ci0►- 1TP b to N 000000000000000

{Y t^ 1•	 A	 f	 t	 •!	 a	 !	 i	 y
^. Q 0

1 
00 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

Q LL.
V

b^tNtov+ti'4trO1TNC C! W! 	 Op t ** IIr lQ` h 46 .	 •	 .	 1	 1	 .	 •	 1	 t	 •	 1	 •	 1	 •	 ,	 1	 r.J••^
F-tnZ o• f`o^ goNLnulwNr+fw 4inin^r00+10N400 r 0 NW W -.T to ^r o• .-t o0h0 o W"",4
H Uv CJ in 0 o m Sul f, W fn14 14W)

NNNOt P%ate 4,4
rt0Oh%rN

C7 .aw

W N THNO!-n.WU^
N 99

A.

f-HN
Ge N S
Q O !-
HiJvN

^+ t10M^O0 V'O^\O r1 Y1 N#tO VO^`Dh Y1 ^TO^Y'ri
stn N00NN.-t	 W0 ow inNNI-!OO
oo O t• N o N ^r P• M b P h ^O N rt M ./n	 O UP+ MNC^ O+toOto N I

ti Fri N9 r4 h M rl►-t r1 1-iW.W.O rtN ^o htfl NKthC^C V h ,o .rrlh ss.aa0^	 Jt-111 •	 ,	 •	 .	 •	 .	 .	 •	 •	 •	 .	 .	 .	 .	 •	 •	 .	 .
Wt^YY t^N.t^/-.lNNNrtr-+ in-,rW!-l0"NP•tnNO♦i	 ^' Or .-^ N tO O tO N%00 Vr N w w%0 h N rt opt

q	 tLU^. hM^or+O^ro• tnNM-t	 NC 00a+ 4H•o 0Nrt i
z -iW A
O lle	 ?. o00."t(7, %O ^D N%r r?e)W ro+aMNbhW
to ►-^	 M A U' (R Ie	 r
?- UWO" X OtTV'WNW ^DNC .-004)hON OCy,NOI-r
N N	 Ul0W_^, q(y WmMsou1 .oto Pe) &nMs0ioh r re) O%r.q

t--	 6.Q	 •'.: N0r-vn 0NN " Or1W.O OMtn.NN.4
2	 XuCWv u+o N V h M w O h.O N.i to rq

N m o% Ln o to N .4O Pe) M^4hMrl
a '-f 14

J
w	 Q	 ..>	 zt-x
-i	 ►-t tnS. ♦r=%0 CJ %T m̂ a N.r O.D N ^r o .o Nor OWN

Oo soowN win por- 0NwP•wowr,s0tnwr,
>	 w U 

4̂0 NNoI-aNNC;4	 Co .tCJC o.;	 NC;
Z - w ,O'O%a s0 'O%0 .D so %D D .D s0.O •D %O so 'o t0W

v Q towato r-
• yr

woe

^T X Hv WN
3Z I= O O D 0 0 0 0 0 0 0 0 0 0 0 0 0 0 C21 0 0
M. Q	 W :	 •	 ..	 .	 .	 .	 ,	 .	 ..	 .	 .	 .	 ,

Q	 O VV'V'^f'ln to to 1n O C;C	 . H.^1 .-10000►^	 ^G a a tr tr r. t`hhtntntnNe0s000soLn in ulNw	 Q M M M M M IM M M N N N N N N N N N N N N
ui

.M+ a	 GW w WWWWWWWWW ►UWWWWWA: ly wcC
I	 .t a to to to to to to to to w 0 cn to to to in to t- w ►- ►-

3 m	 >.- t •^+caQaaaaata^tdQa<tz: zz
.:, o	 -+r mmaaatmmmmrna4mmmmmour+ t-tHr-/
-1 N• ui t-

^ Z r-4N M ^T.4NM^r -4NM%rr-4"Pnr 4N:M,,7

N Q O
> a

3 NNNN	 .-t.i.4.4OOOO
]t G	 i-- W r-1 t-! r1 1-i b O OQ p •"t rt 14 .a r	 " 14 1-4 t^ n h h
O D	 Nom, ^IJJJJJ^.tJ-.IJJJJJ JI -j -j

M	 Z•: to 0 o 0 	 N to N o to to to to M o 0 	 to to Ln
•• ce-	 ^ Z WWWWWWWWWWWWWWWWWWWW 	 11-.1A
rt W -----hi N•-/MHHNNMNH py ...	 fl	 7
v d GOAGC]GL]t^taOC©dGC]taOL]t^G

NW W	 F- W
N Mt'M. Ln Ln to N NNNN r ITT rMMM M	 -4
s= rt	 S T
U r	 .Tr



w

.^ Q v

W wig)(^ W W V
d C?

rct^ca
"OW4Vrroc
4VLL.G
d<4 ►-
t WV

W

tS o
oGOi%3
W ►-OZz r-
W	 31

P - w O V r-i g v O
` MG 4000M ^f "

Vr o.-+oop N
p.^t OQO00 O

U.
V

..!	 n %D N NC %D .1 rl v	 .

rl!!S o+o^+oln i0
OOr N%r ,.r r-,M -1

ri	 N •D O

M M
O W
=>	 ..►-iZ r u►
Z W M T
H WV^
as
in

Zu10r

ce
w n

ce

k C3
V ..

 N

Z
~ LrilTS

00- 1

^r .7'b^O N ^
Z 000h W in r. M in
N  %r	 N %D .r

^W 0 %r in

In p WNS 001-4MN m
F- =O F- Nu WO"m W

LL (^v m M1-00 v
r In	 ,1 CPI r`
N. M	 •O ClZ N M

}r+ NNIn¢o o
C7 in .

%a in
W 3 0^ o^ ,o r~ 0
Z^ MraO.aN r`
W.• b in r.M in%r	 NW sr

In	 %P N

3 wah0
ur v h

• wa
CA. 4

W^r
v

to
is

3 J 0000:0. O	 •^if

M A !-' OO^TO.O O
O O O O C3 O r` O 1

f^ W

v
I lWWLL1W

m rvs Ln yrin
L O rW 144•u-rc

h Or
W0000

^:	 N H H. N H 1-!
POMMO N1

i
!3C O O r-1 N fl--O O

H E^
Z 4 [. b e-1 e-1 r4 O

Tai SSG JJJJJ r
w wwwww As	 -20 a

w 9L H H " 0-4 " W.
X A A Q A A h

W W f- W Nf
of E H A
.Y H Z r g t1)M%r In N.



d
rw

wa o°J n .
Q A S P
> Z .-/
H -x 00
a ►u N
W A Pa

W
w

V	 L +^Ia
D	 X £ L`a
d	 EQ^o
A	 Oro
►-	 A

LLJ

Z	 E Z ^I•-+
J	 ZEES4	 ►-. W ^+ w
>	 £ A ^YH	 q
d	 W
W	 > U

oL Z

a	 U v ^^rnz	 aE 'H	 A p,• u;.
LL.	 t!) 0OJ

P-1

Q
t?

OC
W
d

1
Ott
M

ZWULn
YN

?C

^M	
Ln

	

«.	 J
3
In

i
r
r

M

E
r-1

N.• r-r

0 0
H

.. oc
r-1 W

.^ tL

W W
HQ
t-

==C .V4%t" %DVJ0Mr-i aP "P-4woo%wwr%V r" 10oJMOC^NJPPr1.. 000 NpJPPpr^MCroN^t^lN1t1^0J^1Np^0^rgNMUi^tP ►.a9
N 000.-4N.•4r•N.tit %a4 Ln	 IntriiflrlPinr^NMpininca.TpMMOOo

3	 r-t OOO.Tiro^O.-^Op^o%D.o+gttl•6r•4P4inInaMMaP$,--I	 !r1Mr+0000• OOOpODNorr-inn--JP,in%rin1^PMM+v%o %Jprla%MrIataOQ00..'`	 Z oo=PJMr-io%ulMf.Mr+ p%T.ar.n+ p%TN-.TH..NOaQc+a0000
W • c co ci i, at oo sr on in P-4 P. P-4 in so %r r• P in a-C tWjNri00oaOt3000a0
t:9W 000mLn?14 40pP000440%0w P-4N•0 ►n ►-4r+00000ao4000043aoax	 • OOOr..TMNh.gr4topinInC. • 4 ODOAOOOOOOOOOOOaQO
G. 6? ci Z 	 pr. in to) NNr-4a000000000a000000000000

•	 •	 .	 •	 .	 .	 .	 .	 •	 r	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 ..	 .	 .	 .	 .	 •	 •	 .	 1

r$HP-0 =000000000000 a=CP0=oaaC)a00000000

000 JUlNPriHr^N1PPNhNWNr^ttlpr -IOIN •oopr• oo^.o.-Ir+
coo= 	Prl Pro N000r.osoor•r•r10 t- q o0 q ^a-P o%r r-f-.%r%a c3 -i

P-aac p w r- i rlinNwisoNwM b *Dr uininlM^n -̂4 inw))W),T%T%"%r^-t000n
www-%o + I%NVr0%a*%ar in g IV) U)g g rav wNWJJO It) r10oo000
ooa.-4wNHV4 NhM.-g P4 rP o =ww.lMnf• NLnNriooaO000O
oaoNPr- III h. J%oJ CV` OPq%oU1q.-lritnNra00000000000
C3 C3 	 41.40NoPr^410No 40NMr,MNr-4oav00000000000
ao =so if) LnLnm0%NotPWtnNr/O0oo0o000000000000
CDt9oPAtir+. U1MNNr10oo00000o00oaaOQ00000=0
'.4 r-4 r•/OOOo+0000000 x0000000.00000 QO O Cl OQO

o=co o pl OWNw"DonrtJoriPPNNWriPJwMr O NONo.&N
==wriMWC>R N p+ CIS 0%rr% 0Nf^000Ior4i 4 00WCPk r+r10 D0Nrto
0004)40 N U1 v^OP eO MO^rl riMCY%T O w 00rl%D r- J U1 N JP r+ U1 ri 00
000.U1PsT U 'fOPg NOOHK)CoP-iaNtn Nl ,.T O 00
000H0VU 000*1U1PMPH4 rCDNNpf,O%r10gC+ *o^IJ.40000ao
OoD fl- {r1U1J1,- =%rMriN) P w le) xrtONInOMwNri==x0=000
0=00T%ogpr4 Pr) r -4Cw %aHW)inNNMNeoM.-i00000oO0aC20
axoNtl^wri ATP.nggtnO + %t%rgtN.-i000000a000QOaa
ooOP.pngoaMUla%OMNr-ia0000a000000000000.. ooxa Prao r . in  N.rloa000a000000000000a00000

CD	 . . .	 .	 . .	 . . .	 .	 .	 . .	 .	 .	 .	 }	 . . .	 . . . . 1	 i

Z rl ri rf O OOO O O O Ci'= 00000000000000000000000
H
UdA. 000=4 1Pf) H"4WP%Tr4 0QtiT0hNI,WW 0NanO^Cr- tNf^CD0V (VO
N oo OU1WN ♦r0NOWONW000 0 rir`U1^r w .T g O• aN%r W P-4 0 U1H00

O= CDWi 7% N P-T P M w N ) 00%r N W ri" 00 M 00 N g H P N W W CI .p P-4 0o
000krK) 0%0r• o,oinIn%T g r+ %oo1 WJriooNh Cy, NinP-i0000000

W
xxxPUlc)MN)%TOr wc)%oLnrr%T000oMmInin koNrloOOa0000a00ogxUl00r.PrnwhtnU)P1n100tr1%7•MWrnrl000ox0oo0oxo

A 0 00 q oNWPPU1r,Mf-ntnknco ,rNrix=o=000xox000xx
$ O= O V. 40 0% xr-i rI r W O W J N H 00000 a 000 a 000000000H 000a+ q t-%o.7 III N.-ir-i00000000a0000000000C?000.	 .	 .	 .	 .	 ♦ 	 .	 /	 i	 . .	 .	 .	 .	 .	 .	 .	 .	 .	 .

>- H ri r1 x co 000 as 00 CD 0.000170000-0 O x O x O 0 a 00000a
of
C4C xxo%tP g A g or+.oM.TOOwCDNNJOr^rlN%0 onrioNCD00r.oU1Mo

Q o CD N P C) r-I %D U) Ln -r P, W) us CD ^ • CD Ln In rl cy% In r-4 N -D In LnInW)PU1PNOo
W C3C;l	 Inaortau 0%4 -4 nN'TP^0r-. -i00-S, 0\ rt-.wr^o'.TNr•rlop0

=C) M r g eOnNNr- N000000 ,,T .T0%T0 g WN00 l e) r,C3,wNDOx01y
►- o=xrlrnr-^00 ►nMP%D00NT re) w00ONNNoNMhUiN%rLf%NCy0000ao

000UlweONr^wMPNr-N0.DMPr. t 0U 0-0 r-Mra000Caa0000
N 00Oq Nin W .G NT WPr4 P °% H%D 0 U1 P W ^lr 1% 0 ri CO . 00000000.=0=A =x OPW 00 r^rl M r- O ri r R w P ♦T N ra 000 x o C) o o O O O Cl O O O.W ooOPPOtn re) rnUlr, .- I-' rNrl0000000000c ► 0000000aW oooP0000.D,.tMN.-4HC*CDooao CDC) oo00000000000co
X.
	 .	 r	 .	 .	 .	 .	 .	 .	 .	 .	 . .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 . .	 .	 i	 .	 .

r4.-4^4= o o CD O o o 0 o 000000 rJ O 0000 o 0000.000000
W
OZ 000xxr-1NNtnr^0%Ln0tnW00ChW=0%DN0r,N.tN4) 01,=0-^r
^t O©000n.-Ir-41 ror^OMPNOrir , PNw^owo-, ' or-4%rn0PNr•MMOa

0000(r, J00N.r•oPviv ssrNwinoNW00 -4%X DNOr4 ►4W)tnwaON000
W x=0otn %rr+OmP-4LlPJr•.-1hU1N^OU1 re) wsot^NoU1Mr-N000o0
O a0o OhNinWr 4 r-0"Nhor•0=Nq.-1gvSM%00wN=oo00=0

C> C2 i*D N W N CD WI 0 N Co rl- r r-0r W 40% WWIn -i0000000i=o►- oc)c= WO rrn WP-i0•r-No+M+ON%T*0Lngtn-000000000000Z =000a+.DaWMNr,^oU1w(r , f.ow)c4 •,ea00000n000a0000W 0000ri.4^DUnswp.-if%.rNr-irr0000p0000000000000
J CDCD0001 00%0 :P tON -4 P-4 O C) 00 Cl 00000000000=CDOCD CD CD CD
t(	 .	 ..	 .	 .	 .	 .	 .	 .	 .	 .	 .	 i	 i	 e	 .	 .	 .	 .	 .	 .	 ..	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .	 .

> rlr-irlr-lO=Ox o CQx CIO =00 =0= 000000000000000o x
H
a
W 000=tr)Inr+ Nr-o WNWfe)W CPI %r%rr• t-SgNWrioMInO+ %DMNr,r,ulo

0000POOM.TgtnulPNuAriWO- r e) NWPMOnK)000%rmrlr•JOo
W OOoO q =%tP = =W)W %r -,r0PMNM.r%or %o00U1tnP0PON000
Zoxo Orn^,Tw M0 %%r o-1wrn=0OnNO. %TO1r,gr•ioWIn%D0NrioaooI-- o00oU10 wMo:o P.rr r•PwWU1J•U1.MWe0Min=r` r^N o o 00 x -o o

oOOOC7t^ha`r•r-U1r-iWNor^MOPCr+gMoP^Tr/oo0000000►- onoo-4TN g N.o00r-PN00-4sooPO,O q 1'N000000000000.
Q 0000 r.PU1r`S O r- ►n0• P x100 r-1 tr1 M ri 000 x=a ax xx OD 000
= 0000MN00r,knr-PNr- rIn -Irl0000000000a0000a©oM-- GDx aP g w-TinN+- r-i0000000000000000000a000.	 .	 .	 .

	W r4 4 4 4C2 000x0000xooDxxoo0xC^	 C^ C o Co C* .
E

1- 000C7N00r4C) b-+PP r4N.a -4 %t aT.• 47 ^ r..'7%r+!TN 00 N• l^.0
LL. =000001, m p PNNNr-Mo*NI, N%r00r, rnN00r1%t .n g CF, rIWMWOo
C ooxo.T g ox r•iino g inNK) -4%r-DNMO0%awsNinI,W)sr4MOOo

0000MNNW r, u1U1r, U1%00P 1.7'Pr4 N00Lnr , MNDUNa0 1 r , .- C.)000
= 0000W)%ama -1r^%r-.T -4rI0-140JN^r%r%roJ ►nSCi^00 ►n0000000
0 0o0cD -4i %r r, rl rnr+%o N h •9 r1 91 N M to W 00 N O%ri 00=0 o=0=0
H Ox 00 Nr^ m r-400000? i) O P r♦ so \T M g P%r N r♦ x 000 x o x= O xO1- tl000hr,r-tr-r%oo0pr+MMNo.lwrnr•4000)o0o0oC,0oo000U cD = co = Ln In r q c* %o oo o w) *0 in Incj -40000000OOOOOOo00oCD.[ D xO OP 00 R in In N N rl CD CD O OOO=Dox -o:= O=. O O C1. O x O O.
OE
U. r rlr•i r1a 000000.00 a 00000.00000 a 0000 a 00000:

A-21



P4

A
O
H

Z	 W
u
an	 MN

ri

A
O
H

^
U

W

•	 ^ H
111

0
n U.
\T

{3

M
(n

v W
h-

E rrt N

r.
Nv

Y
0

v

WN
a

n

M
H
to tW
OW
at •a io

to u1 Chor oe oe
<as
.J J J
JJJ
coo
OAP
O A AS S Z4 4 Q
NVLn

x	 S to S S 0 0 O33 3

VJ
ra	 u1

	

N o o	 MnM o
O.O	 ln.7 O	 00	 CO CC C 00lo, C,HGNI In Nbh• o C 111^Pn N rt rl. ri

•	 +	 ,	 M1Sul%DC^ tC2t%UN 44NP-4r±C2C2r C-2 M (M C I-
r- c1 7 Uo0 o noo 111 In Pr ,.%o o %0%rtn(Vr4rtr-46C.^ ooa0000 Cl, 00O
C3 CD 4 iN	 N	 o 0 Inin.4	 000r*00000a0000pooAnocD
91N I•	 h 11 Prt or	 C C^ Ca C C C O lJ O O O C O CD C Cl C C Co C Col
NW to	 in to r, 4,j 	 00000000000 Cal oataCOOCOo

vt	 V'	 or	 O 111 •A	 • +. t	 e	 • •	 a	 r f r
N	 N N 0 M	 o 0 0 o g o 0 0 o C o 0 o a o 0 0 0 0 0 0
in	 in in

11 11	 11 11 11	 If	 II If 11	 if	 II	 11 If 11	 11	
If 11 11 it 11 It If 11 If 11 11 11 11 11 I1 11 11 If 11 11 It
^r+ rynI^P..TR^I1/^I'^I^^/^r.r^It^I^r^f1

A>-  AneOC >- 000 W A Nh-F-	 X333333_53333333333333zr- zoo r =1114 0 z moo O
dH 4F-F- H Q>O 4 Q coo ►-1

	

W 4 WQst H WW O W	 Q C) o OO O O O O C7 CI C C= 000 a=
1 a. mw L m POW 1- 0 JvJ J o OOOCOCCCO OoCCS0C.1 o aClo

a	 or	 SO u1	 W0U4 =) C3"I so h wIn%t MNr-1 1-0NMatt [1NnooPCD
XC)	 m }O	 H AO h- i) rl	 1 1 1 1 I I t I I ► ^
a	 0 4 1- O CD an Z W I.J. 0 J	 1

	WW Oe c" oe W>- In H 1►1	 0f- < YV VYVVVVVVYVYVVVVYVV V
a. -j W-j0 n. Wt7O	 AO	 C).

m S Q	 Zn:J 1-	 O H A	 ootntntntnln(nLn UlNNtno tnul tnInLnintn
4 W Cl. A 11JW	 31 0 HIYO >- WWWW III W III WWWWWWWWW III WW III III
J AC Q Zll. 0 1- luuiH C7 »>»???>?7>?»»y »7

	

H nC u 0 PWO J	 WG W tY n! ^'^ ne 0.'1ft OC R' neoG n <L tY Oe n nC tl'tY tx11
t W	 J W	 A n. I W W WWWWWWWW w w w wWwWt11111wwww
> r r I >1-W >- Ill I and S LnN /n en tn an t/1to u1 1n totR Ntnvl N N ^i1u1 u1 Na O W w W=p 0 h- M=I W WWWWWWw w wwwwwwwwwwWww

I.- 1.- oWWO a a mom
lt U	

aoencoeoeoc OCOC aneaoeoeoeoeoea^n ^
t1 I to 0 F- W w o m S

	

m>- N ZW" S W	 N H WWWWWWWWWWWWWWWWWWWt1W

	

U N N =WZ W S	 -J J J.J J J J.J J J JJJJ J .J.J J J J-J
0	 0. (D 	W	 1Y pa Pon Nal AAm m mmanmao lai tltl moR1Y11f1m
J	 Q 0 C)	 O aQ 4444:44 4a -cc :QQ 4aL aQaaa4

--1JJ-1JJ J-I.J JJJJ-JJJJJJ-d ...I

	

H }r	 lY "" H HH.M N"0-4 14 tit H H H H H H.1-11"tHH

	

w in	 w .t -cc <.c4octaaa -it .caaaa4.ca -it aa

	

0 0 W	 »»>»»»»>:s•»;>»>

	

or -J W	 t4Qo44<QQQQa4 -cc 44t —C4-CocW. u ZV—v--v—vvvvN%.r%.r%.0%.d ua

	

W z w	 r N >- >->- >- >- r >- >- >->- >- >- >- >->- r > >- >-

	

> H	 10- ►-rI--1-1-r1-r-P-t- ►-r ►- ►-10-1-r-I-r1-

	

Q	 -J	 HH H.H H M.. H. H HHHH.. H. ►-1..

	

A Q	 J.JJJ.JJJ-a J J JJ J. J.j J..J J J J J

	

W t-	 HHHHf-1.H0-4HHHH P-4 0-I H: H..0-4
	h" O	 mm m:raln mm n0 mAe1lmA.mmto llC mmo4 pq

	

Q F-	 a Q t< -mat  4 4 4< Q d 4 d a a a 4 4 a 4
of	 po en m m as m a1 m m a1 m m ag tn w ca m m m m m
u+	 o000000000ao_000a000ao

	

z	 nt oe or oe ne ^ ne ne ne Ot ae or or oC a oe oe OC nc oe o:

	

w	 c. c6 a a a. n. n. n. a n. n. n. an a. d CL. ts CL. (LI.
t:r

^r
CI

W
L
W

A-22
1-O
1-



a

APPENDIX B

JCL FOR CARD INPUT

This appendix contains the JCL (Job Control Language) necessary to run

the ELECTRA, SYSGEN, and SCYLLA simulations on the Caltech IBM computer using

--	 punched cards. The input formats of each card set are fully described in the

original MIT documentations of the three programs; copies of the formats have

been made and are available upon request.	 4
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A.	 ELECTRA

ELECTRA has 5 input files and 7 output files, which contain the

following data:

INPUT FILE CARD
F

Number Set Input Data

10 A,B General, economic, and time parameters

11 C Hourly load data

12 D Hourly load reduction data

13 E Transmission and distribution losses

30 F Generating units data

OUTPUT FILE

Number Output Data

22 ELECTRA debug file

60 Base case (no-solar) load duration curve
i

61 Solar case load duration curve

r 70 Base case frequency curve

71 Solar case frequency curve

80 Base case load-generation correlation
matrix

81 Solar case load-generation correlation
matrix

M
i
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4 The input card sets are punched exactly as described in the input format

section. The card order for an ELECTRA run is

//`run name' JOB ('account number'),'programmer name',CLASS-K

//STEP1 EXEC PGM=NEWELCT

//STEPLIB DO DSN=ACS342.SDDL.LOAD,DISP-SHR

//FT06FOO1 DO SYSOUT%B

//FT10FOO1 DD *

card set A

card set B

//FT11F001 DD *

card set C

//FT12F001 DO *

card set D

//FT13F001 DO

card set E

//FT30FOO1 DD

card set F

//FT60F001 DO SYSOUT=B

//FT70F00i DO SYSOUT=B

//F'T80FOO1 DD SYSOUT=B

//FT61F001 DD 'SYSOUT=B

//FT71f001 UD SYSOUT=B

//FT81FO01 DD SYSOUT=B

The 'SYSOUT=6' statement has the output put onto punched cards. if you want..

printed output instead, replace all the 'SYSOUT=B' with 'SYSOUT=A'.

B-3
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B	 SYSGEN

SYSGEN has 7 input files, of which 2 are output files from ELECTRA.

Note that the SYSGEN card sets A. B. and F are similar to the ELECTRA A, B,

and F sets, but they are not identical. Thus, those inputs cann it simply be

transferred from one program to the other.

Recall that SYSGEN must be run twice if load reduction curves are being"

used.	 The firsk run with the unmodified load curve is called the base case,

and uses ELECTRA output files 60 and 70. The second run with the modified

load is called the solar case, and ELECTRA output files 61 and 71 are used as

the input files.

INPUT FILE CARD*

}

Number t Input Data l"
r

10 A,B
M

General, economic, and time parameters

15 C/1,2 SYSGEN load data variables .

C/3 ELECTRA output file 60 for base case
run or 61 for solar case run

20 D ELECTRA output file 70 for base case ?
run or 71 for solar case run

25 E Generation class data
a

30 F Generating units data
.mom

35 G Preventative maintenance data
l

40 H Loading order specification (input
only if the entire loading order is
being specified)

SYSGEN onlyY	 y has two output files.p The content of the first file is

determined by the report options specified in the intput data (MINI, MIDI,

etc., in card set A).	 The second file contains the grid file for a SCYLLA

If SYSGEN is be four	 files	 tworun, twice, then thererun will	 output	 total:

for each run.

B-4^
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Again, the input cards are punched exactly as described in the SYSGEN

input format section. The card order for the two SYSGEN runs is as follows:

Base Case (Run 1)

//'run name' JOB ('account number'), `programmer name',CLASS =K

//STEP1 EXEC PGM=NEWSYG

//STEPLIB DO USN=ACS342.SDDL.LOAD,DISP=SHR

//FT06FOOI DD SYSOUTiA

//FT1OFOO1 DO *

card set A

card set B

//FT15FOO1 DD *

card set C, using ELECTRA output file 60

//FT20F0OI DO *

card set D. using ELECTRA output file 70

//FT25F001 DO *

card set E

//FT30FOO1 DO *

card set F

//FT35F001 DO *

card set G

//FT46F001 DO *	 Used only if loading order

card set H	 is specified

//FT45F001 DO SYSOUT=A,DCB=(RECFM=FBA,LRECL=133,BLK SIZE-133)

//F1'5OFO01 DO SYSOUT=B

{`t



Solar Case Run 2

//'run name' JOB ('account number'), 'programmer name',CLASS

//STEP1 EXEC PGM=NEWSYG

//STEPLIB DO DSNwACS342.SDDL.LOAD0DISP=SNR

//FTO6FOO1 DO SYSOUT=A

//FTI0FOO1 DO

card set A

card set B

//FT15001 DD

card set C, using ELECTRA output file 61

//FT2OF001 DD *

card set D. using ELECTRA output file 71

//FT25F001 DD

card set E

//FT30F001 DO

card set F

//FT35FO01 DD

card set G

//FT40F001 DO *	 Used only if loading

card set H	 order is specified

//FT45F001 DD SYSOUT=A, DCB=(RE.CFM=FBA,LRECL=133,BLKSIZE=133)

//FT50F001 dD SYSOUT=B

/l
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C.	 SCYLLA

SCYLLA's input files comprise the input card sets A through F for SYSGEN

(and H if necessary), and the base and solar case grid files output from the

two SYSGEN runs.

INPUY FILE CARD

Number Set Input Data

10 AB Identical to SYSGEN

25 E Identical to SYSGEN

30 F Identical to SYSGEN

40 H Identical to SYSGEN

60 C Identical to SYSGEN

61 D Identical to SYSGEN

80 Base case grid file output from SYSGEN

81 Solar case grid file output from
SYSGEN



The card order to a SCYLLA run is

//'run name' JOB ('account number'), 'programmer name',CLASS-K

r
//STEP1 EXEC PGM=NEWSLL

//STEPLIB DD DSN=ACS342 SDDL.LOAD,DISP-SHR

k	 //FT06F001 DO SYSOUT=A

//FT10F001 DD *	 il

card set A

card set B

//FT25F001 DD

card set E

//FT30F001 DD *

card set F

//FT40F001 DD *	 Used only if loading order

card set H	 is specified by user

//FT6OF001 DD *

ELECTRA output file 60

//FT61F001 DD *

ELECTRA output file 61

//FT80F001 DD *

SYSGEN output file 50, base case grid file

//FT81F001 DD

SYSGEN output file 50, solar case grid file

//FT45F001 DD SYSOUT=A,DCB=(RECFM=FBA,LRECL=133,BLKSIZE=133)

//FT50F001 DD SYSOUT=A

//FT55F001 DD SYSOUT=A
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In summary, the simulation programs have the following inputs and

outputs:

1) ELECTRA inputs are the card sets A, B, C, D, E, and F specified in the

ELECTRA input format. ELECTRA output--files 60, 61, 70, and 71--are in

the form of punched cards, and comprise the load duration and frequency

curves for the base and solar cases.

2) SYSGEN inputs are the card sets A, B, C, D, E, F, G and H specified in

^	 the SYSGEN input format. Card sets C and D contain the ELECTRA output

of punched cards. SYSGEN output is in two forms: printed output and

i
punched cards. The printed output will contain the production costing

S
and reliability results of the simulation. The punched cards will be

the grid file for the SCYLLA program. There will be one printed output

4	 t

and one set of punched cards for each SYSGEN run.

}	 3)	 SCYLLA inputs are the card sets A, B, C, D, E, and F specified in the

SYSGEN input format, plus the grid files on the card output from

SYSGEN. The output of a SCYLLA run is printed.
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APPENDIX C
mf

JPL MODIFICATIONS TO SYSGEN CODE

JPL has identified several problems with the MIT SYSGEN model involving

both the theoretical foundations of the model and the implementation of the

theory in the software. Conceptu?" anr,' descriptive errors in the MIT

technical documentation are detailed iii a JPL working paper by Dr. D. Ebbeler,

"Electric Power Generation System Probabilistic Production Costing and

Reliability Analysis." Dr. Ebbeler's findings are based in part on another_ 	
I

Ii	 JPL working paper by Dr. G. Fox, "A Stochastic Formulation of Electric

I	 Generation System Reliability Measures."

Listed below are the areas in which Ebbeler and Fox have identified

problems.* As of this report's publication, not all of these problems; have

r.	 been corrected, but the corrections that have been made are noted. A separateE,

report is being prepared in which errors in and suggested corrections to
i

algorithms and formulas are presented explicitly and illustrated with test

r
case results.

1) The interpolation formula for converting load profiles to load

duration curves is incorrect. JPL has replaced the algorithm by 	 s

simple linear interpolation.

2) The deconvolution algorithm is inefficient and unstable for unit

availability parameters less than 0 . 5. `- JPL has replaced this with

an efficient stable algorithm for those cases. The original

deconvolution algorithm was also modified to correct for a

numerical inaccuracy which occurs when'deconvolving sufficiently

small units.

*

	

	 Ebbeler, D. H. and G. Fox, "Summary of SYSGEN Changes," Jet Propulsion
Laboratory, Working paper, March 1981.
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3) The method used by the convolution algorithm to guarantee that the

sum of expected energies served by the loaded plants and the

expected unserved energy be fixed at each iteration results in an

incorrect computation of all expected energies by distortin g the

peak demand level at each iteration. JPL has modified this

algorithm to assure a correct peak demand level at each iteration.

4) The algorithm for computing spinning reserve operating costs is

incorrect. JPL has not made corrections.

5) The algorithm for optimal dispatching of a charged conventional

reservoir hydro-electric plant was derived in the deterministic

framework. JPL has not made changes for the probabilistic

framework.

6) The storage charging algorithm is suboptimal in both the

deterministic and probabilistic frameworks. The algorithm for

dispatching a charged storage plant using average cost is

incorrect. The algorithm for optimal dispatching of a charged

storage ,plant was derived in the deterministic framework. JPL has

not corrected. the charging-discharging problem in the probabilistic

framework.

7) The treatment of intermittent generator output as ergodic is

inappropriate. In the absence of a stochastic model of

intermittent generator output, JPL models such output as a

deterministic reduction of customer demand.
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