Selectivity—complete isolation of a fault without altering any other portion of the electrical system
Verify coordination between protective devices for replacements and new installations as designed by ISC
Verify drawings are correct for each project and the protection is accurate for the equipment that is being installed
Verify power readings on equipment
Support for trouble shooting failed equipment and provide input for solutions to repair issues
Provide feedback for future maintenance and projects